GENERAL SHEET NOTES:

1. FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.
2. DEMOLISH UNLESS NOTED OTHERWISE.

DEMOLISHED UNLESS NOTED OTHERWISE.

FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE 1.

ROOM NOTES:

ALARM

FIRE WARDEN

FIRE WARDEN

MECHANICAL

FINISH CEILING.

SAFETY BUILD ROOF

STAIR ACCESS TO PUBLIC

STRUCTURE ABOVE

FEBRUARY 21, 2018

P. FONTANE

J.1

H.1

H.1

L.1

HALON SYSTEM) SHALL REMAIN IN PLACE FLOOR AREA (ASSOCIATED WITH THE

CRIMINAL CEILING

ACCESS TO BUILDING FIRE ROOF

STAIR ACCESS TO PUBLIC SAFETY BUILD ROOF

NOT FINISH CEILING, OPEN TO STRUCTURE AND ROOF EXTERNAL TO THIRD FLOOR . FINISH CEILINGS.
EIGHTH FLOOR PLAN

CEILING KEY NOTES

DRYWALL CEILINGS

MODERNIZATION

GOVERNMENT CENTER FIRE ALARM MODERNIZATION

DEMOLISHED UNLESS NOTED OTHERWISE.

1. FIRE ALARM SYSTEM DEVICES INDICATED AND TO BE DEMOLISHED UNLESS NOTED OTHERWISE.
2. ONLY FIRE ALARM SYSTEM DEVICES INDICATED TO BE DEMOLISHED UNLESS NOTED OTHERWISE.

GENERAL SHEET NOTES:

Date Issued
Description
Number

REVISIONS/ADDENDA

Permission and consent.

 некоторое описание чертежа
GENERAL SHEET NOTES:
1. FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.
2. FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.

DATED: FEBRUARY 22, 2018
APPROVED: P. FONTANE
CHECKED: P. B. MATTHEWS
DRAWN: 1/16" = 1'-0"
SCALE:

DE-9
TENTH FLOOR PLAN

CEILING KEY NOTES
1. DRYWALL CEILING
2. STAIR ACCESS TO ROOF/PENTHOUSE AREA
3. DRYWALL CEILING APPROX. 20'-0" A.F.F.

GENERAL SHEET NOTES:
1. FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.
2. DEMOLISH FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.

FULTON COUNTY GOVERNMENT CENTER FIRE ALARM MODERNIZATION

141 PRYOR ST.
ATLANTA, GA 30303
GENERAL SHEET NOTES:

1. FIRE ALARM SYSTEM DEVICES INDICATED ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.

2. ONLY FIRE ALARM SYSTEM DEVICES ARE TO BE DEMOLISHED UNLESS NOTED OTHERWISE.

3. NO FINISH CEILING

4. ACCESS TO DRYWALL CEILING BELOW

PENTHOUSE FLOOR PLAN

CEILING KEY NOTES
1. NO FINISH CEILING
2. ACCESS TO DRYWALL CEILING BELOW

PENTHOUSE DEMOLITION PLAN - FIRE ALARM
GENERAL SHEET NOTES:
1. REFER TO PROJECT NOTES ON DRAWING G-3.
2. NOT TO BE USED.
3. REFER TO POWER PLAN EP-5 FOR 120V POWER REQUIREMENTS.

FULTON COUNTY GOVERNMENT CENTER FIRE ALARM MODERNIZATION

141 PRYOR ST.
ATLANTA, GA 30303

SCALE 1"=10' 0"
DATE: FEBRUARY 27, 2018
PROJECTED: 20150271

FIFTH FLOOR NEW WORK PLAN - FIRE ALARM

DEVICES IN ROOF MECH ROOMS REPLACE W/ LIKE VERIFY TYPE AND LOCATION OF DEVICES
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.

**GENERAL SHEET NOTES:**
1. REFER TO PROJECT NOTES ON DRAWING G-0.1
2. REFER TO POWER PLAN EP-9 FOR 120V POWER REQUIREMENTS
3. REFER TO PROJECT NOTES ON DRAWING G-0.1 NOT USED.
4. REFER TO POWER PLAN EP-9 FOR 120V POWER REQUIREMENTS

**KEY NOTES:**
1. VERIFY ACTUAL NUMBER OF UNDERFLOOR SMOKE DETECTORS AND REPLACE EXISTING WITH NEW UNDERFLOOR ADDRESSABLE SMOKE DETECTOR DEVICES. ESTIMATE TWO-TIMES THE NUMBER OF THE CEILING DEVICES FOR PRICING PURPOSES.
2. REFER TO PROJECT NOTES ON DRAWING G-0.1 NOT USED.
3. REFER TO POWER PLAN EP-9 FOR 120V POWER REQUIREMENTS

**ISSUED FOR BID**
FEBRUARY 21, 2018

**NINTH FLOOR PLAN**
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.

GENERAL SHEET NOTES:
1. REFER TO PROJECT NOTES ON DRAWING G-0.1
2. NOT USED
3. REFER TO POWER PLAN EP-10 FOR 120V POWER REQUIREMENTS

TENTH FLOOR PLAN

FULTON COUNTY
GOVERNMENT CENTER FIRE ALARM MODERNIZATION
141 PRIOR ST.
ATLANTA, GA 30303

ISSUED FOR BID
FEBRUARY 21, 2018

2018002
P. FONTANE
P. FONTANE
P. B. MATTHEWS

SCALE: 1/16" = 1'-0"
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.

GENERAL SHEET NOTES:

1. REFER TO PROJECT NOTES ON DRAWING G-0.1
2. PROVIDE AT BANK OF ELEVATORS (ELEVATORS 1, 2, AND 3) A QUANTITY OF 4 RELAYS AND CONNECT TO THE FIRE ALARM SYSTEM.
3. PROVIDE AT BANK OF ELEVATORS (ELEVATORS 4, 5, AND 6) A QUANTITY OF 4 RELAYS AND CONNECT TO THE FIRE ALARM SYSTEM.

PENTHOUSE NEW WORK FLOOR PLAN - FIRE ALARM
ENLARGED PLAN TOWER BUILDING

ENLARGED PLAN BUILDING 3

ENLARGED PLAN PUBLIC SAFETY BUILDING

ENLARGED PLAN BUILDING 2

ENLARGED PLAN ASSEMBLY HALL BUILDING

SCALE: 1/4" = 1'-0"
TO PANEL LEA5 LOCATED ON 5TH FLOOR. REFER TO DETAIL 1/EP-5 ON DRAWING EP-5

TO PANEL LEE2 LOCATED ON 2ND FLOOR. REFER TO DETAIL 2/EP-2 ON DRAWING EP-2

The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.
ACTIVATE STAIRWELL PRESSURIZATION WHEN IN ALARM (TYPICAL FOR ALL TOWER FLOORS). REFER TO PROJECT NOTE 8.
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.
ENLARGED PLAN TOWER BUILDING

SCALE: 1/4" = 1'-0"

KEY-PLAN

The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.
The engineer hereby expressly reserves his common law copyright and other property rights in these drawings. These drawings shall not be reproduced without written permission and consent of the engineer, nor are they to be assigned to any party without first obtaining written permission and consent.