
 
 
 

September 28, 2016 
 
 
Re: 17ITB104045C-BKJ Maintenance and Testing of Fire-Intrusion  
       Alarm Systems 
 
Dear Bidders: 
 
Attached is one (1) copy of Addendum No. 1, hereby made a part of the above-
referenced Invitation to Bid (ITB).   
 
Except as provided herein, all terms and conditions in the ITB referenced above 
remain unchanged and in full force and effect. 
 
 
Sincerely, 
 

Brian K. Jones 
Brian K. Jones,  
Assistant Purchasing Agent 

 
 
 
 
 
 
 



 17ITB104045C-BKJ Maintenance and Testing of Fire-Intrusion Alarm Systems 
 September 28, 2016 
  

This Addendum forms a part of the contract documents and clarification to the original 
ITB documents as noted below: 
 

1. 

Question: Is the county responsible for charges related to technical support? 
 

Answer:   Any support received from the contractor is chargeable and the County will be 
responsible to pay the charges. 

2. 

Question: Is one contractor responsible for the annual testing of all 100 locations & 5,000 
devices? If so, how will this be scheduled? 

Answer:   Depending upon the contractor/s selected, one or more contractors will be 
assigned the job. Contractors schedule the work with us based on when the 
inspection is due. 

3. 

Question: Will walkthroughs be performed on all locations and when can you get copies 
of all the building plans? 
 

Answer:   Walk through all buildings was never done in the past, though we can facilitate 
it if one or more contractors want to do it. There is no need for building plans. 

4. 

Question: How are expenses handled? Do you submit expense reports, or are they 
estimated and included in your bid? 
 

Answer:   The maintenance expenses, like repairs and other charges, are estimated and 
included in the total spending authority. 

5. 

Question: At what point does your responsibility end with troubleshooting and repairs? 
 

Answer:   Fulton County will troubleshoot cases to the extent the time and parts are 
available. 

6. 

Question: If repairs are needed, how will this affect your scheduling? 

Answer:   If repairs are needed the contractor is expected to provide us with a quote for 
the work. Work will be awarded after evaluating the quote. 

7. 

Question: 4.2.3 Emergency calls - is this pertaining to the location that contractor is 
working on, or all 100 locations once awarded the contract? 

Answer:   Any location, any time during the contract period. 

8. 
Question: Clarify the scope of work in regards to repairs and maintenance? 

Answer:   The scope of work is spelled out in detail in the ITB document. 

9. 

Question: How are expense reports submitted and how long does it take for 
reimbursement? 

Answer:   The reimbursement is subject to normal processing time by various agencies in 
the County. The Department of Real Estate and Asset Management turnaround 
time after receiving the invoice is 48 hours for correctly executed work. 

 
 
 
 



17ITB104045C-BKJ Maintenance and Testing of Fire-Intrusion Alarm Systems 
September 28, 2016 
 

 

10. 

Question: What is the process for arranging guided tours of the facility? 

Answer:   There will be no guided tour of the facility. Contractor/s will be offered site visit, 
treated on a case to case basis, only to the extent they need to know about the 
system.  

11. 

Question: Will the county please publish all available inspection reports from the buildings 
whose fire alarm systems were inspected in 2015?  We understand that the 
purpose of this solicitation is to establish a base line for all county buildings, 
and that all buildings were not inspected, previously.  In order for vendors to 
provide accurate and competitive bids, we will need specific, accurate counts of 
the types of fire alarm devices per building.  (Hypothetical Example:  The 
Justice Center Building is listed on Page 2 of the Pricing Sheet as having 761 
devices.  It is necessary for bidders to know that count is comprised of 511 
smoke detectors, 30 pull stations, 20 heat detectors, 30 booster power 
supplies, 60 batteries and 50 tamper/flow monitor modules and 11 
FACP/Annunciator components). 

Answer:   Yes, Please see Attachment 1, Inspection Reports 

12. 

Question: For buildings of a device count higher than 75, a specific inventory would be 
highly beneficial. 

Answer:   Please see Attachment 1, Inspection Reports 

13. 

Question: Can the pre-bid meeting sign-in sheet please be published and uploaded to the 
solicitation page? 

Answer:   Yes 

14. 

Question: Will there be ID’s issued, what is the security procedures? 

Answer:   IDs will be required and the successful bidder will have to go through Fulton 
County Police. Anyone working on the project will have a background check for 
an ID. The Department of Real Estate and Asset Management will assist in this 
process. 

15. 
Question: Please clarify that no bid bonds are required. 

Answer:   No Bid Bonds are required for this bid. 

16. 

Question: How will we able to schedule? Multiple sites per day? How many sites per 
month? 

Answer:   After award of the contract, the vendor will sit with the Department of Real 
Estate and Asset Management staff and develop a plan. Vendor must be 
capable of doing multiple sites, if required. 

17. 

Question: You referenced Fireman’s jack in the bid request, fireman’s jacks are not part of 
the fire alarm system, they are usually part of the elevator systems. 

 
Answer:   Reference is to the phone jacks located in emergency exit stairwells. In our 

previous dealings, these jacks were inspected by our Fire Alarm contractors. 



 
 
 
 
 
August 12, 2016 
 
Roswell Library 
115 Norcross St. 
Roswell, GA 30075 
 
RE: Fire Alarm Deficiency Emergency Repair part for part. 
 
To Whom It May Concern: 
 
Entec Systems Inc. has completed the emergency repair of the fire alarm system.  All 
deficiencies with cabling and equipment have been replaced and repaired part for part.  
The system is in normal working condition.   
 
 
 
 
     

 
 
Regards 
 
 
 
Josh Britt 
V.P. Business Development 
 



Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Government

For

QLS Fulton
4001 Danforth Road

Atlanta GA 30331
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, April 06, 2016

Test Session: 3/31/16 Annual Inspection QLS Senior

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Government Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY QLS Fulton

ADDRESS 4001 Danforth Road

CITY/STATE/ZIP Atlanta, GA 30331

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 34 34(100 %) 34(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, April 06, 2016

ACCEPTED BY

4/6/2016

Norris Callier

Building Representative

Fulton County-Government

TESTED BY

4/6/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 2820

SERIAL NUMBER

INSTALL DATE 4/5/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 4/6/2016 10:27 AM

I I Manufacturer Silent Knight

I I Model 2820

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I Ground Fault True

I I Disconnect Switches True

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Heat Detector - Non-restorable Spot ZONE 8 Boiler Room Heat Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 9
1009

Hall Smoke 1 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 10
1010

Hall Smoke 2 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 11
1011

Hall Smoke 3 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 12
1012

Hall Smoke 4 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 13
1013

Class Smoke 1 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1014

Class Smoke 2 Manual 4/6/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 15 Class Smoke 3 Manual 4/6/2016 10:19 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Alarm Verification Participation False

Smoke Detector - General ZONE 16 Class Smoke 4 Manual 4/6/2016 10:19 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0

I I Alarm Verification Participation False

Smoke Detector - Duct
ZONE 32
1005

Duct Det 1 Manual 4/6/2016 10:20 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 33
1006

Duct Det 2 Manual 4/6/2016 10:20 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 34
1007

Duct Det 3 Manual 4/6/2016 10:20 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 35
1008

Duct Det 4 Manual 4/6/2016 10:20 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1001

West Hall Manual 4/6/2016 10:20 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1002

West Hall Manual 4/6/2016 10:21 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1003

West Hall Manual 4/6/2016 10:21 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1004

West Hall Manual 4/6/2016 10:21 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 37
1015

Hall Smoke 10 Manual 4/6/2016 10:21 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 38 Front Office Smoke Manual 4/6/2016 10:22 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 40
1018

Cafeteria Manual 4/6/2016 10:22 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 40
1019

Cafeteria Manual 4/6/2016 10:22 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 40
1020

Cafeteria Manual 4/6/2016 10:22 AM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 45
1021

Side Wing Hall Manual 4/6/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 45
1022

Side Wing Hall Manual 4/6/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 41
1023

Side Wing Classrooms Manual 4/6/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 41
1024

Side Wing Classrooms Manual 4/6/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 42
1025

Side Wing Classrooms Manual 4/6/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 42
1026

Side Wing Classrooms Manual 4/6/2016 10:24 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 43 Library Smoke Manual 4/6/2016 10:24 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 45
1016

Cafeteria Hall Manual 4/6/2016 10:25 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 45
1017

Cafeteria Hall Manual 4/6/2016 10:25 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1027

Side Wing Manual 4/6/2016 10:25 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1028

Main Entrance Manual 4/6/2016 10:25 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 36
1029

Front Side Entrance Manual 4/6/2016 10:25 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 4/6/2016 10:26 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 2820 4/5/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Heat Detector - Non-restorable Spot

ZONE 8 Boiler Room Heat 4/5/2016

Manual Fire Box

ZONE 36
1001

West Hall

ZONE 36
1002

West Hall

ZONE 36
1003

West Hall

ZONE 36
1004

West Hall

ZONE 36
1027

Side Wing

ZONE 36
1028

Main Entrance

ZONE 36
1029

Front Side Entrance

Smoke Detector - Duct

ZONE 32
1005

Duct Det 1

ZONE 33
1006

Duct Det 2

ZONE 34
1007

Duct Det 3

ZONE 35
1008

Duct Det 4

Smoke Detector - General

ZONE 9
1009

Hall Smoke 1

ZONE 10
1010

Hall Smoke 2

ZONE 11
1011

Hall Smoke 3

ZONE 12
1012

Hall Smoke 4

ZONE 13
1013

Class Smoke 1

ZONE 14
1014

Class Smoke 2

ZONE 37
1015

Hall Smoke 10

ZONE 45
1016

Cafeteria Hall

ZONE 45
1017

Cafeteria Hall

ZONE 40
1018

Cafeteria
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Entec Systems Inc.

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

ZONE 40
1019

Cafeteria

ZONE 40
1020

Cafeteria

ZONE 45
1021

Side Wing Hall

ZONE 45
1022

Side Wing Hall

ZONE 41
1023

Side Wing Classrooms

ZONE 41
1024

Side Wing Classrooms

ZONE 42
1025

Side Wing Classrooms

ZONE 42
1026

Side Wing Classrooms

ZONE 15 Class Smoke 3 4/5/2016

ZONE 16 Class Smoke 4 4/5/2016

ZONE 38 Front Office Smoke 4/5/2016

ZONE 43 Library Smoke 4/5/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 4/5/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

Auburn Ave Senior Center
300 Edgewood Dr.
Atlanta GA 30303

USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Monday, March 28, 2016

Test Session: 3/28/16 Auburn Ave Senior Annual Inspection

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Auburn Ave Senior Center

ADDRESS 300 Edgewood Dr.

CITY/STATE/ZIP Atlanta, GA 30303

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 2 2(100 %) 2(100 %) 0(0 %)

Initiating Device 14 14(100 %) 14(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Monday, March 28, 2016

ACCEPTED BY

3/28/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/28/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 2820

SERIAL NUMBER

INSTALL DATE 3/27/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information

Page 3 of 6



Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/28/2016 3:50 PM

I I Manufacturer Silent Knight

I I Model 2820

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

NAC Power Extender Panel NAC Power Supply Manual 3/28/2016 3:50 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 5
1002

FRONT ENTRANCE Manual 3/28/2016 2:49 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1006

FRONT TV LOUNGE RM SMOKE Manual 3/28/2016 2:50 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1007

FRONT HALL SMOKE Manual 3/28/2016 2:52 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 5
1003

KITCHEN EXIT Manual 3/28/2016 2:52 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1013

FRONT DINING RM SMOKE Manual 3/28/2016 2:55 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 5
1004

SIDE EXIT Manual 3/28/2016 2:56 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 2 REAR DINING RM SMOKE Manual 3/28/2016 3:01 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 1
1005

REAR HALL SMOKE Manual 3/28/2016 3:02 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1011

REAR COMPUTER CLASS RM SMOKE Manual 3/28/2016 3:07 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1012

FRONT MULTI PURPOSE RM SMOKE Manual 3/28/2016 3:07 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1009

REAR BATHTOOMS SMOKE Manual 3/28/2016 3:09 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1010

REAR CLASSROOM SMOKE Manual 3/28/2016 3:09 PM

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot 1014 KITCHEN HEAT Manual 3/28/2016 3:15 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1016

OUTSIDE ELECTRICAL ROOM Manual 3/28/2016 3:15 PM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 3/28/2016 3:16 PM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 2820 3/27/2016

NAC Power Extender Panel

NAC Power Supply Silent Knight 3/27/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Heat Detector - Restorable Spot

1014 KITCHEN HEAT 12/31/2011

Manual Fire Box

ZONE 5
1002

FRONT ENTRANCE 12/31/2011

ZONE 5
1003

KITCHEN EXIT 12/31/2011

ZONE 5
1004

SIDE EXIT 12/31/2011

Smoke Detector - General

ZONE 1
1005

REAR HALL SMOKE 12/31/2011

ZONE 2
1006

FRONT TV LOUNGE RM SMOKE 12/31/2011

ZONE 2
1007

FRONT HALL SMOKE 12/31/2011

ZONE 1
1009

REAR BATHTOOMS SMOKE 12/31/2011

ZONE 1
1010

REAR CLASSROOM SMOKE 12/31/2011

ZONE 2
1011

REAR COMPUTER CLASS RM SMOKE 12/31/2011

ZONE 2
1012

FRONT MULTI PURPOSE RM SMOKE 12/31/2011

ZONE 2
1013

FRONT DINING RM SMOKE 12/31/2011

ZONE 1
1016

OUTSIDE ELECTRICAL ROOM 12/31/2011

ZONE 2 REAR DINING RM SMOKE 3/27/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 3/27/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

Roswell Senior Center
1250 Warsaw Road
Roswell GA 30075

USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Monday, March 28, 2016

Test Session: 3/28/16 Annual Inspection Roswell Senior

ACCEPTED BY TESTED BY

Willi McDowell Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Roswell Senior Center

ADDRESS 1250 Warsaw Road

CITY/STATE/ZIP Roswell, GA 30075

COUNTRY USA

CONTACT Willi McDowell

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 2 2(100 %) 2(100 %) 0(0 %)

Initiating Device 23 23(100 %) 17(74 %) 6(26 %)

Alarm Notification Appliance 2 2(100 %) 2(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Monday, March 28, 2016

ACCEPTED BY

3/28/2016

Willi McDowell

Building Representative

Fulton County-Senior

TESTED BY

3/28/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 2820

SERIAL NUMBER

INSTALL DATE 3/27/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information

Page 3 of 9



Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 7 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Manual Fire Box
ZONE 2
1004

FRONT ENTRANCE

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Pull station did not go into alarm.

Proposed Solution: Troubleshoot pull station zone.

Manual Fire Box
ZONE 2
1005

STAIRWELL EXIT

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Pull station did not go into alarm.

Proposed Solution: Troubleshoot pull station zone.

NAC Power Extender Panel NAC Power Supply

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Power supply is showing battery trouble. Replace batteries with 2x12v7ah batteries.

Proposed Solution:

Smoke Detector - General Above panel

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Smoke detector did not go into alarm.

Proposed Solution: Replace smoke.

Smoke Detector - General
ZONE 3
1010

DOWNSTAIR HALL

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Smoke detector did not go into alarm.

Proposed Solution: Replace smoke.

Smoke Detector - General
ZONE 4
1011

LOBBY SMOKE

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Smoke detector did not go into alarm.

Proposed Solution: Replace smoke detector.

Smoke Detector - General
ZONE 6
1015

MECHANICAL ROOM DOWNSTAIRS

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Smoke detector did not go into alarm.

Proposed Solution: Replace smoke.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/28/2016 10:10 AM

I I Manufacturer Silent Knight

I I Model 2820

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

NAC Power Extender Panel NAC Power Supply Manual 3/28/2016 10:11 AM

I I Manufacturer Silent Knight

I I Model 5295

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 2
1005

STAIRWELL EXIT Manual 3/28/2016 9:33 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1004

FRONT ENTRANCE Manual 3/28/2016 9:41 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1010

DOWNSTAIR HALL Manual 3/28/2016 9:47 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General Above panel Manual 3/28/2016 9:54 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 6
1015

MECHANICAL ROOM DOWNSTAIRS Manual 3/28/2016 10:04 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1011

LOBBY SMOKE Manual 3/28/2016 10:08 AM

I I Visual Inspection True

I I Functional Inspection True

Passed
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 7
1016

UPSTAIRS HALL Manual 3/28/2016 9:23 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 7
1017

UPSTAIRS HALL Manual 3/28/2016 9:26 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 7
1018

UPSTAIRS HALL Manual 3/28/2016 9:28 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1006

2ND FLOOR REAR EXIT Manual 3/28/2016 9:33 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1007

2ND FLOOR STAIRWELL Manual 3/28/2016 9:33 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1008

DINING ROOM Manual 3/28/2016 9:34 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1009

DINING ROOM Manual 3/28/2016 9:34 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 8
1019

ELEVATOR SMOKE Manual 3/28/2016 9:34 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 8
1020

ELEVATOR SMOKE Manual 3/28/2016 9:35 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1002

DINING AREA EXIT Manual 3/28/2016 9:36 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1003

KITCHEN EXIT Manual 3/28/2016 9:41 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1001

REC AREA EXIT Manual 3/28/2016 9:45 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 1 DINING ROOM Manual 3/28/2016 9:49 AM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 1 DINING ROOM Manual 3/28/2016 9:49 AM

I I Visual Inspection True

Page 6 of 9



Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Functional Inspection True

I I

I I

Smoke Detector - General
ZONE 5
1012

RECREATIOIN ROOM Manual 3/28/2016 9:54 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1013

RECREATIOIN ROOM Manual 3/28/2016 9:54 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 6
1014

MECHANICAL ROOM UPSTAIRS Manual 3/28/2016 10:04 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 3/28/2016 9:11 AM

I I Visual Inspection True

I I Functional Inspection True

Audible And Visible 2nd Floor Notification Manual 3/28/2016 9:11 AM

I I Visual Inspection True

I I Functional Inspection True
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Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 2820 3/27/2016

NAC Power Extender Panel

NAC Power Supply Silent Knight 5295 3/27/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 2
1001

REC AREA EXIT 12/31/2011

ZONE 2
1002

DINING AREA EXIT 12/31/2011

ZONE 2
1003

KITCHEN EXIT 12/31/2011

ZONE 2
1004

FRONT ENTRANCE 12/31/2011

ZONE 2
1005

STAIRWELL EXIT 12/31/2011

ZONE 2
1006

2ND FLOOR REAR EXIT 12/31/2011

ZONE 2
1007

2ND FLOOR STAIRWELL 12/31/2011

Smoke Detector - General

ZONE 1
1008

DINING ROOM 12/31/2011

ZONE 1
1009

DINING ROOM 12/31/2011

ZONE 3
1010

DOWNSTAIR HALL 12/31/2011

ZONE 4
1011

LOBBY SMOKE 12/31/2011

ZONE 5
1012

RECREATIOIN ROOM 12/31/2011

ZONE 5
1013

RECREATIOIN ROOM 12/31/2011

ZONE 6
1014

MECHANICAL ROOM UPSTAIRS 12/31/2011

ZONE 6
1015

MECHANICAL ROOM DOWNSTAIRS 12/31/2011

ZONE 7
1016

UPSTAIRS HALL 12/31/2011

ZONE 7
1017

UPSTAIRS HALL 12/31/2011

ZONE 7
1018

UPSTAIRS HALL 12/31/2011

ZONE 8
1019

ELEVATOR SMOKE 12/31/2011

ZONE 8
1020

ELEVATOR SMOKE 12/31/2011

ZONE 1 DINING ROOM 3/27/2016

ZONE 1 DINING ROOM 3/27/2016

Above panel 3/27/2016
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Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 3/27/2016

2nd Floor Notification 3/27/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Roswell Library
115 Norcross Street
Roswell GA 30075

USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Monday, February 01, 2016

Test Session: 1/28/16 Annual Inspection Roswell Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Roswell Library

ADDRESS 115 Norcross Street

CITY/STATE/ZIP Roswell, GA 30075

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 11 11(100 %) 3(27 %) 8(73 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Monday, February 01, 2016

ACCEPTED BY

2/1/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/1/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 1/28/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 8 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Manual Fire Box
ZONE 14
1005

PULL STATIONS

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm to main panel.

Proposed Solution: Troubleshoot Zone 14.

Manual Fire Box
ZONE 14
1006

PULL STATIONS

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send signal to fire alarm panel.

Proposed Solution: Trouble shoot zone 14.

Manual Fire Box
ZONE 14
1007

PULL STATIONS

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm signal to main fire alarm panel.

Proposed Solution: Troubleshoot Zone 14.

Manual Fire Box
ZONE 14
1008

PULL STATIONS

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm signal to main FACP.

Proposed Solution: Troubleshoot Zone 14.

Smoke Detector - Duct ZONE 12 DUCT DETECTOR

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not report to main fire alarm panel.

Proposed Solution: Troubleshoot duct detector and Zone wiring.

Smoke Detector - Duct
ZONE 12
1001

DUCT DETECTOR

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm to main fire alarm panel.

Proposed Solution: Troubleshoot zone wiring and duct detector.

Smoke Detector - Duct
ZONE 12
1002

DUCT DETECTOR

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm to main fire alarm panel.

Proposed Solution: Troubleshoot zone and duct detector.

Smoke Detector - Duct
ZONE 12
1003

DUCT DETECTOR
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EQUIPMENT TYPE ADDRESS DESCRIPTION

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not report to main fire alarm panel.

Proposed Solution: Troubleshoot duct detector and wiring.
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Resolved Corrective Action & Solution Summary
The following 1 corrective action(s) were resolved during the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Smoke Detector - Duct
ZONE 12
1001

DUCT DETECTOR

Created By: Jared Coile

Creation Date: 2/1/2016

Corrective Action: Did not receive alarm signal at main FACP.

Resolution

Resolved By: Jared Coile

Resolved On: 2/1/2016
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Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 1/29/2016 11:51 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct ZONE 12 DUCT DETECTOR Manual 1/28/2016 10:42 AM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - Duct
ZONE 12
1003

DUCT DETECTOR Manual 1/28/2016 10:42 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 14
1005

PULL STATIONS Manual 1/28/2016 10:46 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 14
1006

PULL STATIONS Manual 1/28/2016 10:47 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 14
1007

PULL STATIONS Manual 1/28/2016 10:47 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 14
1008

PULL STATIONS Manual 1/28/2016 10:48 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 12
1001

DUCT DETECTOR Manual 1/29/2016 11:58 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 12
1002

DUCT DETECTOR Manual 1/29/2016 11:58 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 13
1004

STORAGE SMOKE Manual 1/28/2016 9:16 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 13 BOOK DROP SMOKE Manual 1/28/2016 9:17 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 13 OUTSIDE MECHANICAL ROOM Manual 1/28/2016 9:17 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 1/28/2016 9:14 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 1/28/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 14
1005

PULL STATIONS 12/31/2011

ZONE 14
1006

PULL STATIONS 12/31/2011

ZONE 14
1007

PULL STATIONS 12/31/2011

ZONE 14
1008

PULL STATIONS 12/31/2011

Smoke Detector - Duct

ZONE 12
1001

DUCT DETECTOR 12/31/2011

ZONE 12
1002

DUCT DETECTOR 12/31/2011

ZONE 12
1003

DUCT DETECTOR 12/31/2011

ZONE 12 DUCT DETECTOR 1/27/2016

Smoke Detector - General

ZONE 13
1004

STORAGE SMOKE System Sensor 12/31/2011

ZONE 13 BOOK DROP SMOKE System Sensor 1/27/2016

ZONE 13 OUTSIDE MECHANICAL ROOM System Sensor 1/27/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 1/27/2016

Page 9 of 9



Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Ponce De Leon Library
980 Ponce De Leon NE

Atlanta GA 30306
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Tuesday, February 09, 2016

Test Session: 2/9/16 Annual Inspection Ponce de Leon Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Ponce De Leon Library

ADDRESS 980 Ponce De Leon NE

CITY/STATE/ZIP Atlanta, GA 30306

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 10 10(100 %) 9(90 %) 1(10 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Tuesday, February 09, 2016

ACCEPTED BY

2/9/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/9/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 2/8/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 2 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Audible And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 2/9/2016

Corrective Action: Horn/Strobe in Meeting Room did not work.

Proposed Solution: Troubleshoot device and/or replace device.

Smoke Detector - General
ZONE 11
1001

Book Drop Smoke

Created By: Jared Coile

Creation Date: 2/9/2016

Corrective Action: Smoke detector did not send signal to panel. Smoke detector did not go into alarm.

Proposed Solution: Replace smoke detector.
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Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/9/2016 9:05 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 11
1001

Book Drop Smoke Manual 2/9/2016 9:04 AM

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 19
1009

Pull At Panel Manual 2/9/2016 8:27 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 12
1002

Panel Room Smoke Manual 2/9/2016 8:35 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 20
1010

INTERIOR DOOR Manual 2/9/2016 8:42 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 18
1008

Front Exit Manual 2/9/2016 8:45 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 16
1006

Park Exit Manual 2/9/2016 8:45 AM

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 17
1007

Fire Exit Manual 2/9/2016 8:48 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 15
1005

Duct Det Front Area Manual 2/9/2016 8:58 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 14
1004

Duct Det Rear Office Manual 2/9/2016 8:58 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 13
1003

Duct Det Middle Office Manual 2/9/2016 8:58 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/9/2016 8:59 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 2/8/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 16
1006

Park Exit 12/31/2011

ZONE 17
1007

Fire Exit Firelite 12/31/2011

ZONE 18
1008

Front Exit Silent Knight 12/31/2011

ZONE 19
1009

Pull At Panel Firelite 12/31/2011

ZONE 20
1010

INTERIOR DOOR Firelite 12/31/2011

Smoke Detector - Duct

ZONE 13
1003

Duct Det Middle Office 12/31/2011

ZONE 14
1004

Duct Det Rear Office 12/31/2011

ZONE 15
1005

Duct Det Front Area 12/31/2011

Smoke Detector - General

ZONE 11
1001

Book Drop Smoke 12/31/2011

ZONE 12
1002

Panel Room Smoke System Sensor 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/8/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County

For

Ocee Dr. Roberts Fulton Library
5090 Abbotts Bridge Road

Alpharetta GA 30005
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, January 28, 2016

Test Session: 1/28/16 Annual Inspection Fulton/Ocee Lib

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Ocee Dr. Roberts Fulton Library

ADDRESS 5090 Abbotts Bridge Road

CITY/STATE/ZIP Alpharetta, GA 30005

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 22 22(100 %) 22(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, January 28, 2016

ACCEPTED BY

1/28/2016

Norris Callier

Building Representative

Fulton County

TESTED BY

1/28/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5207

SERIAL NUMBER

INSTALL DATE 1/27/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 1/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Model SK-5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 8
1001

Pull Station Main Entrance Manual 1/28/2016 11:21 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1002

Pull Station Right Side Exit Manual 1/28/2016 11:22 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1003

Pull Station Left Side Exit Manual 1/28/2016 11:24 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1004

Pull Station Staff Exit Manual 1/28/2016 11:25 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 7 Pull Station Staff Exit Manual 1/28/2016 11:30 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

Manual Fire Box ZONE 7 Pull Station Staff Exit Manual 1/28/2016 11:30 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General ZONE 4 Smoke above FACP Manual 1/28/2016 11:34 AM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

1005

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1006

Smoke Det Tel/Com Room Manual 1/28/2016 11:35 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 4 Smoke Det Break Room Manual 1/28/2016 11:43 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 4 Smoke Det Storage Room Manual 1/28/2016 11:46 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Manual Fire Box ZONE 8 Pull Station Community Room Exit Manual 1/28/2016 11:47 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General ZONE 4 Smoke Det Community Room Manual 1/28/2016 11:48 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - Duct
ZONE 10
1008

AHU 2A Manual 1/28/2016 12:00 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 12
1010

AHU 2C Manual 1/28/2016 12:00 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 11
1009

AHU 2B Manual 1/28/2016 12:05 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 13
1011

AHU Manual 1/28/2016 12:05 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 14
1012

AHU Manual 1/28/2016 12:11 PM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 9
1007

Smoke Detector Upstairs Manual 1/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 9 Smoke Detector Upstairs Manual 1/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - Duct ZONE 9 Smoke Detector Upstairs Manual 1/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - Duct ZONE 9 Smoke Detector Upstairs Manual 1/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - Duct ZONE 9 Smoke Detector Upstairs Manual 1/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 1/28/2016 12:12 PM

I I Visual Inspection True

I I Functional Inspection True
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Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5207 1/27/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 8
1001

Pull Station Main Entrance Silent Knight 12/31/2011

ZONE 3
1002

Pull Station Right Side Exit Silent Knight 12/31/2011

ZONE 3
1003

Pull Station Left Side Exit Silent Knight 12/31/2011

ZONE 7
1004

Pull Station Staff Exit Silent Knight 12/31/2011

ZONE 7 Pull Station Staff Exit Silent Knight 1/27/2016

ZONE 7 Pull Station Staff Exit Silent Knight 1/27/2016

ZONE 8 Pull Station Community Room Exit Silent Knight 1/27/2016

Smoke Detector - Duct

ZONE 9
1007

Smoke Detector Upstairs Silent Knight 12/31/2011

ZONE 10
1008

AHU 2A System Sensor 12/31/2011

ZONE 11
1009

AHU 2B Silent Knight 12/31/2011

ZONE 12
1010

AHU 2C Silent Knight 12/31/2011

ZONE 13
1011

AHU Silent Knight 12/31/2011

ZONE 14
1012

AHU System Sensor 12/31/2011

ZONE 9 Smoke Detector Upstairs Silent Knight 1/27/2016

ZONE 9 Smoke Detector Upstairs Silent Knight 1/27/2016

ZONE 9 Smoke Detector Upstairs Silent Knight 1/27/2016

ZONE 9 Smoke Detector Upstairs Silent Knight 1/27/2016

Smoke Detector - General

ZONE 4
1005

Smoke above FACP Silent Knight 12/31/2011

ZONE 4
1006

Smoke Det Tel/Com Room Silent Knight 12/31/2011

ZONE 4 Smoke Det Break Room Silent Knight 1/27/2016

ZONE 4 Smoke Det Storage Room Silent Knight 1/27/2016

ZONE 4 Smoke Det Community Room Silent Knight 1/27/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 1/27/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

New Horizons Senior Center
745 Orr Street

Atlanta GA 30314
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Monday, March 28, 2016

Test Session: 3/28/16 Annual Inspection New Horizons

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY New Horizons Senior Center

ADDRESS 745 Orr Street

CITY/STATE/ZIP Atlanta, GA 30314

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 28 28(100 %) 28(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Monday, March 28, 2016

ACCEPTED BY

3/28/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/28/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5207

SERIAL NUMBER

INSTALL DATE 3/27/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/28/2016 2:23 PM

I I Manufacturer Silent Knight

I I Model SK-5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 4
1016

SIDE EXIT Manual 3/28/2016 1:39 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 4
1017

KITCHEN EXIT Manual 3/28/2016 1:42 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1018

MECHANICAL ROOM SMOKE Manual 3/28/2016 1:43 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 4
1027

DINING ROOM EXIT Manual 3/28/2016 1:45 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1020

HALLWAY SMOKE Manual 3/28/2016 1:45 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1022

DINING ROOM Manual 3/28/2016 1:48 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1023

DINING ROOM Manual 3/28/2016 1:48 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1024

DINING ROOM Manual 3/28/2016 1:50 PM

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 4
1025

DINING ROOM Manual 3/28/2016 1:50 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 4
1026

DINING ROOM EXIT Manual 3/28/2016 1:50 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1021

LOUNGE SMOKE Manual 3/28/2016 1:51 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1019

ELECTRICAL ROOM Manual 3/28/2016 1:51 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1008

SEWING ROOM Manual 3/28/2016 1:54 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1010

STORAGE ROOM 108 Manual 3/28/2016 1:54 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1014

MENS ROOM SMOKE Manual 3/28/2016 1:55 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1015

WOMENS ROOM SMOKE Manual 3/28/2016 1:55 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 6
1028

DUCT DETECTOR MECH RM Manual 3/28/2016 1:57 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1007

KILN ROOM Manual 3/28/2016 2:01 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1009

CERAMICS ROOM Manual 3/28/2016 2:01 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1004

POOL ROOM Manual 3/28/2016 2:01 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1002

HALLWAY SMOKE Manual 3/28/2016 2:01 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1003

HALLWAY SMOKE Manual 3/28/2016 2:01 PM

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 3
1005

RECEREATION ROOM Manual 3/28/2016 2:03 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1006

RECEREATION ROOM Manual 3/28/2016 2:04 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1011

LOBBY SMOKE Manual 3/28/2016 2:06 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1012

COAT CLOST SMOKE Manual 3/28/2016 2:06 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 3
1013

QUIET ROOM SMOKE Manual 3/28/2016 2:10 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1001

FRONT ENTRANCE Manual 3/28/2016 2:10 PM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 3/28/2016 2:23 PM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5207 3/27/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 3
1001

FRONT ENTRANCE 12/31/2011

ZONE 4
1016

SIDE EXIT 12/31/2011

ZONE 4
1017

KITCHEN EXIT 12/31/2011

ZONE 4
1026

DINING ROOM EXIT 12/31/2011

ZONE 4
1027

DINING ROOM EXIT 12/31/2011

Smoke Detector - Duct

ZONE 6
1028

DUCT DETECTOR MECH RM 12/31/2011

Smoke Detector - General

ZONE 3
1002

HALLWAY SMOKE 12/31/2011

ZONE 3
1003

HALLWAY SMOKE 12/31/2011

ZONE 3
1004

POOL ROOM 12/31/2011

ZONE 3
1005

RECEREATION ROOM 12/31/2011

ZONE 3
1006

RECEREATION ROOM 12/31/2011

ZONE 3
1007

KILN ROOM 12/31/2011

ZONE 3
1008

SEWING ROOM 12/31/2011

ZONE 3
1009

CERAMICS ROOM 12/31/2011

ZONE 3
1010

STORAGE ROOM 108 12/31/2011

ZONE 3
1011

LOBBY SMOKE 12/31/2011

ZONE 3
1012

COAT CLOST SMOKE 12/31/2011

ZONE 3
1013

QUIET ROOM SMOKE 12/31/2011

ZONE 3
1014

MENS ROOM SMOKE 12/31/2011

ZONE 3
1015

WOMENS ROOM SMOKE 12/31/2011

ZONE 4
1018

MECHANICAL ROOM SMOKE 12/31/2011

ZONE 4
1019

ELECTRICAL ROOM 12/31/2011

ZONE 4 HALLWAY SMOKE 12/31/2011
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ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

1020

ZONE 4
1021

LOUNGE SMOKE 12/31/2011

ZONE 4
1022

DINING ROOM 12/31/2011

ZONE 4
1023

DINING ROOM 12/31/2011

ZONE 4
1024

DINING ROOM 12/31/2011

ZONE 4
1025

DINING ROOM 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 3/27/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

HJC Bowden Senior Center
2885 Church Street

East Point GA 30044
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, March 24, 2016

Test Session: 3/24/16 HJC BOWDEN SENIOR Annual Inspection

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY HJC Bowden Senior Center

ADDRESS 2885 Church Street

CITY/STATE/ZIP East Point, GA 30044

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 2 2(100 %) 2(100 %) 0(0 %)

Initiating Device 8 8(100 %) 7(88 %) 1(13 %)

Alarm Notification Appliance 2 2(100 %) 1(50 %) 1(50 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, March 24, 2016

ACCEPTED BY

3/24/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/24/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 5207

SERIAL NUMBER

INSTALL DATE 3/29/2015

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 4 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

NAC Power Extender Panel NAC Power Supply

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action: Output 1 & 2 are in trouble.

Proposed Solution:

Other Voice evacuation system

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action:
Strobe circuit is out in voice EVac portion of building. System is in trouble/fault. Zone
1 & 2 are in trouble.

Proposed Solution:

Smoke Detector - Duct Riser Room Duct

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action: Duct detector did not go into alarm.

Proposed Solution:

Speaker And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action:
Strobe circuit is down. No strobes in general use area. Horn strobes worked in admin
area.

Proposed Solution: Troubleshoot notification circuit.
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Entec Systems Inc.

Resolved Corrective Action & Solution Summary
The following 3 corrective action(s) were resolved during the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Fire Alarm Panel Main FACP

Created By: Jared Coile

Creation Date: 3/24/2016

Corrective Action: Main batteries need to be replaced, past date.

Resolution Batteries were replaced.

Resolved By: Jared Coile

Resolved On: 3/24/2016

Manual Fire Box
ZONE 3
1002

Kitchen Exit

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action: Pull station did not indicate an alarm signal at main fire alarm panel.

Resolution

Resolved By: Jared Coile

Resolved On: 3/24/2016

Smoke Detector - General
ZONE 7
1005

Smoke Riser Room

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action: Smoke detector did not go into alarm.

Resolution

Resolved By: Jared Coile

Resolved On: 3/24/2016
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/24/2016 10:09 AM

I I Manufacturer Silent Knight

I I Model 5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

NAC Power Extender Panel NAC Power Supply Manual 3/24/2016 10:10 AM

I I Manufacturer Firelite

I I Model FCPS-24F

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct Riser Room Duct Manual 3/24/2016 10:06 AM

I I Manufacturer ESL

I I Model 609U00

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 3
1001

Front Entrance Manual 3/24/2016 8:54 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1004

Rear Exit to Adult Day Care Manual 3/24/2016 9:16 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1003

Dining Room Exit Manual 3/24/2016 9:20 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 3
1002

Kitchen Exit Manual 3/24/2016 9:26 AM

I I Manufacturer Firelite

I I Model BG-10L

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 7
1007

Smoke Pool Mechanical Room Manual 3/24/2016 9:34 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 7
1005

Smoke Riser Room Manual 3/24/2016 9:40 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 7
1006

Smoke Main Switch Gear Room Manual 3/24/2016 10:06 AM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Speaker And Visible 1st Floor Notification Manual 3/24/2016 10:08 AM

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Other Voice evacuation system Manual 3/24/2016 10:11 AM

I I Manufacturer SigCom

I I Model DVS-50

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 5207 3/29/2015

NAC Power Extender Panel

NAC Power Supply Firelite FCPS-24F 3/29/2015

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 3
1001

Front Entrance Firelite 12/31/2011

ZONE 3
1002

Kitchen Exit Firelite BG-10L 12/31/2011

ZONE 3
1003

Dining Room Exit Firelite 12/31/2011

ZONE 3
1004

Rear Exit to Adult Day Care Firelite 12/31/2011

Smoke Detector - Duct

Riser Room Duct ESL 609U00 3/29/2015

Smoke Detector - General

ZONE 7
1005

Smoke Riser Room 12/31/2011

ZONE 7
1006

Smoke Main Switch Gear Room System Sensor 12/31/2011

ZONE 7
1007

Smoke Pool Mechanical Room System Sensor 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Other

Voice evacuation system SigCom DVS-50 3/29/2015

Speaker And Visible

1st Floor Notification 3/29/2015
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Health

For

HJC Adult Care Center
2885 Church Street

East Point GA 30044
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, March 24, 2016

Test Session: 3/24/16 HJC Adult Day Care Annual Inspection

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Health Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY HJC Adult Care Center

ADDRESS 2885 Church Street

CITY/STATE/ZIP East Point, GA 30044

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 16 16(100 %) 16(100 %) 0(0 %)

Alarm Notification Appliance 2 2(100 %) 2(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, March 24, 2016

ACCEPTED BY

3/24/2016

Norris Callier

Building Representative

Fulton County-Health

TESTED BY

3/24/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 5808

SERIAL NUMBER

INSTALL DATE 3/29/2015

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/24/2016 10:18 AM

I I Manufacturer Silent Knight

I I Model 5808

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
P001
1001

Front Power Door New Building Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P002
1002

Front Door New Building Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P003
1003

Handicap Door New Building Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P004
1004

Rear Door New Building Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot
P009
1005

Elev Equip Room Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P010
1006

Old Side Lobby Smoke Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P011
1007

New Side Lobby Manual 3/24/2016 10:17 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P012
1008

Elev Lobby Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P013
1009

Elev Equip Room Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P014
1010

Elev Lobby Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P015
1011

Elev Shaft Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P021
1012

Old Building FACP Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P022
1013

Resting Rm Manual 3/24/2016 10:17 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct P017 Left Rear Room Manual 3/24/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct P018 Left Front Room Manual 3/24/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct P020 Front Center Room Manual 3/24/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Speaker And Visible 1st Floor Notification Manual 3/24/2016 10:18 AM

I I Visual Inspection True

I I Functional Inspection True

Other Voice evacuation system Manual 3/24/2016 10:18 AM

I I Manufacturer Silent Knight

I I Visual Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Functional Inspection True

Page 6 of 7



Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 5808 3/29/2015

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Heat Detector - Restorable Spot

P009
1005

Elev Equip Room Silent Knight 12/31/2011

Manual Fire Box

P001
1001

Front Power Door New Building Silent Knight 12/31/2011

P002
1002

Front Door New Building Silent Knight 12/31/2011

P003
1003

Handicap Door New Building Silent Knight 12/31/2011

P004
1004

Rear Door New Building Silent Knight 12/31/2011

Smoke Detector - Duct

P017 Left Rear Room 3/29/2015

P018 Left Front Room 3/29/2015

P020 Front Center Room 3/29/2015

Smoke Detector - General

P010
1006

Old Side Lobby Smoke Silent Knight 12/31/2011

P011
1007

New Side Lobby Silent Knight 12/31/2011

P012
1008

Elev Lobby Silent Knight 12/31/2011

P013
1009

Elev Equip Room Silent Knight 12/31/2011

P014
1010

Elev Lobby Silent Knight 12/31/2011

P015
1011

Elev Shaft Silent Knight 12/31/2011

P021
1012

Old Building FACP Silent Knight 12/31/2011

P022
1013

Resting Rm Silent Knight 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Other

Voice evacuation system Silent Knight 3/29/2015

Speaker And Visible

1st Floor Notification 3/29/2015
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

Helen Mills Senior Center
515 Johns Wesley Dobbs Ave.

Atlanta GA 30312
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, March 24, 2016

Test Session: 3/24/16 Mills Senior Annual Inspection

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Helen Mills Senior Center

ADDRESS 515 Johns Wesley Dobbs Ave.

CITY/STATE/ZIP Atlanta, GA 30312

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 25 25(100 %) 25(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, March 24, 2016

ACCEPTED BY

3/24/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/24/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5208

SERIAL NUMBER

INSTALL DATE 3/29/2015

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Resolved Corrective Action & Solution Summary
The following 1 corrective action(s) were resolved during the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Manual Fire Box
ZONE 1
1006

WEST/SOUTH

Created By: Jared Coile

Creation Date: 3/30/2015

Corrective Action:
Screw that opens and closes pull station is stripped and corroded. Needs to be
replaced.

Resolution Pull station was replaced.

Resolved By: Jared Coile

Resolved On: 3/24/2016
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Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/24/2016 3:53 PM

I I Manufacturer Silent Knight

I I Model SK-5208

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 2
1011

NORTH/NORTHEAST Manual 3/24/2016 3:31 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1012

NORTH/NORTHEAST Manual 3/24/2016 3:32 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1016

NORTH/NORTHEAST Manual 3/24/2016 3:32 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1017

NORTH/NORTHEAST Manual 3/24/2016 3:32 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1013

NORTH/NORTHEAST Manual 3/24/2016 3:34 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 8
1022

ELECTRICAL ROOM Manual 3/24/2016 3:34 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1018

NORTH/NORTHEAST Manual 3/24/2016 3:35 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 2
1019

NORTH/NORTHEAST Manual 3/24/2016 3:35 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 2
1020

NORTH/NORTHEAST Manual 3/24/2016 3:36 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1014

NORTH/NORTHEAST Manual 3/24/2016 3:36 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 2
1015

NORTH/NORTHEAST Manual 3/24/2016 3:40 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 2 NORTH/NORTHEAST Manual 3/24/2016 3:42 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Manual Fire Box
ZONE 1
1001

WEST/SOUTH Manual 3/24/2016 3:42 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1002

WEST/SOUTH Manual 3/24/2016 3:42 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1003

WEST/SOUTH Manual 3/24/2016 3:48 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1004

WEST/SOUTH Manual 3/24/2016 3:48 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1005

WEST/SOUTH Manual 3/24/2016 3:48 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 1
1021

WEST/SOUTH Manual 3/24/2016 3:52 PM

I I Manufacturer System Sensor

I I Visual Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Functional Inspection True

Manual Fire Box
ZONE 1
1010

WEST/SOUTH Manual 3/24/2016 3:52 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1009

WEST/SOUTH Manual 3/24/2016 3:52 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1008

WEST/SOUTH Manual 3/24/2016 3:52 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1007

WEST/SOUTH Manual 3/24/2016 3:52 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1006

WEST/SOUTH Manual 3/24/2016 3:53 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 7
1023

MECHANICAL ROOM Manual 3/24/2016 3:54 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 7
1024

MECHANICAL ROOM Manual 3/24/2016 4:00 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Speaker And Visible 1st Floor Notification Manual 3/24/2016 3:53 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5208 3/29/2015

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 1
1001

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1002

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1003

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1004

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1005

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1006

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1007

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1008

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1009

WEST/SOUTH Silent Knight 12/31/2011

ZONE 1
1010

WEST/SOUTH Silent Knight 12/31/2011

ZONE 2
1011

NORTH/NORTHEAST Silent Knight 12/31/2011

ZONE 2
1012

NORTH/NORTHEAST Silent Knight 12/31/2011

ZONE 2
1013

NORTH/NORTHEAST Silent Knight 12/31/2011

ZONE 2
1014

NORTH/NORTHEAST Silent Knight 12/31/2011

ZONE 2
1015

NORTH/NORTHEAST Silent Knight 12/31/2011

Smoke Detector - Duct

ZONE 7
1023

MECHANICAL ROOM System Sensor 12/31/2011

ZONE 7
1024

MECHANICAL ROOM System Sensor 12/31/2011

Smoke Detector - General

ZONE 2
1016

NORTH/NORTHEAST Silent Knight 12/31/2011

ZONE 2
1017

NORTH/NORTHEAST System Sensor 12/31/2011

ZONE 2
1018

NORTH/NORTHEAST System Sensor 12/31/2011

ZONE 2
1019

NORTH/NORTHEAST System Sensor 12/31/2011

ZONE 2
1020

NORTH/NORTHEAST System Sensor 12/31/2011

ZONE 1 WEST/SOUTH System Sensor 12/31/2011
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ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

1021

ZONE 8
1022

ELECTRICAL ROOM 12/31/2011

ZONE 2 NORTH/NORTHEAST System Sensor 3/23/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Speaker And Visible

1st Floor Notification System Sensor 3/29/2015
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

Harriett G Darnell Senior Center
677 Fairburn Road
Atlanta GA 30331

USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, March 24, 2016

Test Session: 3/24/16 Darnell Annual Inspection

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Harriett G Darnell Senior Center

ADDRESS 677 Fairburn Road

CITY/STATE/ZIP Atlanta, GA 30331

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 2 2(100 %) 2(100 %) 0(0 %)

Initiating Device 62 62(100 %) 60(97 %) 2(3 %)

Alarm Notification Appliance 1 1(100 %) 0(0 %) 1(100 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, March 24, 2016

ACCEPTED BY

3/24/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/24/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5207

SERIAL NUMBER

INSTALL DATE 3/23/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 3 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Audible And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 3/24/2016

Corrective Action:
Half of the building did not go into alarm. No horn or strobes in the main lobby and
back left classroom area.

Proposed Solution: Troubleshoot notification circuit.

Smoke Detector - Duct
ZONE 4
1005

ZONE 1 AREA AHU 1

Created By: Jared Coile

Creation Date: 3/24/2016

Corrective Action: Duct detector did not go into alarm:

Proposed Solution: Replace/troubleshoot duct detector.

Smoke Detector - Duct
ZONE 4
1006

ZONE 1 AREA AHU 2

Created By: Jared Coile

Creation Date: 3/24/2016

Corrective Action: Duct detector did not go into alarm.

Proposed Solution: Replace/troubleshoot duct detector.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 3/24/2016 12:39 PM

I I Manufacturer Silent Knight

I I Model SK-5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

NAC Power Extender Panel NAC Power Supply Manual 3/24/2016 12:42 PM

I I Visual Inspection True

I I Functional Inspection True

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct
ZONE 4
1005

ZONE 1 AREA AHU 1 Manual 3/24/2016 1:00 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 4
1006

ZONE 1 AREA AHU 2 Manual 3/24/2016 1:36 PM

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 5
1016

ZONE 2 AREA Manual 3/24/2016 11:39 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1017

ZONE 2 AREA Manual 3/24/2016 11:39 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 13
1049

ZONE 4 AREA Manual 3/24/2016 11:40 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 13
1048

ZONE 4 AREA Manual 3/24/2016 11:40 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 8 ZONE 1 AREA Manual 3/24/2016 11:42 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

1001

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1018

ZONE 2 AREA Manual 3/24/2016 11:42 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1019

ZONE 2 AREA Manual 3/24/2016 11:42 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1020

ZONE 2 AREA Manual 3/24/2016 11:42 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1021

ZONE 2 AREA Manual 3/24/2016 11:44 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1022

ZONE 2 AREA Manual 3/24/2016 11:44 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 8 ZONE 1 AREA Manual 3/24/2016 11:49 AM

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General
ZONE 5
1023

ZONE 2 AREA Manual 3/24/2016 11:49 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1024

ZONE 2 AREA Manual 3/24/2016 11:49 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1025

ZONE 2 AREA Manual 3/24/2016 11:49 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1026

ZONE 2 AREA Manual 3/24/2016 11:53 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1027

ZONE 2 AREA Manual 3/24/2016 11:53 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 8 ZONE 1 AREA Manual 3/24/2016 11:53 AM

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General
ZONE 5
1028

ZONE 2 AREA Manual 3/24/2016 11:56 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 5
1029

ZONE 2 AREA Manual 3/24/2016 11:56 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1030

ZONE 2 AREA Manual 3/24/2016 11:56 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 8 ZONE 1 AREA Manual 3/24/2016 11:57 AM

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General
ZN 15
1007

ZONE 1 AREA Manual 3/24/2016 12:04 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1008

ZONE 1 AREA Manual 3/24/2016 12:05 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1009

ZONE 1 AREA Manual 3/24/2016 12:05 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1010

ZONE 1 AREA Manual 3/24/2016 12:05 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 7
1038

ZONE 2 AREA Manual 3/24/2016 12:06 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 7
1039

ZONE 2 AREA Manual 3/24/2016 12:08 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1011

ZONE 1 AREA Manual 3/24/2016 12:18 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1012

ZONE 1 AREA Manual 3/24/2016 12:18 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1013

ZONE 1 AREA Manual 3/24/2016 12:18 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1014

ZONE 1 AREA Manual 3/24/2016 12:18 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZN 15
1015

ZONE 1 AREA Manual 3/24/2016 12:18 PM

I I Visual Inspection True

I I Functional Inspection True
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 14
1050

ZONE 4 AREA Manual 3/24/2016 12:22 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1051

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1052

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1053

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1054

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1055

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1056

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 14
1057

ZONE 4 AREA Manual 3/24/2016 12:23 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZN 15 ZONE 1 AREA Manual 3/24/2016 12:26 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZN 15 ZONE 1 AREA Manual 3/24/2016 12:26 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Manual Fire Box
ZONE 1
1002

ZONE 1 AREA Manual 3/24/2016 12:28 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 1
1003

ZONE 1 AREA Manual 3/24/2016 12:28 PM

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot
ZONE 3
1004

ZONE 1 AREA Manual 3/24/2016 12:28 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 5 ZONE 2 AREA Manual 3/24/2016 12:36 PM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

1031

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1032

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1033

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1034

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1035

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot
ZONE 6
1036

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot
ZONE 6
1037

ZONE 2 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 10
1040

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 10
1041

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 11
1042

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 11
1043

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 11
1044

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 11
1045

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 12
1046

ZONE 3 AREA Manual 3/24/2016 12:36 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 12 ZONE 3 AREA Manual 3/24/2016 12:36 PM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

1047

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 3/24/2016 11:32 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5207 3/23/2016

NAC Power Extender Panel

NAC Power Supply 3/23/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Heat Detector - Restorable Spot

ZONE 3
1004

ZONE 1 AREA 12/31/2011

ZONE 6
1036

ZONE 2 AREA 12/31/2011

ZONE 6
1037

ZONE 2 AREA 12/31/2011

Manual Fire Box

ZONE 8
1001

ZONE 1 AREA 12/31/2011

ZONE 1
1002

ZONE 1 AREA 12/31/2011

ZONE 1
1003

ZONE 1 AREA 12/31/2011

ZONE 10
1040

ZONE 3 AREA 12/31/2011

ZONE 10
1041

ZONE 3 AREA 12/31/2011

ZONE 13
1048

ZONE 4 AREA 12/31/2011

ZONE 13
1049

ZONE 4 AREA 12/31/2011

ZONE 8 ZONE 1 AREA 3/23/2016

ZONE 8 ZONE 1 AREA 3/23/2016

ZONE 8 ZONE 1 AREA 3/23/2016

Smoke Detector - Duct

ZONE 4
1005

ZONE 1 AREA AHU 1 12/31/2011

ZONE 4
1006

ZONE 1 AREA AHU 2 12/31/2011

ZONE 7
1038

ZONE 2 AREA 12/31/2011

ZONE 7
1039

ZONE 2 AREA 12/31/2011

ZONE 12
1046

ZONE 3 AREA 12/31/2011

ZONE 12
1047

ZONE 3 AREA 12/31/2011

Smoke Detector - General

ZN 15
1007

ZONE 1 AREA 12/31/2011

ZN 15
1008

ZONE 1 AREA 12/31/2011

ZN 15
1009

ZONE 1 AREA 12/31/2011
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ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

ZN 15
1010

ZONE 1 AREA 12/31/2011

ZN 15
1011

ZONE 1 AREA 12/31/2011

ZN 15
1012

ZONE 1 AREA 12/31/2011

ZN 15
1013

ZONE 1 AREA 12/31/2011

ZN 15
1014

ZONE 1 AREA 12/31/2011

ZN 15
1015

ZONE 1 AREA 12/31/2011

ZONE 5
1016

ZONE 2 AREA 12/31/2011

ZONE 5
1017

ZONE 2 AREA 12/31/2011

ZONE 5
1018

ZONE 2 AREA 12/31/2011

ZONE 5
1019

ZONE 2 AREA 12/31/2011

ZONE 5
1020

ZONE 2 AREA 12/31/2011

ZONE 5
1021

ZONE 2 AREA 12/31/2011

ZONE 5
1022

ZONE 2 AREA 12/31/2011

ZONE 5
1023

ZONE 2 AREA 12/31/2011

ZONE 5
1024

ZONE 2 AREA 12/31/2011

ZONE 5
1025

ZONE 2 AREA 12/31/2011

ZONE 5
1026

ZONE 2 AREA 12/31/2011

ZONE 5
1027

ZONE 2 AREA 12/31/2011

ZONE 5
1028

ZONE 2 AREA 12/31/2011

ZONE 5
1029

ZONE 2 AREA 12/31/2011

ZONE 5
1030

ZONE 2 AREA 12/31/2011

ZONE 5
1031

ZONE 2 AREA 12/31/2011

ZONE 5
1032

ZONE 2 AREA 12/31/2011

ZONE 5
1033

ZONE 2 AREA 12/31/2011

ZONE 5
1034

ZONE 2 AREA 12/31/2011

ZONE 5
1035

ZONE 2 AREA 12/31/2011

ZONE 11
1042

ZONE 3 AREA 12/31/2011

ZONE 11
1043

ZONE 3 AREA 12/31/2011

ZONE 11
1044

ZONE 3 AREA 12/31/2011

ZONE 11
1045

ZONE 3 AREA 12/31/2011

ZONE 14
1050

ZONE 4 AREA 12/31/2011
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ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

ZONE 14
1051

ZONE 4 AREA 12/31/2011

ZONE 14
1052

ZONE 4 AREA 12/31/2011

ZONE 14
1053

ZONE 4 AREA 12/31/2011

ZONE 14
1054

ZONE 4 AREA 12/31/2011

ZONE 14
1055

ZONE 4 AREA 12/31/2011

ZONE 14
1056

ZONE 4 AREA 12/31/2011

ZONE 14
1057

ZONE 4 AREA 12/31/2011

ZN 15 ZONE 1 AREA 3/23/2016

ZN 15 ZONE 1 AREA 3/23/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 3/23/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Police

For

Fulton County Fire Station 23
4121 Cascade Road SW

Atlanta GA 30331
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, April 20, 2016

Test Session: 4/20/16 Annual Inspection Fulton FS 23

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Police Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Fulton County Fire Station 23

ADDRESS 4121 Cascade Road SW

CITY/STATE/ZIP Atlanta, GA 30331

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL norris.callier@fultoncountyga.gov

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 11 11(100 %) 11(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, April 20, 2016

ACCEPTED BY

4/20/2016

Norris Callier

Fulton County-Police

TESTED BY

4/20/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 5207

SERIAL NUMBER

INSTALL DATE 4/19/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 4/20/2016 10:47 AM

I I Manufacturer Silent Knight

I I Model 5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I Ground Fault True

I I Disconnect Switches True

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box ZONE 5 Pull Station Fire Side Manual 4/20/2016 10:08 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:09 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:13 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0

I I Alarm Verification Participation False

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:16 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0

I I Alarm Verification Participation False

Manual Fire Box ZONE 6 Pull Station Apparatus Bay Manual 4/20/2016 10:17 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 6 Pull Station Apparatus Bay Manual 4/20/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

I I Alarm Verification Participation False

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:23 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0

I I Alarm Verification Participation False

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:28 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Drift Compensation 0

I I Alarm Verification Participation False

Smoke Detector - General ZONE 3 Smokes Fire Side Manual 4/20/2016 10:28 AM

I I Visual Inspection True

I I Functional Inspection True

I I Drift Compensation 0

I I Alarm Verification Participation False

Smoke Detector - General ZONE 4 Smokes Police Side Manual 4/20/2016 10:33 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 7 Pull Station Police Side Manual 4/20/2016 10:34 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 4/20/2016 10:46 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 5207 4/19/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 5 Pull Station Fire Side 4/19/2016

ZONE 6 Pull Station Apparatus Bay 4/19/2016

ZONE 6 Pull Station Apparatus Bay 4/19/2016

ZONE 7 Pull Station Police Side 4/19/2016

Smoke Detector - General

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 3 Smokes Fire Side 4/19/2016

ZONE 4 Smokes Police Side 4/19/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 4/19/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Senior

For

Dorothy Benson Senior Center
6500 Vernon Woods Drive

Atlanta GA 30328
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Monday, March 28, 2016

Test Session: 3/28/16 Annual Inspection Benson Senior

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Senior Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Dorothy Benson Senior Center

ADDRESS 6500 Vernon Woods Drive

CITY/STATE/ZIP Atlanta, GA 30328

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 2 2(100 %) 2(100 %) 0(0 %)

Initiating Device 25 25(100 %) 24(96 %) 1(4 %)

Alarm Notification Appliance 2 2(100 %) 2(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Monday, March 28, 2016

ACCEPTED BY

3/28/2016

Norris Callier

Building Representative

Fulton County-Senior

TESTED BY

3/28/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 5207

SERIAL NUMBER

INSTALL DATE 3/26/2015

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 2 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Smoke Detector - Duct
ZONE 9
1019

BLDG B OUTSIDE MECH RM NEAR POOL

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: Duct detector head has been removed.

Proposed Solution: Need to replace duct detector.

Speaker And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 3/28/2016

Corrective Action: All three speaker/strobes in pool were not functioning.

Proposed Solution: Replace three red wheelock speaker/strobes in pool.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

NAC Power Extender Panel NAC POWER SUPPLY Manual 3/28/2016 12:29 PM

I I Manufacturer Wheelock

I I Model PS-12/24-6

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

Fire Alarm Panel Main FACP Manual 3/28/2016 12:31 PM

I I Manufacturer Silent Knight

I I Model 5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct
ZONE 9
1019

BLDG B OUTSIDE MECH RM NEAR POOL Manual 3/28/2016 12:29 PM

Comment:

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General
ZONE 8
1016

BLDG B ABOVE FACP Manual 3/28/2016 11:49 AM

I I Manufacturer Silent Knight
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 10
1020

BLDG C FRONT ENTRANCE Manual 3/28/2016 11:55 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 10
1021

BLDG C NEAR REAR EXIT NEAR KITCHEN Manual 3/28/2016 11:55 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box Zone 10 Building C Exit Manual 3/28/2016 11:55 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box Zone 10 Building C Exit Manual 3/28/2016 11:55 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box Zone 10 Building C Exit Manual 3/28/2016 11:55 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 11 Building C Duct Det Manual 3/28/2016 12:03 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 8
1017

BLDG B PHONE/DATA ROOM Manual 3/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1015

BLDG B OUTSIDE MECHANICAL RM Manual 3/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1014

BLDG B REAR EXIT HALLWAY Manual 3/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1013

BLDG B OUTSIDE DATA RM 124 Manual 3/28/2016 12:11 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1012

BLDG B DINING HALL Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1011

BLDG B DINING HALL Manual 3/28/2016 12:12 PM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1010

BLDG B REAT EXIT Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1009

BLDG B AT BREEZEWAY TO A Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1008

BLDG B FRONT ENTRANCE Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1005

BLDG A FRONT ENTRANCE Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1004

BLDG A DAY ROOM 2 Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1003

BLDG A DAY ROOM 1 Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1002

BLDG A REAR EXIT Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 3
1001

BLDG A CROSSWAY TO B Manual 3/28/2016 12:12 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 9
1018

BLDG B IN OUTSIDE MECH RM Manual 3/28/2016 12:28 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1006

BLDG A MECHANICAL RM Manual 3/28/2016 12:28 PM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 5
1007

BLDG A MECHANICAL RM Manual 3/28/2016 12:28 PM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Other Voice Evacuation System Manual 3/28/2016 12:30 PM

I I Visual Inspection True

I I Functional Inspection True

Speaker And Visible 1st Floor Notification Manual 3/28/2016 12:31 PM

I I Manufacturer Wheelock

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 5207 3/26/2015

NAC Power Extender Panel

NAC POWER SUPPLY Wheelock PS-12/24-6 3/26/2015

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 3
1001

BLDG A CROSSWAY TO B Silent Knight 12/31/2011

ZONE 3
1002

BLDG A REAR EXIT Silent Knight 12/31/2011

ZONE 3
1003

BLDG A DAY ROOM 1 Silent Knight 12/31/2011

ZONE 3
1004

BLDG A DAY ROOM 2 Silent Knight 12/31/2011

ZONE 3
1005

BLDG A FRONT ENTRANCE Silent Knight 12/31/2011

ZONE 7
1008

BLDG B FRONT ENTRANCE Silent Knight 12/31/2011

ZONE 7
1009

BLDG B AT BREEZEWAY TO A Silent Knight 12/31/2011

ZONE 7
1010

BLDG B REAT EXIT Silent Knight 12/31/2011

ZONE 7
1011

BLDG B DINING HALL Silent Knight 12/31/2011

ZONE 7
1012

BLDG B DINING HALL Silent Knight 12/31/2011

ZONE 7
1013

BLDG B OUTSIDE DATA RM 124 Silent Knight 12/31/2011

ZONE 7
1014

BLDG B REAR EXIT HALLWAY Silent Knight 12/31/2011

ZONE 7
1015

BLDG B OUTSIDE MECHANICAL RM Silent Knight 12/31/2011

ZONE 10
1020

BLDG C FRONT ENTRANCE Silent Knight 12/31/2011

ZONE 10
1021

BLDG C NEAR REAR EXIT NEAR
KITCHEN

Silent Knight 12/31/2011

Zone 10 Building C Exit Silent Knight 3/26/2015

Zone 10 Building C Exit Silent Knight 3/26/2015

Zone 10 Building C Exit Silent Knight 3/26/2015

Smoke Detector - Duct

ZONE 5
1007

BLDG A MECHANICAL RM Silent Knight 12/31/2011

ZONE 9
1018

BLDG B IN OUTSIDE MECH RM Silent Knight 12/31/2011

ZONE 9
1019

BLDG B OUTSIDE MECH RM NEAR
POOL

Silent Knight 12/31/2011

ZONE 11 Building C Duct Det 3/27/2016

Smoke Detector - General

ZONE 4
1006

BLDG A MECHANICAL RM Silent Knight 12/31/2011
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Entec Systems Inc.

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

ZONE 8
1016

BLDG B ABOVE FACP Silent Knight 12/31/2011

ZONE 8
1017

BLDG B PHONE/DATA ROOM Silent Knight 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Other

Voice Evacuation System 3/27/2016

Speaker And Visible

1st Floor Notification Wheelock 3/26/2015
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Buckhead Library
269 Buckhead Ave
Atlanta GA 30305

USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, February 03, 2016

Test Session: 2/3/16 Annual Inspection Buckhead Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Buckhead Library

ADDRESS 269 Buckhead Ave

CITY/STATE/ZIP Atlanta, GA 30305

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 5 4(80 %) 4(80 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, February 03, 2016

ACCEPTED BY

2/3/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/3/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 2/2/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/3/2016 9:27 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 14
1001

PULL STATION FRONT Manual 2/3/2016 9:01 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 14
1002

PULL STATION REAR Manual 2/3/2016 9:01 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 14 PULL STATION SIDE EXIT Manual 2/3/2016 9:01 AM

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General
ZONE 16
1004

ELECTRICAL ROOM SMOKE Manual 2/3/2016 9:02 AM

I I Visual Inspection True

I I Functional Inspection True

Skipped

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct
ZONE 15
1003

DUCT DETECTOR Manual 12/31/2011 7:00 PM

Comment: Inaccessible.

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/3/2016 8:56 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 2/2/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 14
1001

PULL STATION FRONT 12/31/2011

ZONE 14
1002

PULL STATION REAR 12/31/2011

ZONE 14 PULL STATION SIDE EXIT 2/2/2016

Smoke Detector - Duct

ZONE 15
1003

DUCT DETECTOR 12/31/2011

Smoke Detector - General

ZONE 16
1004

ELECTRICAL ROOM SMOKE 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/2/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Adamsville-Collier Heights Library
3424 Martin Luther King Jr. Drive

Atlanta GA 30331
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, February 11, 2016

Test Session: 2/11/16 Annual Inspection Adamsville/Collier Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Adamsville-Collier Heights Library

ADDRESS 3424 Martin Luther King Jr. Drive

CITY/STATE/ZIP Atlanta, GA 30331

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 7 7(100 %) 5(71 %) 2(29 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, February 11, 2016

ACCEPTED BY

2/11/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/11/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 2/10/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 2 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Smoke Detector - Duct ZONE 11 Duct Detector

Created By: Jared Coile

Creation Date: 2/11/2016

Corrective Action: Duct detector did not go into alarm or send alarm signal to panel.

Proposed Solution: Replace duct detector.

Smoke Detector - Duct ZONE 11 Duct Detector

Created By: Jared Coile

Creation Date: 2/11/2016

Corrective Action: Duct detector did not go into alarm or send alarm signal to panel.

Proposed Solution: Replace duct detector.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/11/2016 10:35 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct ZONE 11 Duct Detector Manual 2/11/2016 10:35 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 11 Duct Detector Manual 2/11/2016 10:36 AM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box ZONE 15 Office Pull Manual 2/11/2016 9:18 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 15 Office Pull Manual 2/11/2016 9:20 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - General ZONE 10 Book Drop Smoke Manual 2/11/2016 9:25 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 13 Front Pull Station Manual 2/11/2016 9:26 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 9 Mech Rm Smoke Manual 2/11/2016 9:31 AM
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/11/2016 10:34 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 2/10/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 15 Office Pull Firelite 2/10/2016

ZONE 15 Office Pull Firelite 2/10/2016

ZONE 13 Front Pull Station Firelite 2/10/2016

Smoke Detector - Duct

ZONE 11 Duct Detector 2/10/2016

ZONE 11 Duct Detector 2/10/2016

Smoke Detector - General

ZONE 10 Book Drop Smoke 2/10/2016

ZONE 9 Mech Rm Smoke 2/10/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/10/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Adams Park Library
2231 Campbellton Rd NW

Atlanta GA 30311
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, February 11, 2016

Test Session: 2/11/16 Annual Inspections Adam Park

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Adams Park Library

ADDRESS 2231 Campbellton Rd NW

CITY/STATE/ZIP Atlanta, GA 30311

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 18 18(100 %) 18(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, February 11, 2016

ACCEPTED BY

2/11/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/11/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5207

SERIAL NUMBER

INSTALL DATE 2/10/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/11/2016 12:58 PM

I I Manufacturer Silent Knight

I I Model SK-5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct
ZONE 7
1010

Duct Detector HVAC Units 1 2 Manual 2/11/2016 12:48 PM

I I Manufacturer System Sensor

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
Zone 3
1001

Pull Station Manual 2/11/2016 1:13 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
Zone 3
1002

Pull Station Manual 2/11/2016 1:13 PM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
Zone 3
1003

Pull Station Manual 2/11/2016 1:13 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1004

Smoke @ Fire Panel Manual 2/11/2016 1:14 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1005

Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 5
1006

Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 5 Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I

I I

Smoke Detector - General ZONE 5 Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 5 Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 5 Right Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 6 Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 6 Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 6 Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 6 Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General ZONE 6 Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - General
ZONE 6
1007

Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 6
1008

Left Building Smoke Manual 2/11/2016 1:15 PM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance
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Entec Systems Inc.

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/11/2016 12:58 PM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5207 2/10/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

Zone 3
1001

Pull Station 12/31/2011

Zone 3
1002

Pull Station 12/31/2011

Zone 3
1003

Pull Station 12/31/2011

Smoke Detector - Duct

ZONE 7
1010

Duct Detector HVAC Units 1 2 System Sensor 12/31/2011

Smoke Detector - General

ZONE 4
1004

Smoke @ Fire Panel 12/31/2011

ZONE 5
1005

Right Building Smoke 12/31/2011

ZONE 5
1006

Right Building Smoke 12/31/2011

ZONE 6
1007

Left Building Smoke 12/31/2011

ZONE 6
1008

Left Building Smoke 12/31/2011

ZONE 5 Right Building Smoke 2/10/2016

ZONE 5 Right Building Smoke 2/10/2016

ZONE 5 Right Building Smoke 2/10/2016

ZONE 5 Right Building Smoke 2/10/2016

ZONE 6 Left Building Smoke 2/10/2016

ZONE 6 Left Building Smoke 2/10/2016

ZONE 6 Left Building Smoke 2/10/2016

ZONE 6 Left Building Smoke 2/10/2016

ZONE 6 Left Building Smoke 2/10/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/10/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Washington Park Library
1838 Donald Lee Hollowell Pkwy NW

Atlanta GA 30318
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, February 10, 2016

Test Session: 2/10/16 Annual Inspection Washington Park Library

ACCEPTED BY TESTED BY

Norris Callier III Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Washington Park Library

ADDRESS 1838 Donald Lee Hollowell Pkwy NW

CITY/STATE/ZIP Atlanta, GA 30318

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 6 6(100 %) 6(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 0(0 %) 1(100 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, February 10, 2016

ACCEPTED BY

2/10/2016

Norris Callier III

Building Representative

Fulton County-Library

TESTED BY

2/10/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 2820

SERIAL NUMBER

INSTALL DATE 2/9/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 1 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Audible And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 2/10/2016

Corrective Action: The horn strobe dos not work.

Proposed Solution: Replace horn strobe.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/10/2016 12:06 PM

I I Manufacturer Silent Knight

I I Model 2820

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - General ZONE 11 Smoke Detector Book Drop Manual 2/10/2016 1:26 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General ZONE 11 Smoke Detector Electrical Room Manual 2/10/2016 1:26 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

Smoke Detector - Duct ZONE 12 Duct Detector Manual 2/10/2016 1:27 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 12 Duct Detector Manual 2/10/2016 1:27 PM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Manual Fire Box Zone 13 Pull Station Main Entrance Manual 2/10/2016 1:28 PM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box Zone 13 Pull Station Meeting Room Exit Manual 2/10/2016 1:28 PM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

I I

Alarm Notification Appliance

Failed
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/10/2016 12:03 PM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 2820 2/9/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

Zone 13 Pull Station Main Entrance Firelite 2/9/2016

Zone 13 Pull Station Meeting Room Exit Firelite 2/9/2016

Smoke Detector - Duct

ZONE 12 Duct Detector 2/9/2016

ZONE 12 Duct Detector 2/9/2016

Smoke Detector - General

ZONE 11 Smoke Detector Book Drop 2/9/2016

ZONE 11 Smoke Detector Electrical Room 2/9/2016

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/9/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Southwest Regional Library
3633 Cascade Road

Atlanta GA 30331
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, February 11, 2016

Test Session: 2/11/16 Annual Inspection SW Regional Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Southwest Regional Library

ADDRESS 3633 Cascade Road

CITY/STATE/ZIP Atlanta, GA 30331

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 13 13(100 %) 13(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 0(0 %) 1(100 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, February 11, 2016

ACCEPTED BY

2/11/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/11/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL SK-5207

SERIAL NUMBER

INSTALL DATE 2/10/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 1 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Audible And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 2/11/2016

Corrective Action:
The strobe circuit did not work. There was 4 ceiling mounted speaker/strobes that the
strobe did not work either.

Proposed Solution: Replace speaker/strobe and troubleshoot speaker circuit.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/11/2016 9:03 AM

I I Manufacturer Silent Knight

I I Model SK-5207

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 3
1001

Entrance Pull Station Manual 2/11/2016 7:27 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 8
1013

Southeast Pullstation Manual 2/11/2016 7:55 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 7
1012

Northeast Pull Station Manual 2/11/2016 7:59 AM

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 7 Northeast Pull Station Manual 2/11/2016 8:03 AM

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - Duct
ZONE 4
1002

Smoke Detector Manual 2/11/2016 8:11 AM

I I Manufacturer Simplex

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 4
1003

Smoke Detector Manual 2/11/2016 8:11 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 6
1011

Southeast Duct Detector Manual 2/11/2016 2:26 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 5
1009

Northeast/Wst Ducts Manual 2/11/2016 2:26 PM

Page 5 of 7



Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 5
1008

Northeast/Wst Ducts Manual 2/11/2016 2:26 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1004

Smoke Detector Manual 2/11/2016 2:31 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1005

Smoke Detector Manual 2/11/2016 2:32 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1006

Smoke Detector Manual 2/11/2016 2:32 PM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 4
1007

Smoke Detector Manual 2/11/2016 2:32 PM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/11/2016 7:19 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight SK-5207 2/10/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 3
1001

Entrance Pull Station Firelite 12/31/2011

ZONE 7
1012

Northeast Pull Station 12/31/2011

ZONE 8
1013

Southeast Pullstation 12/31/2011

ZONE 7 Northeast Pull Station 2/10/2016

Smoke Detector - Duct

ZONE 4
1002

Smoke Detector Simplex 12/31/2011

ZONE 4
1003

Smoke Detector 12/31/2011

ZONE 5
1008

Northeast/Wst Ducts 12/31/2011

ZONE 5
1009

Northeast/Wst Ducts 12/31/2011

ZONE 6
1011

Southeast Duct Detector 12/31/2011

Smoke Detector - General

ZONE 4
1004

Smoke Detector 12/31/2011

ZONE 4
1005

Smoke Detector 12/31/2011

ZONE 4
1006

Smoke Detector 12/31/2011

ZONE 4
1007

Smoke Detector 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/10/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Northside Library
3295 Northside Parkway

Atlanta GA 30327
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, February 10, 2016

Test Session: 2/10/16 Annual Inspection Northside Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Northside Library

ADDRESS 3295 Northside Parkway

CITY/STATE/ZIP Atlanta, GA 30327

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 8 8(100 %) 8(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, February 10, 2016

ACCEPTED BY

2/10/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/10/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 2/9/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/10/2016 12:01 PM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 11
1006

PULL STATIONS Manual 2/10/2016 6:50 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 11
1005

PULL STATIONS Manual 2/10/2016 6:58 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 11
1004

PULL STATIONS Manual 2/10/2016 6:58 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 11 PULL STATIONS Manual 2/10/2016 7:14 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

I I

Smoke Detector - Duct
ZONE 8
1001

DUCT DETECTOR Manual 2/10/2016 7:32 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 8 DUCT DETECTOR Manual 2/10/2016 7:46 AM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - General ZONE 10 BOOK DROP SMOKE Manual 2/10/2016 7:47 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

1003

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 9
1002

ELECTRICAL ROOM SMOKE Manual 2/10/2016 7:48 AM

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/10/2016 7:00 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 2/9/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 11
1004

PULL STATIONS Firelite 12/31/2011

ZONE 11
1005

PULL STATIONS Firelite 12/31/2011

ZONE 11
1006

PULL STATIONS Firelite 12/31/2011

ZONE 11 PULL STATIONS Firelite 2/9/2016

Smoke Detector - Duct

ZONE 8
1001

DUCT DETECTOR 12/31/2011

ZONE 8 DUCT DETECTOR 2/9/2016

Smoke Detector - General

ZONE 9
1002

ELECTRICAL ROOM SMOKE 12/31/2011

ZONE 10
1003

BOOK DROP SMOKE 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/9/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

East Altanta Library
400 Flat Shoals Ave SE

Atlanta GA 30316
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Tuesday, February 09, 2016

Test Session: 2/9/16 Annual Inspection East ATL Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY East Altanta Library

ADDRESS 400 Flat Shoals Ave SE

CITY/STATE/ZIP Atlanta, GA 30316

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 13 13(100 %) 13(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Tuesday, February 09, 2016

ACCEPTED BY

2/9/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/9/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 5700

SERIAL NUMBER

INSTALL DATE 2/8/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/9/2016 7:52 AM

I I Manufacturer Silent Knight

I I Model 5700

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
P010
1009

BACK RIGHT ENTRANCE Manual 2/9/2016 7:30 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P001
1001

SMOKE IN FACP ROOM Manual 2/9/2016 7:43 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P006
1005

STORAGE ROOM SMOKE Manual 2/9/2016 7:43 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P003
1002

MAIN ENTRANCE Manual 2/9/2016 7:44 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P007
1006

SMALL STORAGE ROOM Manual 2/9/2016 7:44 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P012
1011

ROOM BESIDE PHONE ROOM Manual 2/9/2016 7:45 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P011
1010

TELEPHONE CLOSET Manual 2/9/2016 7:45 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P002
1013

PULL AT SIDE ENTRANCE Manual 2/9/2016 7:46 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P004
1003

BACK LEFT ENTRANCE Manual 2/9/2016 7:46 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Heat Detector - Restorable Spot
P009
1008

UPPER MECH ROOM Manual 2/9/2016 7:48 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
P013
1012

STORAGE UP FRONT Manual 2/9/2016 7:48 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
P005
1004

AHU UPSTAIRS ROOM Manual 2/9/2016 7:51 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
P008
1007

UPPER MECH ROOM Manual 2/9/2016 7:51 AM

I I Manufacturer Silent Knight

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/9/2016 7:48 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 5700 2/8/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Heat Detector - Restorable Spot

P009
1008

UPPER MECH ROOM Silent Knight 12/31/2011

Manual Fire Box

P003
1002

MAIN ENTRANCE Silent Knight 12/31/2011

P004
1003

BACK LEFT ENTRANCE Silent Knight 12/31/2011

P005
1004

AHU UPSTAIRS ROOM Silent Knight 12/31/2011

P010
1009

BACK RIGHT ENTRANCE Silent Knight 12/31/2011

P002
1013

PULL AT SIDE ENTRANCE Silent Knight 12/31/2011

Smoke Detector - Duct

P008
1007

UPPER MECH ROOM Silent Knight 12/31/2011

Smoke Detector - General

P001
1001

SMOKE IN FACP ROOM Silent Knight 12/31/2011

P006
1005

STORAGE ROOM SMOKE Silent Knight 12/31/2011

P007
1006

SMALL STORAGE ROOM Silent Knight 12/31/2011

P011
1010

TELEPHONE CLOSET Silent Knight 12/31/2011

P012
1011

ROOM BESIDE PHONE ROOM Silent Knight 12/31/2011

P013
1012

STORAGE UP FRONT Silent Knight 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/8/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County

For

Sandy Springs Library
395 Mount Vernon Hwy N.W.

Atlanta GA 30328
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Thursday, February 04, 2016

Test Session: 1/28/16 Annual Inspection Sandy Springs Lib

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Sandy Springs Library

ADDRESS 395 Mount Vernon Hwy N.W.

CITY/STATE/ZIP Atlanta, GA 30328

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 8 8(100 %) 5(63 %) 3(38 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Thursday, February 04, 2016

ACCEPTED BY

2/4/2016

Norris Callier

Building Representative

Fulton County

TESTED BY

2/4/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 1/27/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information
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Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 4 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Fire Alarm Panel Main FACP

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Battery failed in main FACP. Battery was below minimum allowed amperage.

Proposed Solution: Replace battery with 1 12v7ah battery.

Smoke Detector - Duct
ZONE 12
1001

Duct Detector #1

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not activate an alarm to fire alarm panel.

Proposed Solution: Troubleshoot to find out why signal was not received at main panel.

Smoke Detector - Duct
ZONE 13
1002

Duct Detector #2

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm to main fire alarm panel.

Proposed Solution: Troubleshoot to find out why signal was not received at main panel.

Smoke Detector - Duct
ZONE 14
1003

Duct Detector #3

Created By: Jared Coile

Creation Date: 1/28/2016

Corrective Action: Did not send alarm to main fire alarm panel.

Proposed Solution: Troubleshoot to find out why signal was not received at main panel.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 1/28/2016 8:03 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Failed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Smoke Detector - Duct
ZONE 12
1001

Duct Detector #1 Manual 1/28/2016 7:54 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 13
1002

Duct Detector #2 Manual 1/28/2016 7:56 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 14
1003

Duct Detector #3 Manual 1/28/2016 7:57 AM

I I Visual Inspection True

I I Functional Inspection True

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 20
1008

Pull Station Glass Door Manual 1/28/2016 6:50 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 18
1006

Pull Station Rear Manual 1/28/2016 6:51 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 17 PULL STATION EAST Manual 1/28/2016 6:55 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 16
1005

Pull Station Front Manual 1/28/2016 6:59 AM
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EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Manufacturer Edwards

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box
ZONE 19
1007

Pull Station West Manual 1/28/2016 6:59 AM

I I Manufacturer Firelite

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 1/28/2016 7:11 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 1/27/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 16
1005

Pull Station Front Edwards 12/31/2011

ZONE 18
1006

Pull Station Rear Firelite 12/31/2011

ZONE 19
1007

Pull Station West Firelite 12/31/2011

ZONE 20
1008

Pull Station Glass Door Firelite 12/31/2011

ZONE 17 PULL STATION EAST Firelite 1/27/2016

Smoke Detector - Duct

ZONE 12
1001

Duct Detector #1 12/31/2011

ZONE 13
1002

Duct Detector #2 12/31/2011

ZONE 14
1003

Duct Detector #3 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 1/27/2016
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Entec Systems Inc.

Inspection and Testing Certificate
Presented To

Fulton County-Library

For

Kirkwood Library
11Kirkwood Road NE

Atlanta GA 30317
USA

This site has been inspected and tested in compliance with applicable standards.

Completed
Wednesday, February 10, 2016

Test Session: 2/9/16 Annual Inspection Kirkwood Library

ACCEPTED BY TESTED BY

Norris Callier Jared Coile

Fulton County-Library Entec Systems Inc.

141 Pryor Street
Atlanta GA 30303
USA

450 Satellite Blvd. NE, Suite P
Suwanee GA 30024
USA



Entec Systems Inc.

Inspection Summary

Building Information

PROPERTY Kirkwood Library

ADDRESS 11Kirkwood Road NE

CITY/STATE/ZIP Atlanta, GA 30317

COUNTRY USA

CONTACT Norris Callier

PHONE

MOBILE

EMAIL

Inspector Information

COMPANY Entec Systems Inc.

ADDRESS 450 Satellite Blvd. NE, Suite P

CITY/STATE/ZIP Suwanee, GA 30024

COUNTRY USA

CONTACT Jared Coile

PHONE (678) 858-4950

MOBILE

EMAIL jcoile@entecsys.com

NAME INITIALS QUALIFICATION AND PROFICIENCIES

Jared Coile JC

Testing Summary

EQUIPMENT TYPE TOTAL TESTED PASSED FAILED

Fire Control Panel 1 1(100 %) 1(100 %) 0(0 %)

Initiating Device 7 7(100 %) 7(100 %) 0(0 %)

Alarm Notification Appliance 1 1(100 %) 1(100 %) 0(0 %)

Certification
The equipment specified herein was inspected and tested according to the NFPA 72 standard for fire alarm and signaling systems, with the inspection
completed on Wednesday, February 10, 2016

ACCEPTED BY

2/10/2016

Norris Callier

Building Representative

Fulton County-Library

TESTED BY

2/10/2016

Jared Coile

Technician

Entec Systems Inc.
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Entec Systems Inc.

System Details

Control Units

MANUFACTURER Silent Knight

MODEL 4720

SERIAL NUMBER

INSTALL DATE 2/8/2016

DESCRIPTION Main FACP

S/W VERSION

LAST UPDATE

S/W LOCATION

Monitoring Information

Page 3 of 7



Entec Systems Inc.

Open Corrective Action & Solution Summary
The following 1 corrective action(s) remain open following the system inspection, testing or maintenance activities

EQUIPMENT TYPE ADDRESS DESCRIPTION

Audible And Visible 1st Floor Notification

Created By: Jared Coile

Creation Date: 2/9/2016

Corrective Action: Strobe only in men's restroom did not work.

Proposed Solution: Check wiring on device and/or replace strobe.
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Entec Systems Inc.

Testing Details

Fire Control Panel

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Fire Alarm Panel Main FACP Manual 2/9/2016 7:00 AM

I I Manufacturer Silent Knight

I I Model 4720

I I Serial Number I

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Initiating Device

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Manual Fire Box
ZONE 10
1002

REAR EXIT PULL STATION Manual 2/9/2016 6:30 AM

I I Manufacturer EST

I I Visual Inspection True

I I Functional Inspection True

Manual Fire Box ZONE 10 COMMUNITY ROOM EXIT PULL STATION Manual 2/9/2016 6:32 AM

I I Manufacturer EST

I I Visual Inspection True

I I Functional Inspection True

I I

Manual Fire Box
ZONE 9
1001

PULL STATION FRONT ENTRY Manual 2/9/2016 6:33 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - General
ZONE 12
1003

SMALL ELECTRICAL ROOM Manual 2/9/2016 6:43 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct
ZONE 14
1005

DUCT DETECTOR Manual 2/9/2016 6:59 AM

I I Visual Inspection True

I I Functional Inspection True

Smoke Detector - Duct ZONE 14 DUCT DETECTOR Manual 2/9/2016 6:59 AM

I I Visual Inspection True

I I Functional Inspection True

I I

I I

I I

Smoke Detector - General
ZONE 13
1004

SMALL BOOK DROP Manual 2/10/2016 11:58 AM

Comment: No access to room.
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Entec Systems Inc.

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

I I Visual Inspection True

I I Functional Inspection True

Alarm Notification Appliance

Passed

EQUIPMENT TYPE ADDRESS DESCRIPTION METHOD DATE/TIME

Audible And Visible 1st Floor Notification Manual 2/9/2016 6:53 AM

I I Visual Inspection True

I I Functional Inspection True
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Entec Systems Inc.

Device/Equipment Details

Fire Control Panel

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Fire Alarm Panel

Main FACP Silent Knight 4720 2/8/2016

Initiating Device

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Manual Fire Box

ZONE 9
1001

PULL STATION FRONT ENTRY 12/31/2011

ZONE 10
1002

REAR EXIT PULL STATION EST 12/31/2011

ZONE 10
COMMUNITY ROOM EXIT PULL
STATION

EST 2/8/2016

Smoke Detector - Duct

ZONE 14
1005

DUCT DETECTOR 12/31/2011

ZONE 14 DUCT DETECTOR 2/8/2016

Smoke Detector - General

ZONE 12
1003

SMALL ELECTRICAL ROOM 12/31/2011

ZONE 13
1004

SMALL BOOK DROP 12/31/2011

Alarm Notification Appliance

ADDRESS DESCRIPTION Manufacturer Model SERIAL INSTALL DATE

Audible And Visible

1st Floor Notification 2/8/2016
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VSC Fire & Security, Inc.

1780 Corporate Drive, Suite 425

Norcross, Georgia 30093

(678) 252-0600 Phone

(888) 523-0296 FAX

www.vscfs.com

 

 

 

 

 

 

 
 2976

 Fire Alarm System Inspection 

Customer Address: Site Address: 

 Fulton County Government  Fulton Co- Justice Center Complex- Alarm System

  

 

Dept. of Purchasing & Contract Compliance

130 Peachtree St. SW Suite 1168    185 Central Ave.

,    Atlanta GA 30303-3459 ,    Atlanta GA

 Phone:   Fax:   Phone:    Fax:  404 612 4220

 Customer #:    Email:  027575F045

 Contact:   Email: 

 

Ciro Duenas

Ciro.Duenas@fultoncountyga.gov

 Job Name:   Fulton Co- Justice Center Complex- Alarm System  Site #:  3200574A-92

 Inspection Date:  5/7/2015   

Notifications Made Prior to Any Testing 

  Yes/No Who Time 

Monitoring agency  Yes FULTON COUNTY 911  ****

Building occupants  Yes SGT. KENDLE  ****

Building Management  Yes VIJAY  7:16 AM

Other   N/A  N/A N/A  ****

Notifications that Testing is Complete 

Notifications Made: Yes / No Who Time 

Building Management  Yes VIJAY  5:07 PM

Monitoring Agency  Yes FULTON COUNTY 911  5:06 PM

Building Occupants  Yes SGT KENDLE  5:08 PM

Other (Specify)  N/A  N/A N/A  5:08 PM

The following did not operate correctly:  

N/A

System restored to normal operation: Date:  2/24/2015 Time:  8:57 AM
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Inspection performed in accordance with  NFPA 72 2007 edition 

2013 Environment of Care; Elements of Performance for EC.02.03.05 [EP1-5]; reference NFPA 72 1999 edition 

****Indicates question was scheduled, but was not answered. 
----Indicates question was not scheduled and was therefore not answered. 

Monitoring Agency 

Agency Name:  FULTON COUNTY 911 Monitoring Account Ref #:  UNKNOWN

Contact:  ALARM BOARD Telephone:  4047307952

Transmission Type:  Phone Line Service:  Annual Inspection

Panel Information   

Manufacturer:   JOHNSON CONTROLS Model #:   IFC-2020

All Zones Properly Labeled:  Yes # of Circuits:  8 Circuit Styles:  B

Circuits Supervised:  Yes Software Rev.:   UNKNOWN Date Software/Configuration Was Revised:   UNKNOWN

Date System Had Any Service Performed:   4/14

Alarm-Initiating Devices and Circuit Information 

   

DEVICE QTY 

CIRCUIT  
STYLE DEVICE QTY 

CIRCUIT  
STYLE 

Manual Fire Alarm Boxes  150  B Heat Detectors  12  B

Ion Detectors  0  0 Waterflow Switches  11  B

Photo Detectors  392  B Supervisory Switches  19  B

Duct Detectors  85  B Other (Specify type)  0  0  0

Alarm Verification Feature:    Disabled

Alarm Notification Appliances and Circuit Information 

   

TYPE QTY 

CIRCUIT  
STYLE TYPE QTY 

CIRCUIT  
STYLE 

Bells  0  0 Strobes  0  N/A

Horns  0  0 Combination Chime/Strobe  0  0

Chimes  0  0 Combination Horn/Strobe  0  0

Speakers  0  N/A Combination Speaker/Strobe  865  B

      Other (Specify type)  0  0  0

Number of Alarm Notification Appliance Circuits:       Circuits Supervised?    73 Yes

Signaling Line Circuits  
connected to system (See NFPA 72, Table 6.6.1)  

Quantity:  8 Style(s):  B

Main Fire Alarm Panel 

     GUARD SHACK/FIRE CONTROL ENTRANCE TO JAIL PARKING DECK

All lights/LED's function properly?  Pass Portable handsets operate properly?  Pass

Acknowledge/silence button operate properly?  Pass Ground fault detection properly connected?  Pass

Are panel labels correct?  Pass Fire alarm panel free from all grounds?  Pass

Central Station interface for alarm signals  Pass Batteries installed and operating properly?  Fail

Central Station interface for trouble signals  Pass Operating instructions posted?  Pass

Central Station interface for supervisory signals  Pass Are fuses correct?  Pass

Proper # of portable handsets for comm. system?   Pass Are all disconnect switches operating properly?  Pass

MANUFACTURER MODEL # OF ZONES 

 JOHNSON CONTROLS  IFC-2020  ----

System Power Supplies 

Primary (MAIN)  

Nominal Voltage:  120 Amps:  4

Overcurrent Protection:    Type   
Breaker Amps:    20
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Location with Panel Number:   NEG Disconnecting means location:  68

Secondary (STANDBY) 

Battery Specification:    12 Storage Battery Amp/Hr rating:    26

Calculated capacity in Amp/Hrs   to operate system for

 

52

BATTERY CALCULATIONS UNKNOWN, PLANS & SPECIFICATIONS MUST BE AVAILABLE TO MAKE DETERMINATION

Engine-driven Generator dedicated to Fire Alarm system:   No

Location of fuel storage:    N/A

Battery Type 

                                   if other, specify   Sealed Lead Acid

Emergency or Standby System used as a backup to Primary Power Supply, instead of Secondary Power Supply: 
SYSTEM PLANS & SPECIFICATIONS MUST BE AVAILABLE TO MAKE THIS DETERMINATION

System Tests and Inspections 

   

TYPE VISUAL FUNCTIONAL TYPE VISUAL FUNCTIONAL 

Control Panel  Pass  Pass Primary Power Supply  Pass  Pass

Interface Equipment  Fail  Pass Trouble Signals  Pass  Pass

Lamps/LEDS  Pass  Pass Disconnect Switches  Pass  Pass

Fuses  Pass  Pass Ground Fault Monitoring  Pass  Pass

Notification Appliances 

   

  VISUAL FUNCTIONAL 

Audible  Fail  Fail

Visible  Fail  Fail

Speakers  Fail SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

Voice clarity N/A  Pass

Remote Power Supply 

Area/Location Mfr/Model 
Trouble conditions 

annunciate 
Lights/LED 

function 

Batteries 
operate 

  FACP Room
Cab 1

 FCI DRBC1  Pass  Pass  Fail

  FACP Room
Cab 2

 FCI DRBC1  Pass  Pass  Fail

  FACP Room
Cab 3

 FCI DRBC1  Pass  Pass  Fail

  FACP Room
Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  FACP Room
Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  FACP Room
Power Supply 3

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 10 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 10 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 12 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 12 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 14 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 14 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 16 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 16 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  FCC
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Near AHU 18 Power Supply 1  Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 18 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 20 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 20 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 4 Power Supply

 Alarm SAF  Pass  Pass  Fail

  FCC
Near AHU 6 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 6 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 8 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  FCC
Near AHU 8 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCB
JC 1-5

 Alarm SAF  Pass  Pass  Pass

  JCB
JC 2-5

 Alarm SAF  Pass  Pass  Pass

  JCB
JC 3-5

 Alarm SAF  Pass  Pass  Pass

  JCB
JC G-5

 Alarm SAF  N/I  N/I  N/I

  JCT
AHU 902 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  JCT
AHU 902 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
AHU 902 Power Supply 3

 Alarm SAF  Pass  Pass  Fail

  JCT
AHU 902 Power Supply 4

 Alarm SAF  Pass  Pass  Fail

  JCT
AHU-B1 Power Supply

 Alarm SAF  Pass  Pass  Pass

  JCT
T102 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T102 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T105 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  JCT
T105 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  JCT
T105 Power Supply 3

 Alarm SAF  Pass  Pass  Pass

  JCT
T202 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T202 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T206 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T206 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  JCT
T206 Power Supply 3

 Alarm SAF  Pass  Pass  Fail

  JCT
T302 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T302 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T308 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T308 Power Supply 2

 Alarm SAF  Pass  Pass  Pass
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  JCT
T308 Power Supply 3

 Alarm SAF  Pass  Pass  Fail

  JCT
T402 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T402 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

  JCT
T409 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  JCT
T409 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T409 Power Supply 3

 Alarm SAF  Pass  Pass  Pass

  JCT
T502 Power Supply

 Wheelock PS 12/24-8  Pass  Pass  Pass

  JCT
T509 Power Supply

 Wheelock PS 12/24-8  Pass  Pass  Fail

  JCT
T702 Power Supply

 Alarm SAF  Pass  Pass  Pass

  JCT
T708 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T708 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T708 Power Supply 3

 Alarm SAF  Pass  Pass  Pass

  JCT
T708 Power Supply 4

 Alarm SAF  Pass  Pass  Fail

  JCT
T802 Power Supply 1

 Alarm SAF  Pass  Pass  Pass

  JCT
T802 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T809 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  JCT
T809 Power Supply 2

 Alarm SAF  Pass  Pass  Pass

  JCT
T809 Power Supply 3

 Alarm SAF  Pass  Pass  Pass

  JCT
TG12 Power Supply

 Alarm SAF  Pass  Pass  Fail

  JCT
TG13 Power Supply 1

 Alarm SAF  Pass  Pass  Fail

  JCT
TG13 Power Supply 2

 Alarm SAF  Pass  Pass  Fail

Secondary (Standby) Power Supply 

       

Primary disconnect  N/I
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DEVICES TOTAL TESTED FAILED 

Communication & Transmission equipment  14  14  0

Duct Detection devices  86  86  1

Fans & Fan Dampers  0  0  0

Miscellaneous devices  5  5  5

Indicating devices  0  0  0

Fire Alarm Box Devices  155  155  6

Smoke Detectors  391  391  5

Heat & Other detectors  12  12  0

Supervisory devices  0  0  0

Tamper Switch  19  19  0

Waterflow Detector  11  11  0

Total of above devices  693  693  17

Total - total # of specified device types in the job 
Tested - # of specified device types in the job that had no unanswered questions and/or were not answered as N/I. 
Failed - # of specified device types in the job with at least one answer which is defined as a discrepancy. 

2013 Environment of Care; Elements of Performance for EC.02.03.05 
EP1     -  Supervisory Signals (except tamper switches) 
EP2     -  Tamper switches & water flow devices 
EP3     -  Duct, heat, smoke detectors, pull boxes 
EP4     -  Notification devices (audible & visual) 
EP5     -  Emergency services notification transmission equipment 

Batteries 

Area/Location Battery Type 
Visual 
Insp 

Battery 
Voltage 

Charge 
Test 

Discharge 
Test 

Specific 
Gravity 

Charger 
Voltage 

Funct. 
Test 

Install 
Date 

 FACP Room 12V 75Ah
Cab 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.3  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 75Ah
Cab 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.4  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 75Ah
Cab 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.4  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 75Ah
Cab 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.3  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 75Ah
Cab 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.3  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 75Ah
Cab 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  15  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  13.1  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  128  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Fail  N/A  28  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Fail  N/A  27  Fail  UNK

 FACP Room 12V 7Ah
Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Fail  N/A  27  Fail  UNK

 FCC 12V 7Ah
Near AHU 10 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 FCC 12V 7Ah
Near AHU 10 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 FCC 12V 7Ah
Near AHU 10 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.9  Pass  Fail  N/A  27  Fail  6/10

 FCC 12V 7Ah
Near AHU 10 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  6/10

 FCC 12V 7Ah
Near AHU 12 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  3/09

 FCC 12V 7Ah
Near AHU 12 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  3/09

 FCC 12V 7Ah
Near AHU 12 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 12 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah Fire Alarm Battery -  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14
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Near AHU 14 Power Supply 1 Sealed Lead Acid

 FCC 12V 7Ah
Near AHU 14 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 14 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 14 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 16 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  4/09

 FCC 12V 7Ah
Near AHU 16 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  4/09

 FCC 12V 7Ah
Near AHU 16 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  4/09

 FCC 12V 7Ah
Near AHU 16 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  4/09

 FCC 12V 7Ah
Near AHU 18 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 18 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 18 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 18 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 20 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 20 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 20 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 20 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 4 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 FCC 12V 7Ah
Near AHU 4 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 FCC 12V 7Ah
Near AHU 6 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 6 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 6 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 6 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 8 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 8 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 8 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 FCC 12V 7Ah
Near AHU 8 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

GUARD SHACK/FIRE CONTROL
MAIN FACP

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Fail  N/A  27  Fail  12/11

GUARD SHACK/FIRE CONTROL
MAIN FACP

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Fail  12/11

 JCB 12V 7Ah
JC 1-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCB 12V 7Ah
JC 1-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCB 12V 7AH
JC 2-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  N/I  N/A  27  Fail  UNK

 JCB 12V 7AH
JC 2-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  N/I  N/A  27  Fail  UNK

 JCB 12V 7Ah
JC 3-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCB 12V 7Ah
JC 3-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCB 12V 7Ah
JC G-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  N/I  0  N/I  N/I  N/A  0  N/I  N/I

 JCB 12V 7Ah
JC G-5 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  N/I  0  N/I  N/I  N/A  0  N/I  N/I

 JCT 12V 7Ah
AHU 902 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.7  Pass  Pass  N/A  27  Fail  4/14
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 JCT 12V 7Ah
AHU 902 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.7  Pass  Pass  N/A  27  Fail  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.5  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.1  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 4

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.5  Pass  Pass  N/A  27  Fail  4/14

 JCT 12V 7Ah
AHU 902 Power Supply 4

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.1  Pass  Pass  N/A  27  Fail  4/14

 JCT 12V 7Ah
AHU-B1 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
AHU-B1 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T102 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.76  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T102 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T102 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T102 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T105 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  9/07

 JCT 12V 7Ah
T105 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  9/07

 JCT 12V 7Ah
T105 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  9/07

 JCT 12V 7Ah
T105 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  9/07

 JCT 12V 7Ah
T105 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T105 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T202 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T202 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T202 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T202 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  127  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T206 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T206 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T206 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
T206 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
T206 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
T206 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
T302 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T302 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T302 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T302 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T308 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T308 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T308 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T308 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14
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 JCT 12V 7Ah
T308 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  6/10

 JCT 12V 7Ah
T308 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  6/10

 JCT 12V 7Ah
T402 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T402 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T402 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.4  Pass  Pass  N/A  27  Pass  4/10

 JCT 12V 7Ah
T402 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.4  Pass  Pass  N/A  27  Pass  4/10

 JCT 12V 7Ah
T409 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.6  Pass  Fail  N/A  27  Fail  2/12

 JCT 12V 7Ah
T409 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.6  Pass  Fail  N/A  27  Fail  2/12

 JCT 12V 7Ah
T409 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T409 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T409 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T409 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T502 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T502 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T509 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Fail  N/A  27  Fail  6/10

 JCT 12V 7Ah
T509 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Fail  N/A  27  Fail  6/10

 JCT 12V 7Ah
T702 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T702 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.6  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  UNK

 JCT 12V 7Ah
T708 Power Supply 4

Fire Alarm Battery - 
Sealed Lead Acid  Fail  128  Pass  Fail  N/A  27  Fail  6/11

 JCT 12V 7Ah
T708 Power Supply 4

Fire Alarm Battery - 
Sealed Lead Acid  Fail  12.8  Pass  Fail  N/A  27  Fail  6/11

 JCT 12V 7Ah
T802 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T802 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T802 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.6  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T802 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.5  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T809 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.8  Pass  Fail  N/A  27  Fail  4/11

 JCT 12V 7Ah
T809 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.9  Pass  Fail  N/A  27  Fail  4/11

 JCT 12V 7Ah
T809 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T809 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.6  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T809 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
T809 Power Supply 3

Fire Alarm Battery - 
Sealed Lead Acid  Pass  12.7  Pass  Pass  N/A  27  Pass  4/14

 JCT 12V 7Ah
TG12 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK
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 JCT 12V 7Ah
TG12 Power Supply

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
TG13 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
TG13 Power Supply 1

Fire Alarm Battery - 
Sealed Lead Acid  Fail  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
TG13 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK

 JCT 12V 7Ah
TG13 Power Supply 2

Fire Alarm Battery - 
Sealed Lead Acid  Pass  0  Pass  Fail  N/A  27  Fail  UNK
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

1ST FLOOR CORRIDOR E1-E6 COIL  
JOHNSON CONTROLS
1551J  

Smoke Detector
 Pass  Pass

 
 

N/A
N/A

 N/A

4TH ELEV LOBBY E1-E6  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

5TH ELEV LOBBY E1-E6  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

7TH FL AHU 701  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
 Pass  Pass

 
 

N/A
N/A

 N/A

7TH FL AHU 702  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

7TH FL AHU 703  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

9TH FL CENTRAL PLANT   
Heat Detector

 Pass  Pass
 
 

N/A
N/A

 N/A

9TH FL CENTRAL PLANT   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

9TH FL CENTRAL PLANT   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

9TH FL CENTRAL PLANT   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 1  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 13  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 2  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 201  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 202  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 22  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 22  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 403  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 501  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 502  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 503  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 504  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU 9W  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

AHU G01  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C31  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C33  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C35  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C37  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C40  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C41  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C42  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C43  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C44  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C45  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C48  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C57  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C59  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

C61  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A
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C62  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC 2 UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC 3 UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC 4 UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC 5 UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC 9 UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

FCC G UTIL ELEV LOBBY  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

GROUND STR B EXTERIOR  
JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
 Pass  Pass

 
 

N/A
N/A

 N/A

JCB AHU SUPPLY SD2  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-1 ELECT SHOP   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-1 ELECT SHOP   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-4 LOCKSMITH SHOP   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-5 HVAC   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-6 PAINT   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-8 SIGN SHOP   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB B4-9 PLUMBING   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB BSMT GARAGE  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB CARPENTRY   
Heat Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

PUMP ROOM   
Supervisory - Ctrl Valve Tamper Switch
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

PUMP ROOM   
Water Flow Detector

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

PUMP ROOM   
Water Flow Detector
N/A

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

PUMP ROOM   
Water Flow Detector
N/A

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

PUMP ROOM   
Water Flow Detector
N/A

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

SVC MAINT S006  
SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

SVC PRISONER CORRIDOR  
JOHNSON CONTROLS
1551J  

Smoke Detector
N/A

 Pass  Pass
 
 

N/A
N/A

 N/A

1ST FLOOR
STAIR E   

Supervisory - Ctrl Valve Tamper Switch
1ST FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

1ST FLOOR
STAIR E   

Water Flow Detector
1ST FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

2ND FLOOR
STAIR E   

Supervisory - Ctrl Valve Tamper Switch
2ND FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

2ND FLOOR
STAIR E   

Water Flow Detector
2ND FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

3RD FLOOR
STAIR E   

Supervisory - Ctrl Valve Tamper Switch
3RD FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

3RD FLOOR
STAIR E   

Water Flow Detector
3RD FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

4TH FLOOR
MECH ROOM T408   

Supervisory - Ctrl Valve Tamper Switch
4TH FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

4TH FLOOR
MECH ROOM T408   

Water Flow Detector
4TH FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

5TH FLOOR
MECH ROOM T508   

Supervisory - Ctrl Valve Tamper Switch
5TH FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

5TH FLOOR
MECH ROOM T508   

Water Flow Detector
5TH FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

7TH FLOOR
MECH ROOM T707   

Supervisory - Ctrl Valve Tamper Switch
7TH FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

7TH FLOOR
MECH ROOM T707   

Water Flow Detector
7TH FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

8TH FLOOR
MECH ROOM T808   

Supervisory - Ctrl Valve Tamper Switch
8TH FLOOR

 Pass  Pass
 
 

N/A
N/A

 N/A

8TH FLOOR
MECH ROOM T808   

Water Flow Detector
8TH FLOOR

 Pass
 Pass

SEE SPRINKLER INSPECTION
 
 

N/A
N/A

 N/A

FCC
2nd Fl Stair K  BGX-101L  

Pull Station - Manual
FCC

 Pass  Fail
 
 

N/A
N/A

 N/A

FCC
5th Fl AHU-13   

Duct Detector-Photoelectric
FCC

 Pass  Fail
 
 

N/A
N/A

 N/A

FCC
Elevator Lobby   

Elevator Recall
FCC

 N/A  Fail
 
 

N/A
N/A

 N/A

JCB
Elevator Lobby   

Elevator Recall
JCB

 N/A  Fail
 
 

N/A
N/A

 N/A

JCB STAIRWELL 1
1ST FLOOR   

Phone Jacks
JCB STAIRWELL 1

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 1
2ND FLOOR   

Phone Jacks
JCB STAIRWELL 1

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 1
3RD FLOOR   

Phone Jacks
JCB STAIRWELL 1

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 1
4TH FLOOR   

Phone Jacks
JCB STAIRWELL 1

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 1
BASEMENT   

Phone Jacks
JCB STAIRWELL 1

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 2
1ST FLOOR   

Phone Jacks
JCB STAIRWELL 2

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 2
2ND FLOOR   

Phone Jacks
JCB STAIRWELL 2

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 2
3RD FLOOR   

Phone Jacks
JCB STAIRWELL 2

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 2
4TH FLOOR   

Phone Jacks
JCB STAIRWELL 2

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 3
1ST FLOOR   

Phone Jacks
JCB STAIRWELL 3

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 3
2ND FLOOR   

Phone Jacks
JCB STAIRWELL 3

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 3
3RD FLOOR   

Phone Jacks
JCB STAIRWELL 3

 Pass  Pass
 
 

N/A
N/A

 N/A

JCB STAIRWELL 3
4TH FLOOR   

Phone Jacks
JCB STAIRWELL 3

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
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test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

JCB STAIRWELL 3
BASEMENT   

Phone Jacks
JCB STAIRWELL 3

 Pass  Pass
 
 

N/A
N/A

 N/A

JCT
1st Fl Outside Rm T1B14  BGX-101L  

Pull Station - Manual
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
1st Fl Stair E by Elevator Lobby  JBGX-10L  

Pull Station - Manual
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl by Bathrooms by Rm T528   

Smoke Detector - Photoelectric
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl by Rm 508   

Smoke Detector - Photoelectric
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl by Rm T508   

Smoke Detector - Photoelectric
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl by Rm T519   

Smoke Detector - Photoelectric
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl Outside Rm T528   

Smoke Detector - Photoelectric
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
5th Fl Stair B by Rm T5A07   

Pull Station - Manual
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
Elevator Lobby   

Elevator Recall
JCT

 N/A  Fail
 
 

N/A
N/A

 N/A

JCT
Ground Fl Main Entrance  BGX-101L  

Pull Station - Manual
JCT

 Pass  Fail
 
 

N/A
N/A

 N/A

JCT
Judges Elevators   

Elevator Recall
JCT

 N/A  Fail
 
 

N/A
N/A

 N/A

JCT
Service Elevator   

Elevator Recall
JCT

 N/A  Fail
 
 

N/A
N/A

 N/A

L1M21
SERVICE CORRIDOR S049  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M21

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M26
SERVICE CORRIDOR 5030  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M26

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M27
BASEMENT SERVICE S014  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M27

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M29
SERVICE CORRIDOR W S014  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M29

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M30
SERVICE MAINTENANCE S006  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M30

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M34
SERVICE ELECRITICAL ROOM S002 
WEST

 
JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M34

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M39
PARK STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M39

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M40
PARK SECURITY ROOM  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M40

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M41
PARK STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M41

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M42
PARK JUDGES EXIT GATE  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M42

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M45
PARK STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M45

 Pass  Pass
 
 

N/A
N/A

 N/A

L1M47
PARK STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L1M47

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S01
SVC E10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S02
SVC E10 MACHINE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S03
SVC 11 MACHINE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S04
SVC E11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S05
SVC S049 CORRIDOR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S10
SVC SALLY PORT S051  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S13
SVC FEMALE DEPUTY ST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S14
SVC E12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S14

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L1S15
SVC DEPUTY STAT S039  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S16
SVC E12 MACHINE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S26
SVC MECH ROOM S026  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S27
SVC E7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S27

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S28
SVC MECH ROOM S026.1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S28

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S29
SVC ELEC ROOM S025  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S29

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S30
SVC TELE PH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S30

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S31
SVC FIRE PUMP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S32
UPS ROOM S005.1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S33
SVC ELE RM S002 EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S33

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S34
SVC ELE RM S002 WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S35
SVC GENERATOR ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S36
PRK FIRE COMMAND RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S36

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S37
PRK SECURITY RM P006  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S38
PRK E8 MACHINE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S38

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S39
PRK E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S39

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S40
PRK E9 MACHINE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S40

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S42
SVC SHOP S012  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L1S44
PRK MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L1S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M01
GROUND W STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M01

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M02
GROUND W STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M02

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M03
GROUND W SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M03

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M06
GROUND STR C NORTH EXT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M06

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M07
GROUND RECORDS EXT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M07

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M08
GROUND STR B EXTERIOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M08

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M09
GROUND IBM DATA  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M10
GROUND FRONT ENTRANCE  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M13
GROUND STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M13

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M16
1ST FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M16

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M17
1ST FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M17

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M18
1ST FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M18

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M24
1ST FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M24

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M25
1ST STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M25

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M26
1ST SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M26

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L2M27
1ST STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M27

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M28
1ST FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M28

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M29
1ST INT W MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M29

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M31
1ST INT W MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M31

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M32
1ST INT E MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M32

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M33
AHU G02  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M33

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M34
AHU 103  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M34

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M36
AHU G03  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M36

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M37
1ST INT E MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M37

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M40
AHU 101  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M40

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M41
AHU 102  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M41

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M42
AHU G01  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M42

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M43
2ND FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M43

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M44
2ND STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M44

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M47
2ND FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M47

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M48
2ND STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M48

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M49
2ND FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M49

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M50
2ND SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M50

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M51
2ND STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M51

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M52
2ND FLOOR STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M52

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M55
2ND INT W MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M55

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M56
2ND FLOR INT MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M56

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M58
AHU 301  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M58

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M59
AHU 201  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M59

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M62
2ND FLOOR INT E MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M62

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M63
AHU G04  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M63

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M64
AHU 203  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M64

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M66
2ND FLOOR INT E MECH  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M66

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M74
2ND FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L2M74

 Pass  Pass
 
 

N/A
N/A

 N/A

L2M87
AHU 204  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L2M87

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S01
GND ELEC RM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S02
GND ELEC RM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S03
GND E-7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S04
GND E1-E6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S04

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L2S05
1ST FLOOR ELEC RM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S08
1ST FLOOR E 10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S09
1ST FLOOR ELEC RM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S10
1ST FLOOR E7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S12
1ST FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S13
1ST FLOOR E1-6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S15
1ST FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S16
1ST FLOOR INT WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S17
1ST FLOOR INT WEST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S18
1ST FLOOR INT EAST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S18

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S19
1ST FLOOR INT EAST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S19

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S20
2ND FLOOR WEST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S20

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S22
2ND FLOOR E 10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S22

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S23
2ND FLOOR ATRIUM SD-1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S23

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S25
2ND FLOOR ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S25

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S26
2ND FLOOR E-7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S28
2ND FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S28

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S30
2ND E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S30

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S31
2ND E 11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S32
2ND E1-E6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S34
2ND FLOOR ATRIUM SD-2  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S35
2ND FLOOR ATRIUM SD 3  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S36
2ND FOOR ATRIUM SD 4  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S36

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S37
2ND FLOOR INT WEST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S40
2ND FLOOR INT E MECH RM D1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S40

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S41
2ND INT E MECH RM D1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S41

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S42
GND JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S43
1ST JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S43

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S44
GND JAN CLOSET EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S45
1ST FLOOR CRT D EVIDENCE STR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S45

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S46
1ST FLOOR CRT C EVIDENCE STR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S46

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S47
1ST FLOOR STAIR B COIL DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S47

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S49
1ST FLOOR CORRIDOR E1-E6 COIL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S49

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S50
1ST FLOOR EAST JANITOR ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S50

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Area/Location Mfr/Model Device Type Visual Funct. 
Sens 
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L2S51
2ND FLOOR WEST JANITOR ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S51

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S52
2ND FLOOR CRT F EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S52

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S53
2ND FLOOR CRT E EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S53

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S54
2ND FLOOR STR B COILING DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S54

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S55
2ND FLOOR EAST JANITOR ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S55

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S56
2ND FLOOR CRT A EVIDENCE RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S56

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S57
2ND FLOOR CRT B EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S57

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S59
2ND FLOOR CRT C EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S59

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S60
2ND FLOOR CRT D EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S60

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S61
2ND FLOOR CORRIDOR E1-E6 COIL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S61

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S63
2ND FLOOR STORAGE RM 2166  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S63

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S64
1ST FLOOR JUDGE D CHAMBER  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S64

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S65
2ND FLOOR JUDGE F CORRIDOR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S65

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S66
GROUND STR A COIL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S66

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S67
5TH FLOOR ELECT RM E T502  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S67

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S68
5TH FLOOR ELEV E7  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S68

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S69
5TH FLOOR NE CORRIDOR T503  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S69

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S71
5TH FLOOR NE CORRIDOR T503  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S71

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S72
5TH FLOOR CORRIDOR SM T517  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S72

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S73
MECH ROOM EAST T505  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S73

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S74
5TH FLOOR CORRIDOR T517  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S74

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S75
5TH FLOOR W CORRIDOR T517  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S75

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S77
5TH FLOOR EAST CORRIDOR T500  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S77

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S78
5TH FLOOR NE CORRIDOR T500  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S78

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S79
5TH FLOOR NE VEST RP  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S79

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S80
5TH FLOOR EST AUDIO VISUAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S80

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S81
5TH FLOOR EAST STR B  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S81

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S83
5TH FLOOR EAST CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S83

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S84
5TH FLOOR JUDICIAL T5664  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S84

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S85
5TH FLOOR EAST CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S85

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S86
5TH FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S86

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S87
5TH FLOOR EAST CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S87

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S88
5TH FLOOR AUDIO VISUAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S88

 Pass  Pass
 
 

N/A
N/A

 N/A

L2S90
5TH FLOOR EAST CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S90

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L2S92
5TH FLOOR E JAN CLO T503  

JOHNSON CONTROLS
1551J  

Smoke Detector
L2S92

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M03
3RD FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M03

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M04
3RD FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M04

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M05
3RD FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M05

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M06
3RD FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M06

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M07
3RD FLOOR SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M07

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M08
3RD FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M08

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M09
3RD FLOOR STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M10
3RD FLOOR STAIR E  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M11
AHU 302  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M11

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M12
AHU 303  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M12

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M13
3RD FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M13

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M21
4TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M21

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M22
4TH FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M22

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M23
4TH FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M23

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M24
4TH FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M24

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M25
4TH FLOOR SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M25

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M26
4TH FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M26

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M27
AHU 401  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M27

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M28
AHU 402  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M28

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M31
AHU 403  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M31

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M32
AHU 404  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M32

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M33
4TH FLOOR SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M33

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M34
4TH FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M34

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M36
5TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M36

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M37
5TH FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M37

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M38
5TH FLOOR STIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M38

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M39
5THFLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M39

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M40
AHU 501  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M40

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M41
AHU 502  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M41

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M44
AHU 503  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M44

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M45
AHU 504  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M45

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M46
5TH FLOOR NORTH EAST  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M46

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M64
AHU 304  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L3M64

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L3M71
5TH FLOOR EAST CORRIDOR T517  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M71

 Pass  Pass
 
 

N/A
N/A

 N/A

L3M72
5TH FLOOR W CORRIDOR T523  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L3M72

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S01
3RD FLOOR WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S06
3RD FLOOR EAST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S06

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S07
3RD FLOOR ELEV 7 LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S07

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S08
3RD FLOOR E 10 ELEV 7 LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S09
3RD FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S12
3RD FLOOR E 11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S13
3RD FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S14
3RD FLOOR E1-E6 LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S14

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S15
3RD FLOOR MECH ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S16
4TH FLOOR ELEC ROOM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S17
4TH FLOOR ELEC RM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S18
4TH FLOOR E 10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S18

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S19
4TH FLOOR CRT E EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S19

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S20
4TH FLOOR CRT D EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S20

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S21
4TH FLOOR ELEC ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S21

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S22
4TH FLOOR E-7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S22

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S23
4TH FLOOR CRT A EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S23

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S24
4T FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S24

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S25
4TH FLOOR CRT B EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S25

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S26
4TH FLOOR CRT C EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S27
4TH FLOOR E 11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S27

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S28
4TH FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S28

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S29
4TH FLOOR WEST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S29

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S31
4TH FLOOR EAST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S32
5TH FLOOR WEST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S33
5TH FLOOR E 10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S33

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S34
5TH FLOOR WEST CORRIDOR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S35
5TH FLOOR SW CORRIDOR T529  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S37
5TH FLOOR JUDGE ELEV E8-E9  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S38
5TH FLOOR E 11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S38

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S39
5TH FLOOR WEST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S39

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S40
5TH FLOOR SW CORRIDOR T529  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S40

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L3S41
5TH FLOOR SW CORRIDOR T537  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S41

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S42
3RD FLOOR JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S43
3RD FLOOR CRT F EVIDENCE  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S43

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S44
3RD FLOOR CRT E EVIDENCE RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S45
3RD FLOOR CRT C EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S45

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S46
3RD FLOOR CRT D EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S46

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S47
3RD FLOOR STR B COIL DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S47

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S48
3RD FLOOR CRT A EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S48

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S50
3RD FLOOR JAN CLOSET EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S50

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S51
4TH FLOOR JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S51

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S52
4TH FLOOR CRT F EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S52

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S53
4TH FLOOR CRT D EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S53

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S54
4TH FLOOR STR B COILING DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S54

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S55
4TH FLOOR CRT A EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S55

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S57
4TH FLOOR CRT C EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S57

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S58
4TH FLOOR CRT D EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S58

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S59
4TH FLOOR EAST JAN CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S59

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S60
5TH FLOOR SW JAN CLO T509  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S60

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S62
5TH FLOOR EAST CORRIDOR T537  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S62

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S63
3RD FLOOR STORAGE RM 3166  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S63

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S64
4TH FLOOR STORAGE ROOM 4166  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S64

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S65
3RD FLOOR E1-E6 COILING DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S65

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S66
3RD FLOOR JUDGE F CHAMBER  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S66

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S69
5TH FLOOR SW AUDIO VISUAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S69

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S70
5TH FLOOR SW CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S70

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S71
5TH FLOOR SW JUDICIAL ASST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S71

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S72
5TH FLOOR SW CORRIDOR T538  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S72

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S73
5TH FLOOR SW CORRIDOR T538  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S73

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S74
5TH FLOOR SW AUDIO VISUAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S74

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S75
5TH FLOOR CTRM E JUDICIAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S75

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S76
5TH FLOOR SE CORRIDOR T538  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S76

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S79
5TH FLOOR SW CORRIDOR T539  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S79

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S80
5TH FLOOR SW AUDIO VISUAL 
T5D08

 
JOHNSON CONTROLS
1551J  

Smoke Detector
L3S80

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L3S81
5TH FLOOR SW CORRIDOR T539  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S81

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S82
5TH FLOOR CTRM D JUDICIAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S82

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S84
5TH FLOOR SW CORRIDOR JAN 
CLOSET T545

 
JOHNSON CONTROLS
1551J  

Smoke Detector
L3S84

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S86
5T FLOOR SW CORRIDOR T552  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S86

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S87
5TH FLOOR SE CORRIDOR T552  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S87

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S88
5TH FLOOR SE AUDIO VISUAL T5C09  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S88

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S89
5TH FLOOR CORRIDOR T553  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S89

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S91
5TH FLOOR FLOOR SE CSECURITY 
T554

 
JOHNSON CONTROLS
1551J  

Smoke Detector
L3S91

 Pass  Pass
 
 

N/A
N/A

 N/A

L3S93
5TH FLOOR CRTRM JUD T5762  

JOHNSON CONTROLS
1551J  

Smoke Detector
L3S93

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M03
7TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M03

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M04
7TH FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M04

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M05
7TH FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M05

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M06
7TH FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M06

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M07
7TH FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M07

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M08
7TH FL AHU 701  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M08

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M09
7TH FL AHU 702  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M12
7TH FL AHU 703  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M12

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M13
7TH FL AHU 704  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M13

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M14
7TH FLOOR E CROSS CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M14

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M15
7TH FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M15

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M21
8TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M21

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M22
8TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M22

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M23
8TH FLOOR SW CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M23

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M24
8TH FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M24

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M25
8TH FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M25

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M26
8TH FLOOR SE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M26

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M27
8TH FL AHU 801  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M27

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M28
8TH FL AHU 802  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M28

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M31
8TH FL AHU 803  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M31

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M32
8TH FL AHU 804  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M32

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M33
8TH FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M33

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M36
9TH FL AHU 901  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M36

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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/dB 

Test 
Info 

L4M37
9TH FLOOR STAIR D  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M37

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M39
9TH FLOOR STAIR A  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M39

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M41
9TH FLOOR NE CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M41

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M42
9TH FL AHU 903  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M42

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M43
9TH FLOOR STAIR C  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M43

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M44
9TH FLOOR STAIR B  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M44

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M45
9TH FLOOR E CROSS CORRIDOR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M45

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M46
9TH FLOOR JUDGE E EAST  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M46

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M47
9TH FL AHU 902  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M47

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M50
9TH FLOOR SOUND LOCK  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L4M50

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M59
9TH FL AHU 805  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M59

 Pass  Pass
 
 

N/A
N/A

 N/A

L4M64
9TH SF 2  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L4M64

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S01
7TH FLOOR WEST ELECT RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S02
7H FLOOR CRT F EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S03
7TH FLOOR E 10 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S04
7TH FLOOR CRT E EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S05
7TH FLOOR ELECT RM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S06
7TH FLOOR E7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S06

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S07
7TH FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S07

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S08
7TH FLOOR MECH ROOM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S09
7TH FLOOR E1-E6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S10
7TH FLOOR MECH ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S11
8TH FLOOR ELECT ROOM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S11

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S12
8TH FLOOR CRT F EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S14
8TH FLOOR CRT E EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S14

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S15
8TH FLOOR ELECT ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S16
8TH FLOOR E7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S17
8TH FLOOR CRT A EQUIP RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S18
8TH FLOOR E 12 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S18

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S19
8TH FLOOR CRT B EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S19

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S20
8TH FLOOR CRT C EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S20

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S21
8TH FLOOR E 11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S21

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S22
8TH FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S22

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S23
8TH FLOOR MECH ROOM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S23

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L4S24
8TH FLOR E1-E6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S24

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S25
8TH FLOOR MECH ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S25

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S26
9TH FLOOR MAINTENANCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S27
9TH FLOOR MECH ROOM 9018  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S27

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S30
9TH FLOOR ELECT ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S30

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S32
9TH FLOOR E7 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S33
9TH FLOOR ELECT ROOM SW GEAR 
ROOM

 
JOHNSON CONTROLS
1551J  

Smoke Detector
L4S33

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S34
9TH FLOOR MECH ROOM 9009  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S37
9TH FLOOR E8-E9 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S40
9TH FLOOR E11 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S40

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S42
9TH FLOOR MECH ROOM 9024.1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S43
9TH FLOOR E1-E6 ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S43

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S51
7TH FLOOR JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S51

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S52
7TH FLOOR CRT F EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S52

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S53
7TH FLOOR CRT E EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S53

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S55
7TH FLOOR STR B COIL DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S55

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S56
7TH FLOOR JAN CLOSET EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S56

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S57
7H FLOOR STORAGE RM 7165  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S57

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S58
8TH FLOOR JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S58

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S60
8TH FLOOR CRT E EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S60

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S61
8TH FLOOR STR B COIL DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S61

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S62
8TH FLOOR CRT A EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S62

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S63
8TH FLOOR CRT B EVIDENCE B 
ROOM

 
JOHNSON CONTROLS
1551J  

Smoke Detector
L4S63

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S65
8TH FLOOR CRT D EVIDENCE ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S65

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S66
8TH FLOOR JAN CLOSET EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S66

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S68
9TH FLOOR JAN CLOSET WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S68

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S69
9TH FLOOR JAN CLOSET EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S69

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S71
8TH FLOOR STORAGE 8166  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S71

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S72
9TH FLOOR STORAGE ROOM 9198A  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S72

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S73
7TH FLOOR STORAGE ROOM 7183  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S73

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S74
8TH FLOOR CRT D EQUIP ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S74

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S76
9TH FLOOR RADIO ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S76

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S77
9TH FLOOR EQUIP ROOM 9171  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S77

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L4S81
8TH FLOOR JUDGE F CHAMBER  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S81

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S82
9TH FLOOR CENTRAL CONSOLE  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S82

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S83
9TH FLOOR ELECT ROOM WEST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S83

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S84
9TH FLOOR AHU 805 MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S84

 Pass  Pass
 
 

N/A
N/A

 N/A

L4S86
9TH FLOOR E7 MACH ROOM EAST  

JOHNSON CONTROLS
1551J  

Smoke Detector
L4S86

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M03
AHU 1  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M03

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M05
FCC B W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M05

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M06
FCC B E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M06

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M09
AHU 2  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M10
AHU 3  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M11
FCC-G W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M11

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M12
FCC-G E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M12

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M21
AHU 4  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M21

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M22
AHU 5  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M22

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M24
FCC 1 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M24

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M25
FCC 1 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M25

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M26
FCC 1 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M26

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M30
E STR TWR PRESS  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M30

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M33
AHU 6  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M33

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M34
AHU 7  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M34

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M35
FCC 2 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M35

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M36
FCC 2 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M36

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M37
FCC 2 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M37

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M38
FCC 2 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M38

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M43
AHU 8  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M43

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M44
AHU 9  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M44

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M45
FCC 3 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M45

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M46
FCC 3 STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M46

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M47
FCC 3 W INT TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M47

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M48
FCC 3 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M48

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M53
AHU 10  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M53

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M54
AHU 11  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L5M54

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M55
FCC 4 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M55

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M56
FCC 4 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M56

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L5M57
FCC 4 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M57

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M58
FCC 4 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M58

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M61
FCC 2 BRIDGE  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M61

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M71
FCC-G W ENT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M71

 Pass  Pass
 
 

N/A
N/A

 N/A

L5M72
FCC-G E ENT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L5M72

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S01
FCC B WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S02
FCC B WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S03
FCC B CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S04
FCC B EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S05
FCC B JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S06
FCC B PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S06

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S07
FCC G WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S07

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S08
FCC-G WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S09
FCC G CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S10
FCC G EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S11
FCC G JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S11

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S12
FCC G PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S13
FCC G UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S14
FCC 1 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S14

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S15
FCC 1 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S16
FCC 1 CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S17
FCC 1 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S18
FCC 1 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S18

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S19
FCC 1 SW LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S19

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S20
FCC 1 NW LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S20

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S21
FCC 1 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S21

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S22
FCC 1 SE LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S22

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S23
FCC 1 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S23

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S24
FCC 2 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S24

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S25
FCC 2 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S25

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S26
FCC 2 CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S27
FCC 2 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S27

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S28
FCC 2 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S28

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S29
FCC 2 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S29

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L5S31
FCC 3 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S32
FCC 3 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S33
FCC 3 CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S33

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S34
FCC 3 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S35
FCC 3 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S36
FCC 3 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S36

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S37
FCC 3 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S38
FCC 4 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S38

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S39
FCC 5 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S39

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S40
FCC 4 CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S40

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S41
FCC 4 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S41

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S42
FCC 4 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S43
FCC 4 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S43

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S44
FCC 4 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L5S49
FCC CORRIDOR DR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L5S49

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M01
FCC 5 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M01

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M02
FCC 5 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M02

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M03
AHU 12  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M03

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M07
FCC 5 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M07

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M08
FCC 5 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M08

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M09
FCC 6 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M10
FCC 6 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M11
AHU 14  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M11

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M12
AHU 15  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M12

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M15
FCC 6 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M15

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M16
FCC 6 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M16

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M17
FCC 7 WEST STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M17

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M18
FCC 7 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M18

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M19
AHU 16  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M19

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M20
AHU 17  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M20

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M23
FCC 7 WEST INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M23

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M24
FCC 7 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M24

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M33
AHU 18  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M33

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M34
AHU 19  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M34

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L6M35
FCC 8 W STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M35

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M36
FCC 8 E STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M36

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M37
FCC 8 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M37

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M38
FCC 8 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M38

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M43
AHU 20  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M43

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M44
AHU 21  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6M44

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M45
FCC 9 STR TWR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M45

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M46
FCC 9 W INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M46

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M47
FCC 9 E INT STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M47

 Pass  Pass
 
 

N/A
N/A

 N/A

L6M54
FCC ATTIC  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L6M54

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S01
FCC WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S02
FCC 5 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S03
FCC 5 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S04
FCC 5 CENTRAL ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S05
FCC 5 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S06
FCC 5 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S06

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S07
FCC 5 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S07

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S08
FCC 6 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S09
FCC 6 EAST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S10
FCC 6 WEST ELECT ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S11
FCC 6 CENTRAL ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S11

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S12
FCC 6 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S13
FCC 6 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S14
FCC 6 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S14

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S15
FCC 7 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S16
FCC 7 EAST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S17
FCC 7 WEST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S18
FCC 7 CENTRAL ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S18

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S19
FCC 7 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S19

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S20
FCC 7 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S20

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S21
FCC 7 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S21

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S22
FCC 8 WEST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S22

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S23
FCC 8 EAST MECH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S23

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S24
FCC 8 WEST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S24

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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L6S25
FCC 8 CENTRAL ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S25

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S26
FCC 8 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S26

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S27
FCC 8 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S27

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S28
FCC 8 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S28

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S29
FCC 9 WEST MECH ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S29

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S31
FCC 9 WEST ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S32
FCC 9 CENTRAL ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S33
FCC 9 JANITOR CLOSET  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S33

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S34
FCC 9 PASS LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S35
FCC 9 UTIL ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S41
AHU 6W  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S41

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S42
AHU 8W  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S44
ATTIC WEST AREA  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S45
UTIL ELEV MACH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S45

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S46
FCC W STR PRESS  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S46

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S47
AHU 8C  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S47

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S48
FCC ATTIC CENTRAL  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S48

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S49
FCC E13-E16 MACH RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S49

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S50
FCC E STR PRESS  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S50

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S51
AHU 9E  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S51

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S52
ATTIC EAST AREA  

JOHNSON CONTROLS
1551J  

Smoke Detector
L6S52

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S53
AHU 8E  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S53

 Pass  Pass
 
 

N/A
N/A

 N/A

L6S54
AHU 6E  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L6S54

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M04
JCB BASEMENT E STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M04

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M05
JCB BASMENT REAR ENT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M05

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M06
JCB BASEMENT BK STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M06

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M10
JCB GROUND ENT  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M11
JCB GROUND E STAIR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M11

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M17
JCB 1ST FLOOR E STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M17

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M18
JCB 1ST FLOOR W STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M18

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M19
JCB 1ST FLOOR BK STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M19

 Pass  Pass
 
 

N/A
N/A

 N/A

L7M26
JCB BASMENT EME CORRIDR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L7M26

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S01
JCB BSMT ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S02
JCB BSMT JANITOR RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S02

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Device Listing 

Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L7S03
JCB BSMT BREAKROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S04
JCB BSMT FEML LOCKER  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S05
JCB BSMT ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S06
JCB BSMT MECH RM D1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S06

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S07
JCB BSMT MECH RM D2  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S07

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S08
JCB BSMT WOMENS LOCK  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S08

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S09
JCB BSMT MECH RM D3  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S09

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S10
JCB BSMT PHONE RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S10

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S11
JCB BSMT RECORDS  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S11

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S12
JCB BSMT ELEC X FORM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S14
JCB BSMT ELEC SW GEAR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S14

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S15
JCB BSMT PUBLIC STORAGE  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S16
JCB BSMT MAINT STOR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S16

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S17
JCB BSMT MAINT STOR  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S17

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S21
JCB BSMT PLAN ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S21

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S30
JCB GND ELEV LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S30

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S31
JCB GND ELEV LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S31

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S32
JCB GND ELEC ROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S32

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S34
JCB GND MAIL BRK G56  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S34

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S35
JCB GND STORAGE G08  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S35

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S36
JCB 1ST ELEV LOBBY  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S36

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S37
JCB 1ST DEPUTIES BRK  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S37

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S38
JCB 1ST JANITOR RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S38

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S39
JCB 1ST ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S39

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S40
JCB 1ST EQUIPMENT RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S40

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S41
JCB 1ST BREAKROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S41

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S42
JCB 1ST STORAGE 147  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S42

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S43
JCB 1ST STORAGE 158  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S43

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S44
JCB 1ST STORAGE 155  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S44

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S45
JCB 1ST COPYWORK RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L7S45

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S48
JCB AHU SUPPLY SD1  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L7S48

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S50
JCB AHU RETURN SD1  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L7S50

 Pass  Pass
 
 

N/A
N/A

 N/A

L7S51
JCB AHU RETURN SD2  

SYSTEM SENSOR
DH2851DC  

Duct Detector-Photoelectric
L7S51

 Pass  Pass
 
 

N/A
N/A

 N/A

L8M03
JCB 2ND FLOOR E STAIR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M03

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 
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Area/Location Mfr/Model Device Type Visual Funct. 
Sens 

/dB 

Test 
Info 

L8M04
JCB 2ND FLOOR W STAIR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M04

 Pass  Pass
 
 

N/A
N/A

 N/A

L8M05
JCB 2ND FLOOR BK STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M05

 Pass  Fail
 
 

N/A
N/A

 N/A

L8M08
JCB 3RD FLOOR E STAIR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M08

 Pass  Pass
 
 

N/A
N/A

 N/A

L8M09
JCB 3RD W STAIR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M09

 Pass  Pass
 
 

N/A
N/A

 N/A

L8M10
JCB 3RD BK STR  

JOHNSON CONTROLS
BGX-101L  

Pull Station - Manual
L8M10

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S01
JCB 2ND ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S01

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S02
JCB 2ND ELEV LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S02

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S03
JCB 2ND JANITOR RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S03

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S04
JCB 3RD FLR ELEC RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S04

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S05
JCB 3RD ELEV LOB  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S05

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S11
JCB 3RD BREAKROOM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S11

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S12
JCB 3RD RECORDS RM 1  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S12

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S13
JCB 3RD RECORDS RM 2  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S13

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S15
JCB ELEV MACHINE RM  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S15

 Pass  Pass
 
 

N/A
N/A

 N/A

L8S18
JCB BK STR PRESS  

JOHNSON CONTROLS
1551J  

Smoke Detector
L8S18

 Pass  Pass
 
 

N/A
N/A

 N/A

�  Test Info - For Duct Detectors, results of air differential test appear as Pass, Fail, or N/I.  Miscellaneous devices e.g., abort switches and circuits - 
test method appears as OP (operational) or SIM (simulated).   
����  Sens/dB - results will appear as Pass, Fail or N/I as well as sensitivity or decibel readings as appropriate. 
N/A indicates this question is not applicable for this device. 

Deficiencies 

 Duct Detector-Photoelectric FCC 5th Fl AHU-13

 -  Functional Test (10.4.2.2 (14 (g))

Reason for Deficiency - Did not shut down unit

 Elevator Recall FCC Elevator Lobby

 -  Functional Test (10.4.2.2 (23))

Reason for Deficiency - 8th Fl. smoke did not recall elevator

 Elevator Recall JCB Elevator Lobby

 -  Functional Test (10.4.2.2 (23))
Reason for Deficiency - Basement, 1st Fl, and 2nd Fl smokes did not operate.

 Elevator Recall JCT Elevator Lobby

 -  Functional Test (10.4.2.2 (23))
Reason for Deficiency - Elevators #1 and #6 did not recall. The rest recalled properly

 Elevator Recall JCT Judges Elevators

 -  Functional Test (10.4.2.2 (23))

Reason for Deficiency -
The left side elevator only recalled properly from the PL level. The other levels it failed to recall. The right elevator 
recalls properly

 Elevator Recall JCT Service Elevator

 -  Functional Test (10.4.2.2 (23))
Reason for Deficiency - 4th Fl smoke didn't recall elevator. Ground Fl didn't recall elevator.

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 1 12V 75Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 1 12V 75Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 1 12V 75Ah
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 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 1 12V 75Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 2 12V 75Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 2 12V 75Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 2 12V 75Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 2 12V 75Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 3 12V 75Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 3 12V 75Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 3 12V 75Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 75Ah Cab 3 12V 75Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 1 12v 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 1 12v 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 1 12v 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 1 12v 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 2 12v 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 2 12v 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 2 12v 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 2 12v 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 3 12v 7Ah
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 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 3 12v 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 3 12v 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FACP Room 12V 7Ah Power Supply 3 12v 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES ARE 
DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES ARE 
DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 2 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 2 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 2 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 10 Power Supply 2 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 12 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 12 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 12 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 12 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST
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 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 1 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 1 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 2 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 2 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 2 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 16 Power Supply 2 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid FCC 12V 7Ah Near AHU 4 Power Supply 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid GUARD SHACK/FIRE CONTROL MAIN FACP POWER SONIC PS12260MB

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid GUARD SHACK/FIRE CONTROL MAIN FACP POWER SONIC PS12260MB

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid GUARD SHACK/FIRE CONTROL MAIN FACP POWER SONIC PS12260MB

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERIES LEAKING - REPLACEMENT NECESSARY
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 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply 12V 7Ah

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES LEAKING - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERIES LEAKING - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply 12V 7Ah

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES LEAKING - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC 3-5 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC 3-5 Power Supply 12V 7Ah

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 1

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 1

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 1

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 4

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 4

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 4

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah AHU 902 Power Supply 4

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY
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 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 2

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T105 Power Supply 2

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 2

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 2

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 3

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 3

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 3

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T206 Power Supply 3

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T308 Power Supply 3

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T308 Power Supply 3

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T308 Power Supply 3

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T308 Power Supply 3

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T402 Power Supply 2

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T402 Power Supply 2

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T409 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST
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 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T409 Power Supply 1

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T409 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T409 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T509 Power Supply

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T509 Power Supply

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T509 Power Supply

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency -

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T509 Power Supply

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Did battery pass or fail overall functional test?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES 
FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Visual inspection (10.4.2.2 (5a))
Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T708 Power Supply 4

 -  Did battery pass or fail overall functional test?

Reason for Deficiency -
BATTERIES FAILED LOAD TEST BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT 
NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T809 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T809 Power Supply 1

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T809 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah T809 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG12 Power Supply

 -  Discharge test (10.4.2.2 (5d))
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Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG12 Power Supply

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG12 Power Supply

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG12 Power Supply

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Did battery pass or fail overall functional test?

Reason for Deficiency -
BATTERIES ARE DEAD - REPLACEMENT NECESSARY BATTERY WIRES/CONNECTORS 
CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Visual inspection (10.4.2.2 (5a))

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 1

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 2

 -  Did battery pass or fail overall functional test?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 2

 -  Discharge test (10.4.2.2 (5d))
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Fire Alarm Battery - Sealed Lead Acid JCT 12V 7Ah TG13 Power Supply 2

 -  Did battery pass or fail overall functional test?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Main Fire Alarm Panel GUARD SHACK/FIRE CONTROL ENTRANCE TO JAIL PARKING DECK JOHNSON CONTROLS IFC-2020

 -  Batteries installed and operating properly? (10.4.2.2(1))

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Notification Appliances

 -  Audible visual inspection

Reason for Deficiency - SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

 Notification Appliances

 -  Audible functional (10.4.2.2(15(a)))
Reason for Deficiency - SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

 Notification Appliances

 -  Visual notification appliances visual inspection
Reason for Deficiency - SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

 Notification Appliances
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 -  Visual notification appliances functional (10.4.2.2(15c))
Reason for Deficiency - SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

 Notification Appliances

 -  Speakers visual inspection
Reason for Deficiency - SEE DEFICIENCY REPORT (TOO MUCH TO LIST HERE)

 Pull Station - Manual FCC 2nd Fl Stair K BGX-101L

 -  Functional Test (10.4.2.2 (14(e))

Reason for Deficiency - FAILED TO OPERATE

 Pull Station - Manual JCT 1st Fl Outside Rm T1B14 BGX-101L

 -  Functional Test (10.4.2.2 (14(e))
Reason for Deficiency - FAILED TO OPERATE

 Pull Station - Manual JCT 1st Fl Stair E by Elevator Lobby JBGX-10L

 -  Functional Test (10.4.2.2 (14(e))
Reason for Deficiency - FAILED TO OPERATE

 Pull Station - Manual JCT 5th Fl Stair B by Rm T5A07

 -  Functional Test (10.4.2.2 (14(e))

Reason for Deficiency - FAILED TO OPERATE

 Pull Station - Manual JCT Ground Fl Main Entrance BGX-101L

 -  Functional Test (10.4.2.2 (14(e))

Reason for Deficiency - FAILED TO OPERATE

 Pull Station - Manual L8M05 JCB 2ND FLOOR BK STR JOHNSON CONTROLS BGX-101L

 -  Functional Test (10.4.2.2 (14(e))
Reason for Deficiency - FAILED TO OPERATE

 Remote Power Supply FACP Room Cab 1 FCI DRBC1

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FACP Room Cab 2 FCI DRBC1

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FACP Room Cab 3 FCI DRBC1

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FACP Room Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FACP Room Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FACP Room Power Supply 3 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FCC Near AHU 10 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES ARE 
DEAD - REPLACEMENT NECESSARY

 Remote Power Supply FCC Near AHU 10 Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FCC Near AHU 12 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply FCC Near AHU 16 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply FCC Near AHU 16 Power Supply 2 Alarm SAF
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 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply FCC Near AHU 4 Power Supply Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES 
FAILED LOAD TEST

 Remote Power Supply JCT AHU 902 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Remote Power Supply JCT AHU 902 Power Supply 3 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply JCT AHU 902 Power Supply 4 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency -
BATTERIES FAILED LOAD TEST BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT 
NECESSARY

 Remote Power Supply JCT T105 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT T105 Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT T206 Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT T206 Power Supply 3 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT T308 Power Supply 3 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT T402 Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY

 Remote Power Supply JCT T409 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply JCT T509 Power Supply Wheelock PS 12/24-8

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply JCT T708 Power Supply 4 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency -
BATTERY WIRES/CONNECTORS CORRODED/DAMAGED - REPLACEMENT NECESSARY BATTERIES 
FAILED LOAD TEST

 Remote Power Supply JCT T809 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES FAILED LOAD TEST

 Remote Power Supply JCT TG12 Power Supply Alarm SAF

 -  Batteries installed and operating properly?
Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT TG13 Power Supply 1 Alarm SAF

 -  Batteries installed and operating properly?

Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Remote Power Supply JCT TG13 Power Supply 2 Alarm SAF

 -  Batteries installed and operating properly?
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Reason for Deficiency - BATTERIES ARE DEAD - REPLACEMENT NECESSARY

 Smoke Detector - Photoelectric JCT 5th Fl by Bathrooms by Rm T528

 -  Functional Test (10.4.2.2(14(g))
Reason for Deficiency - FAILED TO OPERATE

 Smoke Detector - Photoelectric JCT 5th Fl by Rm 508

 -  Functional Test (10.4.2.2(14(g))
Reason for Deficiency - FAILED TO OPERATE

 Smoke Detector - Photoelectric JCT 5th Fl by Rm T508

 -  Functional Test (10.4.2.2(14(g))

Reason for Deficiency - FAILED TO OPERATE

 Smoke Detector - Photoelectric JCT 5th Fl by Rm T519

 -  Functional Test (10.4.2.2(14(g))

Reason for Deficiency - FAILED TO OPERATE

 Smoke Detector - Photoelectric JCT 5th Fl Outside Rm T528

 -  Functional Test (10.4.2.2(14(g))
Reason for Deficiency - FAILED TO OPERATE

 System Tests And Inspections

 -  Interface equipment visual
Reason for Deficiency - SCREEN SOMETIMES SHOW SYMBOLS INSTEAD OF LETTERS.

Not Inspected 

     Secondary (Standby) Power Supply

-  Primary disconnect (10.4.2.2 (3))

Reason Not Inspected -  COULD NOT FIND ELECTRICAL PANEL

     Remote Power Supply JCB JC G-5

- Do trouble conditions annunciate at the main fire alarm panel? Do trouble conditions annunciate at the main fire alarm panel? (10.4.2.2 (1))

Reason Not Inspected -  Keys do not work for power supply

     Remote Power Supply JCB JC G-5

-  Lights/LEDs function properly? (10.4.2.2.1(d))

Reason Not Inspected -  Keys do not work for power supply

     Remote Power Supply JCB JC G-5

-  Batteries installed and operating properly?

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply

-  Discharge test (10.4.2.2 (5d))

Reason Not Inspected -  Battery Leaking

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7AH JC 2-5 Power Supply

-  Discharge test (10.4.2.2 (5d))

Reason Not Inspected -  Battery Leaking

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Visual inspection (10.4.2.2 (5a))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Charger test (10.4.2.2 (6d(1)))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Discharge test (10.4.2.2 (5d))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Did battery pass or fail overall functional test?

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply
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-  Visual inspection (10.4.2.2 (5a))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Charger test (10.4.2.2 (6d(1)))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Discharge test (10.4.2.2 (5d))

Reason Not Inspected -  Keys do not work for power supply

     Fire Alarm Battery - Sealed Lead Acid JCB 12V 7Ah JC G-5 Power Supply

-  Did battery pass or fail overall functional test?

Reason Not Inspected -  Keys do not work for power supply

  

Comments 

Note: These comments are not in any way to be considered an engineering review. 

1- All Deficient notification devices have a dated green sticker on them. 
2- During the audible inspection the devices would shut off, or would take too long to start, or would be playing and would shut off. 
3- JCB during the audible inspection the message would play briefly and then a high pitched noise would take control and play 
through the speakers instead. 
4- There were 27 troubles on the panel when we began the inspection and 27 troubles still in the system when we finished the 
inspection. Many of these troubles were disables in the system. 
5- No smoke door/curtains operated during testing 
6- ******SYSTEM IS RED TAGGED******

Liability Release Statement: 
The owner and/or designated representative acknowledges the responsibility of the operating condition of the component parts at the time of 
this inspection.  It is agreed that the inspection service provided by the contractor as prescribed herein is limited to performing a visual 
inspection and/or routine testing, and any investigation or unscheduled testing, modification, maintenance, repair, etc., of the component parts 
is not included as part of the inspection work performed.  It is further understood that all information contained herein is provided to the best of 
the knowledge of the party providing such information. 

  

  

 Customer:  VIJAY  Inspection Technician:  Michael Poteet

 5/7/2015  3/13/2015
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Fire Alarm and Life Safety System 

Inspection Certificate 

For 

 Fulton County Government Center  

 141 Pryor Street  

 Atlanta, GA 30303  

Tested to NFPA 72 Standards 

This Inspection was performed in accordance with applicable NFPA Standards.  The subsequent pages 

of this report provide performance measurements, listed ranges of acceptable results, and complete 

documentation of the inspection.  Whenever discrepancies exist between acceptable performance 

standards and actual test results, notes and/or recommended solutions have been proposed or provided 

for immediate review and approval. 

Inspection Date 

Jan 19, 2007 

Building: Fulton County Government Center Company: MitecNet 

Contact: Vijay Nair Contact: Matthew Ording 

Title: Chief Engineer Title: Inspector 
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Executive Summary 
Generated by: BuildingReports.com 

 
Building Information 

  Building: Fulton County Government Center Contact: Vijay Nair 

  Address: 141 Pryor Street Phone: (404) 730-6586  

  Address:  Fax:  

  City/State/Zip: Atlanta, GA 30303  Mobile:  

  Country: United States of America Email: vijay.nair@co.fulton.ga.us  

Inspection Performed By 

  Company: MitecNet Inspector: Matthew Ording 

  Address: 4475 River Green Parkway  Phone: 770-813-5959  

  Address: Suite 300 Fax: 770-813-1818  

  City/State/Zip: Duluth, GA 30096  Mobile:  

  Country: United States of America Email: mording@mitecnet.com 

System Control Unit 

  Manufacturer: Johnson Controls Inspection Date: 01/17/2007  IDC Style:  

  Model Number: System 5000 Install Date: 10/20/1988 SLC Style:  

  Software Version:  Version Date: 10/14/2005 NAC Style:  

  Location: 10th Building 4 Electrical Room 10010  Current Protection:  

Monitoring 

  Type:  Mfg:  Model #:  

  Test Time/Date:  Restore Time:  

Inspection Summary 

Category 
Total Items Serviced Passed Failed/Other 

Qty % Qty % Qty % Qty % 

  Auxiliary 2 0% 0 0% 0 0% 0 0% 

  Initiating 424 64% 307 72% 302 98% 5 2% 

  Supervisory 30 5% 29 97% 29 100% 0 0% 

  Control 130 20% 99 76% 96 97% 3 3% 

  Sound Test 75 11% 0 0% 0 0% 0 0% 

Totals 661 100% 435 66% 427 98% 8 2% 

Certification 

  Building: Fulton County Government Center  Company: MitecNet 

  Contact: Vijay Nair Inspector: Matthew Ording 

  

  Signed:  Signed:  
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Discrepancy Report 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Control 

Phone Jack 

02719907 Ground Building 2 Elevator Lobby Missing Parts   
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Initiating 

Duct Detector 

02719700 7th Building 4 Mechanical Room Failed Test 3 NFPA 72 Table 7-

2.2.13.g.4 

Code References 
NFPA 72 Table 7-

2.2.13.g.4 

Air duct detectors shall be tested or inspected to ensure that the device will sample the airstream. The 

test shall be made in accordance with the manufacturer's instructions. 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Initiating 

Smoke Detector 

04609204 2nd Building 4 Telephone Room 2025 Failed Test 11 NFPA 72 Table 7-

2.2.13.g.1 

Code References 
NFPA 72 Table 7-

2.2.13.g.1 

The detectors shall be tested in place to ensure smoke entry into the sensing chamber and an alarm 

response. Testing with smoke or listed aerosol approved by the manufacturer shall be permited as 

acceptable test methods. Other methods approved by the manufacturer that ensure smoke entry into 

the sensing chamber shall be permitted. 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Initiating 

Smoke Detector 

02719746 Ground Building 4 Mechanical Room G038B Failed Test 15 NFPA 72 Table 7-

2.2.13.g.1 

Code References 
NFPA 72 Table 7-

2.2.13.g.1 

The detectors shall be tested in place to ensure smoke entry into the sensing chamber and an alarm 

response. Testing with smoke or listed aerosol approved by the manufacturer shall be permited as 

acceptable test methods. Other methods approved by the manufacturer that ensure smoke entry into 

the sensing chamber shall be permitted. 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Control 

Battery 

02718492 2nd Building 3 Electrical Room Kitchen Date Expired  NFPA 72 7-2.2.5b 

02718493 2nd Building 3 Electrical Room Kitchen Date Expired  NFPA 72 7-2.2.5b 

Code References 
NFPA 72 7-2.2.5b Batteries shall be replaced in accordance with the recommendations of the alarm equipment 

manufacturer, or when the recharged battery voltage or current falls below the manufacturers 

recommendations. MFG  If battery supply does not produce the required voltage under test, or 4 years 

have elapsed since the installation date (regardless of battery voltage), replace the battery or batteries. 
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Initiating 

Duct Detector 

02718345 Penthouse Building 2 Mechanical Room AHU 

12 

Failed Test 2 NFPA 72 Table 7-

2.2.13.g.4 

02718355 Penthouse Building 2 Mechanical Room AHU 

13 

Failed Test 2 NFPA 72 Table 7-

2.2.13.g.4 

Code References 
NFPA 72 Table 7-

2.2.13.g.4 

Air duct detectors shall be tested or inspected to ensure that the device will sample the airstream. The 

test shall be made in accordance with the manufacturer's instructions. 
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Proposed Solutions Report 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Control 

Phone Jack 

02719907 Ground Building 2 Elevator Lobby Replace  T/M 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Initiating 

Duct Detector 

02719700 7th Building 4 Mechanical Room Replace DH1851DC T/M 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Initiating 

Smoke Detector 

04609204 2nd Building 4 Telephone Room 2025 Replace PSD7155 T/M 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Initiating 

Smoke Detector 

02719746 Ground Building 4 Mechanical Room G038B Replace PSD7155 T/M 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Control 

Battery 

02718492 2nd Building 3 Electrical Room Kitchen Replace PS-12400 T/M 

02718493 2nd Building 3 Electrical Room Kitchen Replace PS-12400 T/M 
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Initiating 

Duct Detector 

02718345 Penthouse Building 2 Mechanical Room AHU 

12 

Replace DH1851DC T/M 

02718355 Penthouse Building 2 Mechanical Room AHU 

13 

Replace DH1851DC T/M 
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Notes & Recommendations 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Control 
02719907 1 Phone Jack Ground Building 2 Elevator Lobby Missing Parts 

Jack is missing. 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Initiating 
02719700 2 Duct Detector 7th Building 4 Mechanical Room Failed Test 

Would not go into alarm. This duct is next to the smoke and heat detrctors. 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Initiating 
04609204 3 Smoke Detector 2nd Building 4 Telephone Room 2025 Failed Test 

Device did not go into alarm. 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Initiating 
02719746 4 Smoke Detector Ground Building 4 Mechanical Room G038B Failed Test 

Device would not go into alarm. 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Control 
02718492 5 Battery 2nd Building 3 Electrical Room Kitchen Date Expired 

Tested below 65% of rated Amp Hr capacity. 
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

ScanID Note Device Type Location Comment 

Initiating 
02718345 6 Duct Detector Penthouse Building 2 Mechanical Room AHU 

12 

Failed Test 

Device would not go into alarm. 

02718355 7 Duct Detector Penthouse Building 2 Mechanical Room AHU 

13 

Failed Test 

Device would not go into alarm. 
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Inspection & Testing 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 10th Building 4 Electrical Room 10010 Tested 12:06:53 PM 01/17/2007 

Battery 10th Building 4 Electrical Room 10010 Tested 12:06:58 PM 01/17/2007 

Control Panel 10th Building 4 Electrical Room 10010 Tested 10:54:02 AM 01/17/2007 

Handset  Tested 7:55:59 AM 01/18/2007 

Handset  Tested 7:58:02 AM 01/18/2007 

Handset  Tested 8:08:49 AM 01/18/2007 

Handset  Tested 8:15:08 AM 01/18/2007 

Handset  Tested 8:25:53 AM 01/18/2007 

Handset  Tested 8:44:58 AM 01/18/2007 

Handset  Tested 8:54:20 AM 01/18/2007 

Handset  Tested 9:42:36 AM 01/18/2007 

Handset  Tested 10:03:03 AM 01/18/2007 

Handset  Tested 10:26:59 AM 01/18/2007 

Handset  Tested 10:53:08 AM 01/18/2007 

Handset  Tested 10:53:57 AM 01/18/2007 

Handset  Tested 11:16:58 AM 01/18/2007 

Handset  Tested 12:24:23 PM 01/18/2007 

Handset  Tested 12:48:17 PM 01/18/2007 

Phone Jack 1st Building 4 Service Elevator Lobby Tested 12:05:03 PM 01/18/2007 

Phone Jack 1st Building 4 Elevator Lobby Tested 12:16:51 PM 01/18/2007 

Phone Jack 1st Building 4 East Stair Tested 12:24:21 PM 01/18/2007 

Phone Jack 1st Building 2 Elevator Lobby Tested 11:40:41 AM 01/19/2007 

Phone Jack 2nd Building 4 East Stair Tested 10:53:59 AM 01/18/2007 

Phone Jack 2nd Building 4 West Stairwell Tested 11:17:04 AM 01/18/2007 

Phone Jack 2nd Building 4 Service Elevator Lobby Tested 11:24:01 AM 01/18/2007 

Phone Jack 2nd Building 3 Elevator Lobby Tested 2:24:28 PM 01/18/2007 

Phone Jack 2nd Building 2 Elevator Lobby Tested 10:37:54 AM 01/19/2007 

Phone Jack 3rd Building 4 West Stairwell Tested 10:27:24 AM 01/18/2007 

Phone Jack 3rd Building 4 East Stair Tested 10:53:36 AM 01/18/2007 

Phone Jack 3rd Building 4 Service Elevator Lobby Tested 11:24:34 AM 01/18/2007 

Phone Jack 3rd Building 2 Elevator Lobby Tested 10:23:42 AM 01/19/2007 

Phone Jack 4th Building 4 East Stair Tested 9:42:39 AM 01/18/2007 

Phone Jack 4th Building 4 Elevator Lobby Tested 9:47:41 AM 01/18/2007 

Phone Jack 4th Building 4 Service Elevator Lobby Tested 9:56:35 AM 01/18/2007 

Phone Jack 4th Building 4 West Stairwell Tested 10:03:02 AM 01/18/2007 

Phone Jack 5th Building 4 Service Elevator Lobby Tested 9:25:23 AM 01/18/2007 

Phone Jack 5th Building 4 Elevator Lobby Tested 9:35:14 AM 01/18/2007 

Phone Jack 6th Building 4 Elevator Lobby Tested 8:51:56 AM 01/18/2007 
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Device Type Location Service Time Date 

Phone Jack 6th Building 4 West Stairwell Tested 8:54:22 AM 01/18/2007 

Phone Jack 6th Building 4 Service Elevator Lobby Tested 8:57:08 AM 01/18/2007 

Phone Jack 7th Building 4 Service Elevator Lobby Tested 8:25:12 AM 01/18/2007 

Phone Jack 7th Building 4 West Stairwell Tested 8:25:48 AM 01/18/2007 

Phone Jack 7th Building 4 Elevator Lobby Tested 8:39:55 AM 01/18/2007 

Phone Jack 7th Building 4 East Stair Tested 8:45:00 AM 01/18/2007 

Phone Jack 8th Building 4 Elevator Lobby Tested 8:01:02 AM 01/18/2007 

Phone Jack 8th Building 4 Service Elevator Lobby Tested 8:03:15 AM 01/18/2007 

Phone Jack 8th Building 4 West Stairwell Tested 8:08:51 AM 01/18/2007 

Phone Jack 8th Building 4 East Stair Tested 8:15:10 AM 01/18/2007 

Phone Jack 9th Building 4 Service Elevator Lobby Tested 7:54:07 AM 01/18/2007 

Phone Jack 9th Building 4 Elevator Lobby Tested 7:54:46 AM 01/18/2007 

Phone Jack 10th Building 4 Service Elevator Lobby Tested 7:55:36 AM 01/18/2007 

Phone Jack 10th Building 4 West Stairwell Tested 7:56:05 AM 01/18/2007 

Phone Jack 10th Building 4 Elevator Lobby Tested 7:57:22 AM 01/18/2007 

Phone Jack 10th Building 4 East Stair Tested 7:58:05 AM 01/18/2007 

Phone Jack Ground Building 4 Elevator Lobby Tested 12:42:41 PM 01/18/2007 

Phone Jack Ground Building 4 West Stairwell Tested 12:48:19 PM 01/18/2007 

Phone Jack Ground Building 3 Elevator Lobby Tested 8:40:19 AM 01/19/2007 

Phone Station 1st Building 4 West Stairwell Tested 12:12:23 PM 01/18/2007 

Phone Station 1st Building 4 East Stair Tested 12:23:38 PM 01/18/2007 

Phone Station 5th Building 4 West Stairwell Tested 9:23:32 AM 01/18/2007 

Phone Station 5th Building 4 East Stair Tested 9:41:19 AM 01/18/2007 

Phone Station 6th Building 4 East Stair Tested 8:46:05 AM 01/18/2007 

Phone Station 9th Building 4 West Stairwell Tested 7:54:16 AM 01/18/2007 

Phone Station 9th Building 4 East Stair Tested 7:58:28 AM 01/18/2007 

Initiating 

Duct Detector Penthouse Building 4 AHU 22 Tested/Cleaned 11:23:33 AM 01/17/2007 

Duct Detector Penthouse Building 4 AHU 22 Tested/Cleaned 11:26:02 AM 01/17/2007 

Duct Detector Penthouse Building 4 AHU 21 Tested/Cleaned 11:32:06 AM 01/17/2007 

Duct Detector Penthouse Building 4 AHU 22 Tested/Cleaned 11:34:08 AM 01/17/2007 

Heat Detector Penthouse Building 4 Elevator Equipment Room Tested 11:19:31 AM 01/17/2007 

Pull Station 10th Building 4 East Stair Tested 11:57:57 AM 01/17/2007 

Pull Station Penthouse Building 4 West Stair Tested 11:17:24 AM 01/17/2007 

Smoke Detector 10th Building 4 West Stair Tested/Cleaned 11:09:01 AM 01/17/2007 

Smoke Detector 10th Building 4 Telephone Room 10005 Tested/Cleaned 11:11:45 AM 01/17/2007 

Smoke Detector 10th Building 4 Service Elevator Lobby Tested/Cleaned 11:14:49 AM 01/17/2007 

Smoke Detector 10th Building 4 Elevator Lobby Tested/Cleaned 11:51:56 AM 01/17/2007 

Smoke Detector 10th Building 4 Electrical Room 10009 Tested/Cleaned 11:54:49 AM 01/17/2007 

Smoke Detector 10th Building 4 East Stair Tested/Cleaned 11:58:46 AM 01/17/2007 

Smoke Detector 10th Building 4 Commissioners Elevator Lobby Tested/Cleaned 12:01:45 PM 01/17/2007 

Smoke Detector 10th Building 4 Electrical Room 10010 Tested/Cleaned 12:05:17 PM 01/17/2007 

Smoke Detector Penthouse Building 4 Elevator Equipment Room Tested/Cleaned 11:18:51 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Large Elevator Room Tested/Cleaned 11:21:30 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Large Elevator Room Tested/Cleaned 11:22:06 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 11:28:08 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 11:30:18 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 11:31:28 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 11:35:30 AM 01/17/2007 

Smoke Detector Penthouse Building 4 East Tested/Cleaned 11:38:20 AM 01/17/2007 

Smoke Detector Penthouse Building 4 East Tested/Cleaned 11:41:16 AM 01/17/2007 

Smoke Detector Penthouse Building 4 East Tested/Cleaned 11:44:14 AM 01/17/2007 
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Device Type Location Service Time Date 

Smoke Detector Penthouse Building 4 East Tested/Cleaned 11:46:26 AM 01/17/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 11:47:27 AM 01/17/2007 

Smoke Detector Penthouse Building 4 West Tested/Cleaned 12:54:34 PM 01/18/2007 

Smoke Detector Penthouse Building 4 Center Tested/Cleaned 12:54:48 PM 01/18/2007 

Smoke Detector Penthouse Building 4 West Tested/Cleaned 12:55:21 PM 01/18/2007 

Waterflow Switch 10th Building 4 East Stair Tested 11:58:25 AM 01/17/2007 

Waterflow Switch 10th Building 4 West Stair Tested 12:03:41 PM 01/17/2007 

Waterflow Switch 11th Building 4 West Stair Tested 11:15:49 AM 01/17/2007 

Supervisory 

Tamper Switch 10th Building 4 East Stair Tested 11:59:24 AM 01/17/2007 

Tamper Switch 10th Building 4 West Stair Tested 12:03:39 PM 01/17/2007 

Tamper Switch Penthouse Building 4 West Stair Tested 11:15:45 AM 01/17/2007 

Failed/Other 

Control 

Phone Jack Ground Building 2 Elevator Lobby Tested 12:00:27 PM 01/19/2007 

Untested 

Auxiliary 

Elevator     

Elevator     

Control 

Handset     

Handset     

Handset     

Handset     

Handset     

Phone Jack 1st Building 5 West Stair    

Phone Jack 1st Building 5 East Stairwell    

Phone Jack 1st Building 5 Elevator Lobby    

Phone Jack 1st Building 3 Elevator Lobby    

Phone Jack 2nd Building 5 Elevator Lobby    

Phone Jack 2nd Building 4 Elevator Lobby    

Phone Jack 3rd Building 4 Elevator Lobby    

Phone Jack 3rd Building 5 West Stair    

Phone Jack 3rd Building 5 Elevator Lobby    

Phone Jack 3rd Building 5 East Stairwell    

Phone Jack Ground Building 5 East Stairwell    

Phone Jack Ground Building 5 West Stair    

Phone Jack Ground Building 5 Elevator Lobby    

Phone Station 2nd Building 5 West Stair    

Phone Station 2nd Building 5 East Stairwell    

Initiating 

Smoke Detector 10th Building 4 Elevator 3 Shaft    

Smoke Detector 10th Building 4 Elevator 1 Shaft    

Smoke Detector 10th Building 4 Elevator 5 Shaft    

Smoke Detector 10th Building 4 Elevator 4 Shaft    

Smoke Detector 10th Building 4 Elevator 2 Shaft    

Smoke Detector 10th Building 4 Elevator 6 Shaft    
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Building: Fulton County Government Center 
Control Panel: 2 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 9th Building 4 Electrical Room 9010 Tested 1:50:10 PM 01/17/2007 

Battery 9th Building 4 Electrical Room 9010 Tested 1:50:40 PM 01/17/2007 

Control Panel 9th Building 4 Electrical Room 9010 Tested 12:10:29 PM 01/17/2007 

Initiating 

Duct Detector 8th Building 4 West Mechanical Room Tested/Cleaned 8:05:09 AM 01/18/2007 

Duct Detector 8th Building 4 West Mechanical Room Tested/Cleaned 8:06:41 AM 01/18/2007 

Duct Detector 9th Building 4 West Mechanical Room Tested/Cleaned 12:58:14 PM 01/17/2007 

Duct Detector 9th Building 4 West Mechanical Room Tested/Cleaned 1:04:11 PM 01/17/2007 

Heat Detector 8th Building 4 West Mechanical Room Tested 8:04:05 AM 01/18/2007 

Heat Detector 9th Building 4 West Mechanical Room Tested 12:56:51 PM 01/17/2007 

Pull Station 8th Building 4 West Stair Tested 8:08:36 AM 01/18/2007 

Pull Station 8th Building 4 East Stair Tested 8:14:46 AM 01/18/2007 

Pull Station 9th Building 4 West Stair Tested 1:09:21 PM 01/17/2007 

Pull Station 9th Building 4 East Stair Tested 1:21:10 PM 01/17/2007 

Smoke Detector 8th Building 4 Elevator Lobby Tested/Cleaned 8:00:49 AM 01/18/2007 

Smoke Detector 8th Building 4 West Electrical Room  8010 Tested/Cleaned 8:01:54 AM 01/18/2007 

Smoke Detector 8th Building 4 Service Elevator Lobby Tested/Cleaned 8:03:05 AM 01/18/2007 

Smoke Detector 8th Building 4 West Mechanical Room Tested/Cleaned 8:04:20 AM 01/18/2007 

Smoke Detector 8th Building 4 West Telephone Room 8013 Tested/Cleaned 8:11:14 AM 01/18/2007 

Smoke Detector 8th Building 4 East Electrical Room 8009 Tested/Cleaned 8:13:01 AM 01/18/2007 

Smoke Detector 8th Building 4 East Telephone Room 8004 Tested/Cleaned 8:14:02 AM 01/18/2007 

Smoke Detector 9th Building 4 West Mechanical Room Tested/Cleaned 12:56:46 PM 01/17/2007 

Smoke Detector 9th Building 4 Service Elevator Lobby Tested/Cleaned 1:08:05 PM 01/17/2007 

Smoke Detector 9th Building 4 Telephone Room 9013 Tested/Cleaned 1:11:24 PM 01/17/2007 

Smoke Detector 9th Building 4 Elevator Lobby Tested/Cleaned 1:14:42 PM 01/17/2007 

Smoke Detector 9th Building 4 East Electrical Room Tested/Cleaned 1:17:18 PM 01/17/2007 

Smoke Detector 9th Building 4 East Telephone Room Tested/Cleaned 1:19:12 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:29:05 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:29:43 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:30:14 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:30:35 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:30:59 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:31:23 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:32:19 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:32:51 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Office Tested/Cleaned 1:33:58 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Office Tested/Cleaned 1:39:08 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:39:13 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:40:41 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:41:11 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:41:44 PM 01/17/2007 
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Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:41:55 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:42:22 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:43:42 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor 

Office 

Tested/Cleaned 1:47:56 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Under Floor Tested/Cleaned 1:48:24 PM 01/17/2007 

Smoke Detector 9th Building 4 East Computer Room Tested/Cleaned 1:48:45 PM 01/17/2007 

Smoke Detector 9th Building 4 Electrical Room 9010 Tested/Cleaned 1:49:15 PM 01/17/2007 

Waterflow Switch 8th Building 4 West Stair Tested 8:10:04 AM 01/18/2007 

Waterflow Switch 8th Building 4 East Stair Tested 8:15:20 AM 01/18/2007 

Waterflow Switch 9th Building 4 West Stair Tested 1:10:00 PM 01/17/2007 

Waterflow Switch 9th Building 4 East Stair Tested 1:49:45 PM 01/17/2007 

Supervisory 

Tamper Switch 7th Building 4 West Stair Tested 8:26:11 AM 01/18/2007 

Tamper Switch 8th Building 4 West Stair Tested 8:09:08 AM 01/18/2007 

Tamper Switch 8th Building 4 East Stair Tested 8:15:17 AM 01/18/2007 

Tamper Switch 9th Building 4 West Stair Tested 1:10:22 PM 01/17/2007 

Tamper Switch 9th Building 4 East Stair Tested 1:26:01 PM 01/17/2007 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 7th Building 4 Electrical Room 7010 Tested 9:07:37 AM 01/18/2007 

Battery 7th Building 4 Electrical Room 7010 Tested 9:08:28 AM 01/18/2007 

Control Panel 7th Building 4 Electrical Room 7010 Tested 8:20:50 AM 01/18/2007 

Initiating 

Duct Detector 6th Building 4 West Mechanical Room Tested/Cleaned 8:58:31 AM 01/18/2007 

Duct Detector 6th Building 4 West Mechanical Room Tested/Cleaned 9:00:23 AM 01/18/2007 

Duct Detector 6th Building 4 West Mechanical Room Tested/Cleaned 9:03:10 AM 01/18/2007 

Duct Detector 7th Building 4 Mechanical Room Tested/Cleaned 8:31:54 AM 01/18/2007 

Duct Detector 7th Building 4 Mechanical Room Tested/Cleaned 8:33:25 AM 01/18/2007 

Heat Detector 6th Building 4 West Mechanical Room Tested 9:02:48 AM 01/18/2007 

Heat Detector 7th Building 4 Mechanical Room Tested 8:28:22 AM 01/18/2007 

Pull Station 6th Building 4 East Stair Tested 8:47:12 AM 01/18/2007 

Pull Station 6th Building 4 West Stair Tested 8:54:09 AM 01/18/2007 

Pull Station 7th Building 4 West Stair Tested 8:25:33 AM 01/18/2007 

Pull Station 7th Building 4 East Stair Tested 8:44:45 AM 01/18/2007 

Smoke Detector 6th Building 4 Telephone Room 6004 Tested/Cleaned 8:48:18 AM 01/18/2007 

Smoke Detector 6th Building 4 Electrical Room 6009 Tested/Cleaned 8:49:25 AM 01/18/2007 

Smoke Detector 6th Building 4 Elevator Lobby Tested/Cleaned 8:51:08 AM 01/18/2007 

Smoke Detector 6th Building 4 Electrical Room 6010 Tested/Cleaned 8:52:46 AM 01/18/2007 

Smoke Detector 6th Building 4 West Telephone Room 6013 Tested/Cleaned 8:55:45 AM 01/18/2007 

Smoke Detector 6th Building 4 Service Elevator Lobby Tested/Cleaned 8:56:55 AM 01/18/2007 

Smoke Detector 6th Building 4 West Mechanical Room Tested/Cleaned 9:02:24 AM 01/18/2007 

Smoke Detector 7th Building 4 Electrical Room 7010 Tested/Cleaned 8:23:40 AM 01/18/2007 

Smoke Detector 7th Building 4 Service Elevator Lobby Tested/Cleaned 8:25:01 AM 01/18/2007 

Smoke Detector 7th Building 4 West Telephone Room 7013 Tested/Cleaned 8:27:14 AM 01/18/2007 

Smoke Detector 7th Building 4 Mechanical Room Tested/Cleaned 8:28:20 AM 01/18/2007 

Smoke Detector 7th Building 4 Passenger Elevator Lobby Tested/Cleaned 8:38:50 AM 01/18/2007 

Smoke Detector 7th Building 4 Electrical Room 7009 Tested/Cleaned 8:41:43 AM 01/18/2007 

Smoke Detector 7th Building 4 Telephone Room 7004 Tested/Cleaned 8:42:30 AM 01/18/2007 

Waterflow Switch 6th Building 4 East Stair Tested 8:45:46 AM 01/18/2007 

Waterflow Switch 6th Building 4 West Stair Tested 8:54:24 AM 01/18/2007 

Waterflow Switch 7th Building 4 West Stair Tested 8:25:57 AM 01/18/2007 

Waterflow Switch 7th Building 4 East Stair Tested 8:45:09 AM 01/18/2007 

Supervisory 

Tamper Switch 6th Building 4 East Stair Tested 8:45:48 AM 01/18/2007 

Tamper Switch 6th Building 4 West Stair Tested 8:54:39 AM 01/18/2007 

Tamper Switch 7th Building 4 East Stair Tested 8:45:11 AM 01/18/2007 

Failed/Other 

Initiating 
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Duct Detector 7th Building 4 Mechanical Room Tested/Cleaned 8:36:56 AM 01/18/2007 
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Building: Fulton County Government Center 
Control Panel: 4 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 5th Building 4 Electrical Room 5010 Tested 10:07:03 AM 01/18/2007 

Battery 5th Building 4 Electrical Room 5010 Tested 10:07:26 AM 01/18/2007 

Control Panel 5th Building 4 Electrical Room 5010 Tested 9:19:25 AM 01/18/2007 

Initiating 

Duct Detector 4th Building 4 Mechanical Room Tested/Cleaned 9:51:47 AM 01/18/2007 

Duct Detector 4th Building 4 Mechanical Room Tested/Cleaned 9:53:55 AM 01/18/2007 

Duct Detector 4th Building 4 Mechanical Room Tested/Cleaned 9:55:27 AM 01/18/2007 

Duct Detector 5th Building 4 Mechanical Room Tested/Cleaned 9:29:42 AM 01/18/2007 

Duct Detector 5th Building 4 Mechanical Room Tested/Cleaned 9:31:29 AM 01/18/2007 

Duct Detector 5th Building 4 Mechanical Room Tested/Cleaned 9:42:03 AM 01/18/2007 

Heat Detector 4th Building 4 Mechanical Room Tested 9:53:27 AM 01/18/2007 

Heat Detector 5th Building 4 Mechanical Room Tested 9:31:03 AM 01/18/2007 

Pull Station 4th Building 4 East Stair Tested 9:43:28 AM 01/18/2007 

Pull Station 4th Building 4 West Stair Tested 9:57:49 AM 01/18/2007 

Pull Station 5th Building 4 West Stair Tested 9:23:06 AM 01/18/2007 

Pull Station 5th Building 4 East Stair Tested 9:40:52 AM 01/18/2007 

Pull Station 10th Building 4 East Stair Tested 11:07:08 AM 01/17/2007 

Smoke Detector 4th Building 4 Telephone Room 4004 Tested/Cleaned 9:44:24 AM 01/18/2007 

Smoke Detector 4th Building 4 Electrical Room 4009 Tested/Cleaned 9:45:55 AM 01/18/2007 

Smoke Detector 4th Building 4 Elevator Lobby Tested/Cleaned 9:47:58 AM 01/18/2007 

Smoke Detector 4th Building 4 Electrical Room 4010 Tested/Cleaned 9:48:54 AM 01/18/2007 

Smoke Detector 4th Building 4 Mechanical Room Tested/Cleaned 9:53:22 AM 01/18/2007 

Smoke Detector 4th Building 4 Service Elevator Lobby Tested/Cleaned 9:56:38 AM 01/18/2007 

Smoke Detector 4th Building 4 Telephone Room 4013 Tested/Cleaned 9:59:21 AM 01/18/2007 

Smoke Detector 5th Building 4 Electrical Room 5013 Tested/Cleaned 9:21:26 AM 01/18/2007 

Smoke Detector 5th Building 4 Telephone Room 5013 Tested/Cleaned 9:24:30 AM 01/18/2007 

Smoke Detector 5th Building 4 Service Elevator Lobby Tested/Cleaned 9:25:31 AM 01/18/2007 

Smoke Detector 5th Building 4 Mechanical Room Tested/Cleaned 9:31:10 AM 01/18/2007 

Smoke Detector 5th Building 4 Passenger Elevator Lobby Tested/Cleaned 9:34:09 AM 01/18/2007 

Smoke Detector 5th Building 4 Electrical Room 5009 Tested/Cleaned 9:38:07 AM 01/18/2007 

Smoke Detector 5th Building 4 Telephone Room 5005 Tested/Cleaned 9:39:11 AM 01/18/2007 

Waterflow Switch 4th Building 4 East Stair Tested 9:42:50 AM 01/18/2007 

Waterflow Switch 4th Building 4 West Stair Tested 10:03:05 AM 01/18/2007 

Waterflow Switch 5th Building 4 West Stair Tested 9:23:34 AM 01/18/2007 

Waterflow Switch 5th Building 4 East Stair Tested 9:41:31 AM 01/18/2007 

Supervisory 

Tamper Switch 4th Building 4 East Stair Tested 9:42:56 AM 01/18/2007 

Tamper Switch 4th Building 4 West Stair Tested 10:03:15 AM 01/18/2007 

Tamper Switch 5th Building 4 West Stair Tested 9:23:37 AM 01/18/2007 

Tamper Switch 5th Building 4 East Stair Tested 9:41:33 AM 01/18/2007 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 3rd Building 4 Electrical Room 3016 Tested 11:54:52 AM 01/18/2007 

Battery 3rd Building 4 Electrical Room 3016 Tested 11:55:30 AM 01/18/2007 

Control Panel 3rd Building 4 Electrical Room 3016 Tested 9:59:34 AM 01/19/2007 

Initiating 

Duct Detector 2nd Building 4 Mechanical Room Tested/Cleaned 11:05:28 AM 01/18/2007 

Duct Detector 2nd Building 4 Mechanical Room Tested/Cleaned 11:12:27 AM 01/18/2007 

Duct Detector 3rd Building 4 Mechanical Room Tested/Cleaned 10:30:45 AM 01/18/2007 

Duct Detector 3rd Building 4 Mechanical Room Tested/Cleaned 10:35:33 AM 01/18/2007 

Heat Detector 2nd Building 4 West Mechanical Room Tested 12:54:14 PM 01/18/2007 

Heat Detector 3rd Building 4 West Mechanical Room Tested 10:30:12 AM 01/18/2007 

Pull Station 2nd Building 4 East Stair Tested 10:54:45 AM 01/18/2007 

Pull Station 2nd Building 4 West Stair Tested 11:17:40 AM 01/18/2007 

Pull Station 3rd Building 4 West Stair Tested 10:26:43 AM 01/18/2007 

Pull Station 3rd Building 4 East Stair Tested 10:51:49 AM 01/18/2007 

Smoke Detector 2nd Building 4 Telephone Room 2004 Tested/Cleaned 10:56:45 AM 01/18/2007 

Smoke Detector 2nd Building 4 Electrical Room West Tested/Cleaned 11:00:04 AM 01/18/2007 

Smoke Detector 2nd Building 4 Elevator Lobby Tested/Cleaned 11:01:13 AM 01/18/2007 

Smoke Detector 2nd Building 4 Electrical Room 2009 Tested/Cleaned 11:04:24 AM 01/18/2007 

Smoke Detector 2nd Building 4 Mechanical Room West Tested/Cleaned 11:14:09 AM 01/18/2007 

Smoke Detector 2nd Building 4 Service Elevator Lobby Tested/Cleaned 11:23:55 AM 01/18/2007 

Smoke Detector 3rd Building 4 Service Elevator Lobby Tested/Cleaned 10:28:01 AM 01/18/2007 

Smoke Detector 3rd Building 4 West Mechanical Room Tested/Cleaned 10:30:10 AM 01/18/2007 

Smoke Detector 3rd Building 4 West Telephone Room 3019 Tested/Cleaned 10:40:16 AM 01/18/2007 

Smoke Detector 3rd Building 4 Elevator Lobby Tested/Cleaned 10:43:15 AM 01/18/2007 

Smoke Detector 3rd Building 4 Electrical Room 3008 Tested/Cleaned 10:46:24 AM 01/18/2007 

Smoke Detector 3rd Building 4 Telephone Room East Tested/Cleaned 10:48:46 AM 01/18/2007 

Smoke Detector 3rd Building 4 Electrical Room 3016 Tested/Cleaned 11:27:57 AM 01/18/2007 

Waterflow Switch 2nd Building 4 East Stair Tested 10:54:07 AM 01/18/2007 

Waterflow Switch 2nd Building 4 West Stair Tested 11:17:02 AM 01/18/2007 

Waterflow Switch 3rd Building 4 West Stair Tested 10:27:06 AM 01/18/2007 

Waterflow Switch 3rd Building 4 East Stair Tested 10:53:16 AM 01/18/2007 

Supervisory 

Tamper Switch 2nd Building 4 East Stair Tested 10:54:10 AM 01/18/2007 

Tamper Switch 2nd Building 4 West Stair Tested 11:17:21 AM 01/18/2007 

Tamper Switch 3rd Building 4 West Stair Tested 10:27:20 AM 01/18/2007 

Tamper Switch 3rd Building 4 East Stair Tested 10:53:26 AM 01/18/2007 

Failed/Other 

Initiating 

Smoke Detector 2nd Building 4 Telephone Room 2025 Tested 11:22:38 AM 01/18/2007 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 1st Building 4 Electrical Room Tested 12:59:02 PM 01/18/2007 

Battery 1st Building 4 Electrical Room Tested 12:59:25 PM 01/18/2007 

Initiating 

Duct Detector 1st Building 4 Mechanical Room Tested/Cleaned 12:06:02 PM 01/18/2007 

Duct Detector 1st Building 4 Mechanical Room Tested/Cleaned 12:07:54 PM 01/18/2007 

Duct Detector Ground Building 4 Mechanical Room G038B Tested/Cleaned 12:25:57 PM 01/18/2007 

Duct Detector Ground Building 4 Mechanical Room G038B Tested/Cleaned 12:29:29 PM 01/18/2007 

Duct Detector Ground Building 4 Mechanical Room G044 Tested/Cleaned 12:35:29 PM 01/18/2007 

Duct Detector Ground Building 4 Mechanical Room G044 Tested/Cleaned 12:39:29 PM 01/18/2007 

Heat Detector 1st Building 4 Mechanical Room Tested 12:07:31 PM 01/18/2007 

Heat Detector Ground Building 4 Pump Room G038A Tested 12:25:02 PM 01/18/2007 

Heat Detector Ground Building 4 Mechanical Room G038B Tested 12:27:39 PM 01/18/2007 

Heat Detector Ground Building 4 Mechanical Room G044 Tested 12:36:35 PM 01/18/2007 

Heat Detector Ground Building 4 Mechanical Room G028 Tested 12:44:22 PM 01/18/2007 

Heat Detector Ground Building 4 Mechanical Room G028 Tested 12:45:05 PM 01/18/2007 

Pull Station 1st Building 4 East Emergency Exit Tested 12:12:13 PM 01/18/2007 

Pull Station 1st Building 4 East Stair Tested 12:20:57 PM 01/18/2007 

Pull Station 1st Building 4 East Stair Tested 12:22:44 PM 01/18/2007 

Pull Station Ground Building 4 East Stair Tested 12:30:47 PM 01/18/2007 

Pull Station Ground Building 4 Elevator Lobby Tested 12:41:11 PM 01/18/2007 

Pull Station Ground Building 4 West Stair Tested 12:47:58 PM 01/18/2007 

Smoke Detector 1st Building 4 Electrical Room 1010 Tested/Cleaned 12:03:19 PM 01/18/2007 

Smoke Detector 1st Building 4 Service Elevator Lobby Tested/Cleaned 12:05:09 PM 01/18/2007 

Smoke Detector 1st Building 4 Mechanical Room Tested/Cleaned 12:07:23 PM 01/18/2007 

Smoke Detector 1st Building 4 Telephone Room 1013 Tested/Cleaned 12:13:56 PM 01/18/2007 

Smoke Detector 1st Building 4 Passenger Elevator Lobby Tested/Cleaned 12:16:02 PM 01/18/2007 

Smoke Detector 1st Building 4 Electrical Room 1008 Tested/Cleaned 12:18:27 PM 01/18/2007 

Smoke Detector 1st Building 4 Telephone Room 1003 Tested/Cleaned 12:19:24 PM 01/18/2007 

Smoke Detector Ground Building 4 Telephone Room G004 Tested/Cleaned 12:31:27 PM 01/18/2007 

Smoke Detector Ground Building 4 Electrical Room G008 Tested/Cleaned 12:32:34 PM 01/18/2007 

Smoke Detector Ground Building 4 Mechanical Room G044 Tested/Cleaned 12:36:38 PM 01/18/2007 

Smoke Detector Ground Building 4 Passenger Elevator Lobby Tested/Cleaned 12:41:28 PM 01/18/2007 

Smoke Detector Ground Building 4 Mechanical Room G028 Tested/Cleaned 12:44:17 PM 01/18/2007 

Smoke Detector Ground Building 4 Mechanical Room G028 Tested/Cleaned 12:45:08 PM 01/18/2007 

Smoke Detector Ground Building 4 Sevice Elevator Lobby Tested/Cleaned 12:47:25 PM 01/18/2007 

Smoke Detector Ground Building 3 Service Elevator Lobby Tested/Cleaned 8:40:49 AM 01/19/2007 

Waterflow Switch 1st Building 4 West Stair Tested 12:12:40 PM 01/18/2007 

Waterflow Switch 1st Building 4 East Stair Tested 12:23:46 PM 01/18/2007 

Waterflow Switch Ground Building 4 East Stair Tested 12:24:15 PM 01/18/2007 

Supervisory 
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Tamper Switch 1st Building 4 East Stair Tested 12:23:51 PM 01/18/2007 

Tamper Switch 1st Building 4 West Stair Tested 2:11:53 PM 01/18/2007 

Tamper Switch Ground Building 4 West Stair Tested 12:13:02 PM 01/18/2007 

Tamper Switch Ground Building 4 East Stair Tested 12:24:17 PM 01/18/2007 

Tamper Switch Ground Building 4 West Stair Tested 12:49:36 PM 01/18/2007 

Failed/Other 

Initiating 

Smoke Detector Ground Building 4 Mechanical Room G038B Tested/Cleaned 12:28:40 PM 01/18/2007 

Untested 

Control 

Control Panel 1st Building 4 Electrical Room    
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Building: Fulton County Government Center 
Control Panel: 7 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 4th Building 3 Electrical Room 4018 Tested 1:27:02 PM 01/18/2007 

Battery 4th Building 3 Electrical Room 4018 Tested 1:27:18 PM 01/18/2007 

Control Panel 4th Building 3 Electrical Room 4018 Tested 1:15:12 PM 01/18/2007 

Initiating 

Duct Detector 3rd Building 3 Mechanical Room Tested/Cleaned 1:55:37 PM 01/18/2007 

Duct Detector 3rd Building 3 Conference Room Across From 

Mechanical Room 

Tested/Cleaned 2:04:39 PM 01/18/2007 

Duct Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:32:30 PM 01/18/2007 

Duct Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:34:54 PM 01/18/2007 

Duct Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:40:39 PM 01/18/2007 

Duct Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:43:23 PM 01/18/2007 

Heat Detector Penthouse Building 3 Mechanical Room Tested 1:30:35 PM 01/18/2007 

Heat Detector Penthouse Building 3 Mechanical Room Tested 1:38:05 PM 01/18/2007 

Heat Detector Penthouse Building 3 Mechanical Room Tested 1:45:10 PM 01/18/2007 

Pull Station 3rd Building 3 South Stair Tested 2:01:36 PM 01/18/2007 

Pull Station 4th Building 3 South Stair Tested 1:21:03 PM 01/18/2007 

Pull Station Penthouse Building 3 Tested 1:30:18 PM 01/18/2007 

Smoke Detector 3rd Building 3 Mechanical Room Tested/Cleaned 1:54:13 PM 01/18/2007 

Smoke Detector 3rd Building 3 Electrical Room 3014 Tested/Cleaned 1:59:03 PM 01/18/2007 

Smoke Detector 4th Building 3 Electrical Room 4018 Tested/Cleaned 1:17:20 PM 01/18/2007 

Smoke Detector 4th Building 3 Telephone Room 4019 Tested/Cleaned 1:19:34 PM 01/18/2007 

Smoke Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:39:54 PM 01/18/2007 

Smoke Detector Penthouse Building 3 Mechanical Room Tested/Cleaned 1:42:15 PM 01/18/2007 

Smoke Detector Catwalk Building 3 Walkway 1 Tested/Cleaned 9:21:26 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 1 Tested/Cleaned 9:28:48 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 1 Tested/Cleaned 9:29:59 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 1 Tested/Cleaned 9:31:19 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 2 Tested/Cleaned 9:33:21 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 2 Tested/Cleaned 9:33:57 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 2 Tested/Cleaned 9:34:45 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 2 Tested/Cleaned 9:35:26 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:38:31 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:39:04 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:39:57 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:40:31 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:41:59 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 3 Tested/Cleaned 9:43:23 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:45:24 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:46:13 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:46:54 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:47:52 AM 01/19/2007 
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Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:51:50 AM 01/19/2007 

Smoke Detector Catwalk Building 3 Walkway 4 Tested/Cleaned 9:52:34 AM 01/19/2007 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Control Panel 2nd Building 3 Electrical Room Kitchen Inspected 8:06:35 AM 01/19/2007 

Initiating 

Heat Detector 2nd Building 3 Kitchen Tested 2:28:09 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:30:09 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:33:02 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:33:39 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Drink Area Tested 2:34:24 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:35:10 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:35:30 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:36:37 PM 01/18/2007 

Heat Detector 2nd Building 3 Kitchen Tested 2:37:19 PM 01/18/2007 

Pull Station 2nd Building 3 Exit Tested 2:26:14 PM 01/18/2007 

Pull Station 2nd Building 3 Smoking Exit Tested 2:31:20 PM 01/18/2007 

Smoke Detector 2nd Building 3 Electrical Room Tested/Cleaned 2:23:34 PM 01/18/2007 

Smoke Detector 2nd Building 3 Elevator Lobby Tested/Cleaned 2:24:37 PM 01/18/2007 

Smoke Detector 2nd Building 3 Juror Dining 2106 Tested/Cleaned 2:27:05 PM 01/18/2007 

Smoke Detector 2nd Building 3 Kitchen Office Tested/Cleaned 8:05:42 AM 01/19/2007 

Failed/Other 

Control 

Battery 2nd Building 3 Electrical Room Kitchen Inspected 2:39:34 PM 01/18/2007 

Battery 2nd Building 3 Electrical Room Kitchen Inspected 2:39:58 PM 01/18/2007 
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Building: Fulton County Government Center 
Control Panel: 9 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 1st Building 3 Electrical Room 1118 Tested 9:00:09 AM 01/19/2007 

Battery 1st Building 3 Electrical Room 1118 Tested 9:00:40 AM 01/19/2007 

Control Panel 1st Building 3 Electrical Room 1118 Tested 8:14:00 AM 01/19/2007 

Initiating 

Duct Detector 1st Building 3 Mechanical Room 1140A Tested/Cleaned 8:21:18 AM 01/19/2007 

Duct Detector 1st Building 3 Mechanical Room 1140A Tested/Cleaned 8:22:10 AM 01/19/2007 

Heat Detector 1st Building 3 Mechanical Room 1140A Tested 8:15:30 AM 01/19/2007 

Heat Detector Ground Building 3 Elevator Equipment Room 

G026 

Tested 8:39:01 AM 01/19/2007 

Pull Station 1st Building 3 Stair Tested 11:52:15 AM 01/19/2007 

Pull Station Ground Building 3 Near Parking Garage Tested 8:44:24 AM 01/19/2007 

Pull Station Ground Building 3 Outside Security G091 Tested 8:47:03 AM 01/19/2007 

Smoke Detector 1st Building 4 Electrical Room 1118 Tested/Cleaned 8:13:40 AM 01/19/2007 

Smoke Detector Ground Building 3 Elevator Equipment Room 

G026 

Tested/Cleaned 8:38:26 AM 01/19/2007 

Supervisory 

Tamper Switch Ground Building 3 Outside G026 Tested 8:37:50 AM 01/19/2007 

Untested 

Initiating 

Smoke Detector 1st Building 4 Elevator Lobby    
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 2nd Building 2 Electrical Room 2019 Tested 11:24:40 AM 01/19/2007 

Battery 2nd Building 2 Electrical Room 2019 Tested 11:24:59 AM 01/19/2007 

Control Panel 2nd Building 2 Electrical Room 2019 Tested 11:26:40 AM 01/19/2007 

Initiating 

Duct Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:08:24 AM 01/19/2007 

Duct Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:17:23 AM 01/19/2007 

Heat Detector Penthouse Building 2 Mechanical Room Tested 10:03:35 AM 01/19/2007 

Heat Detector Penthouse Building 2 Mechanical Room Tested 10:09:37 AM 01/19/2007 

Heat Detector Penthouse Building 2 Mechanical Room Tested 10:13:20 AM 01/19/2007 

Heat Detector Penthouse Building 2 Mechanical Room Tested 10:14:25 AM 01/19/2007 

Heat Detector Penthouse Building 2 Mechanical Room Tested 10:16:51 AM 01/19/2007 

Pull Station 2nd Building 2 East Stair Tested 10:47:38 AM 01/19/2007 

Pull Station 3rd Building 2 East Stair Tested 10:28:23 AM 01/19/2007 

Smoke Detector 2nd Building 2 Elevator Lobby Tested/Cleaned 10:38:10 AM 01/19/2007 

Smoke Detector 2nd Building 2 Electrical Room 2019 Tested/Cleaned 10:39:34 AM 01/19/2007 

Smoke Detector 2nd Building 2 Telephone Room 2015 Tested/Cleaned 10:46:03 AM 01/19/2007 

Smoke Detector 3rd Building 2 Elevator Lobby Tested/Cleaned 10:23:53 AM 01/19/2007 

Smoke Detector 3rd Building 2 Telephone Room Tested/Cleaned 10:26:20 AM 01/19/2007 

Smoke Detector 3rd Building 2 Electrical Room 3009 Tested/Cleaned 10:30:47 AM 01/19/2007 

Smoke Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:07:08 AM 01/19/2007 

Smoke Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:11:25 AM 01/19/2007 

Smoke Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:12:22 AM 01/19/2007 

Smoke Detector Penthouse Building 2 Mechanical Room Tested/Cleaned 10:15:05 AM 01/19/2007 

Waterflow Switch 2nd Building 2 Stair Tested 10:50:36 AM 01/19/2007 

Waterflow Switch 3rd Building 2 Stair Tested 10:28:50 AM 01/19/2007 

Supervisory 

Tamper Switch 2nd Building 2 Stair Tested 10:50:34 AM 01/19/2007 

Tamper Switch 3rd Building 2 Stair Tested 10:28:44 AM 01/19/2007 

Failed/Other 

Initiating 

Duct Detector Penthouse Building 2 Mechanical Room AHU 13 Tested/Cleaned 10:05:37 AM 01/19/2007 

Duct Detector Penthouse Building 2 Mechanical Room AHU 12 Tested/Cleaned 10:20:19 AM 01/19/2007 

Untested 

Initiating 

Smoke Detector 3rd Building 2 Elevator Shaft    
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Building: Fulton County Government Center 
Control Panel: 11 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 1st Building 2 Electrical Room 1127 Tested 11:33:26 AM 01/19/2007 

Battery 1st Building 2 Electrical Room 1127 Tested 11:33:43 AM 01/19/2007 

Control Panel 1st Building 2 Electrical Room 1127 Tested 11:33:59 AM 01/19/2007 

Initiating 

Heat Detector Ground Building 2 Elevator Machine Room Tested 12:04:36 PM 01/19/2007 

Pull Station Ground Building 2 Loading Dock Tested 12:09:37 PM 01/19/2007 

Smoke Detector 1st Building 2 Elevator Lobby 2019 Tested/Cleaned 11:40:47 AM 01/19/2007 

Smoke Detector 1st Building 2 Telephone Room Tested/Cleaned 11:47:46 AM 01/19/2007 

Smoke Detector Ground Building 2 Elevator Lobby Tested/Cleaned 12:00:55 PM 01/19/2007 

Smoke Detector Ground Building 2 Electrical Room Tested/Cleaned 12:01:40 PM 01/19/2007 

Smoke Detector Ground Building 2 Elevator Machine Room Tested/Cleaned 12:04:31 PM 01/19/2007 

Waterflow Switch 1st Building 2 Stair Tested 11:44:46 AM 01/19/2007 

Supervisory 

Tamper Switch 1st Building 2 Stair Tested 11:44:42 AM 01/19/2007 

Tamper Switch Ground Building 2 Stair Tested 11:54:27 AM 01/19/2007 

Untested 

Initiating 

Smoke Detector 1st Building 2 Electrical Room 1127    

Smoke Detector Ground Building 2 Telephone Room G025    

Waterflow Switch Ground Building 2 Stair    
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Building: Fulton County Government Center 
Control Panel: 12 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Battery 2nd Building 1 Electrical Room 2019 Tested 12:45:45 PM 01/19/2007 

Battery 2nd Building 1 Electrical Room 2019 Tested 12:46:17 PM 01/19/2007 

Control Panel 2nd Building 1 Electrical Room 2019 Tested 12:25:03 PM 01/19/2007 

Initiating 

Pull Station 2nd Building 1 Front Entrance Tested 12:34:32 PM 01/19/2007 

Pull Station 2nd Building 1 Rear Exit Tested 12:36:00 PM 01/19/2007 

Smoke Detector 2nd Building 1 Electrical Room 2071 Tested/Cleaned 12:41:45 PM 01/19/2007 

Smoke Detector 2nd Building 1 Electrical Room 2071 Tested/Cleaned 12:42:48 PM 01/19/2007 

Untested 

Initiating 

Duct Detector Penthouse Building 1 Mechanical Room    

Duct Detector Penthouse Building 1 Mechanical Room    

Duct Detector Penthouse Building 1 Mechanical Room    

Duct Detector Penthouse Building 1 Mechanical Room    

Duct Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Heat Detector Penthouse Building 1 Mechanical Room    

Pull Station Penthouse Building 1    

Smoke Detector Penthouse Building 1 Mechanical Room    

Smoke Detector Penthouse Building 1 Mechanical Room    

Smoke Detector Penthouse Building 1 Mechanical Room    

Smoke Detector Penthouse Building 1 Mechanical Room    

Smoke Detector Penthouse Building 1 Mechanical Room    

Smoke Detector Penthouse Building 1 Mechanical Room    
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Building: Fulton County Government Center 
Control Panel: 13 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Control Panel Ground Building 1 Electrical Room G021 Tested 12:14:48 PM 01/19/2007 

Initiating 

Pull Station 1st Building 1 South Exit Tested 11:42:53 AM 01/19/2007 

Pull Station Ground Building 1 Outside Suite 119 Tested 11:59:05 AM 01/19/2007 

Untested 

Control 

Battery Ground Building 1 Electrical Room G021    

Battery Ground Building 1 Electrical Room G021    

Initiating 

Duct Detector Ground Building 1 Mechanical Room G018    

Duct Detector Ground Building 1 Mechanical Room G018    

Heat Detector Ground Building 1 Mechanical Room G018    

Pull Station 1st Building 1 Emergency Exit    

Pull Station Ground Building 1 Rear Emergency Exit    

Pull Station Ground Building 1 Reception Area Suite 119    

Pull Station Ground Building 1 Emergency Exit Near Suite 

119 

   

Pull Station Ground Building 1 Press Exit    

Smoke Detector 1st Building 1 Electrical Room 1068A    

Smoke Detector 1st Building 1 Telephone Room 1068A    

Smoke Detector Ground Building 1 Electrical Room G021    

Smoke Detector Ground Building 1 Electrical Room G021    

Supervisory 

Tamper Switch Ground Building 1 Mechanical Room    
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Building: Fulton County Government Center 
Control Panel: 14 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Untested 

Control 

Battery 3rd Building 5 Telephone Room 3123    

Battery 3rd Building 5 Telephone Room 3123    

Control Panel 3rd Building 5 Telephone Room 3123    

Initiating 

Duct Detector Penthouse Building 5 Mechanical Room AHU 28    

Duct Detector Penthouse Building 5 Mechanical Room AHU 27    

Duct Detector Penthouse Building 5 Mechanical Room AHU 29    

Duct Detector Penthouse Building 5 Mechanical Room AHU 29    

Duct Detector Penthouse Building 5 Mechanical Room AHU 30    

Heat Detector Penthouse Building 5 Mechanical Room AHU 30    

Heat Detector Penthouse Building 5 Mechanical Room AHU 30    

Heat Detector Penthouse Building 5 Mechanical Room    

Heat Detector Penthouse Building 5 Mechanical Room    

Heat Detector Penthouse Building 5 Mechanical Room EF 80    

Heat Detector Penthouse Building 5 Mechanical Room    

Heat Detector Penthouse Building 5 Mechanical Room    

Heat Detector Penthouse Building 5 Mechanical Room    

Heat Detector Penthouse Building 5 Mechanical Room AHU 30    

Pull Station 3rd Building 5 East Stair    

Pull Station 3rd Building 5 Stair    

Smoke Detector 3rd Building 5 Computer Room    

Smoke Detector 3rd Building 5 Computer Room    

Smoke Detector 3rd Building 5 Computer Room    

Smoke Detector 3rd Building 5 Elevator Lobby    

Smoke Detector 3rd Building 5 Top of East Stair    

Smoke Detector 3rd Building 5 Electrical Room    

Smoke Detector 3rd Building 5 911 Call-Center    

Smoke Detector 3rd Building 5 911 Call-Center    

Smoke Detector 3rd Building 5 911 Call-Center    

Smoke Detector 3rd Building 5 911 Call-Center    

Smoke Detector 3rd Building 5 Top of West Stair    

Smoke Detector 3rd Building 5 Elevator Shaft    

Smoke Detector 3rd Building 5 Elevator Shaft    

Smoke Detector Penthouse Building 5 Mechanical Room AHU 27    

Smoke Detector Penthouse Building 5 Mechanical Room EF 80    

Smoke Detector Penthouse Building 5 Mechanical Room EF 80    

Smoke Detector Penthouse Building 5 Mechanical Room    

Smoke Detector Penthouse Building 5 Mechanical Room    

Smoke Detector Penthouse Building 5 Mechanical Room    

Smoke Detector Penthouse Building 5 Mechanical Room AHU 27    
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Building: Fulton County Government Center 
Control Panel: 15 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Untested 

Control 

Battery 2nd Building 5 Telephone Room 2153    

Battery 2nd Building 5 Telephone Room 2153    

Control Panel 2nd Building 5 Telephone Room 2153    

Initiating 

Pull Station 1st Building 5 West Stair    

Pull Station 1st Building 5 East Stair    

Pull Station 2nd Building 5 East Stair    

Pull Station 2nd Building 5 West Stair    

Pull Station 2nd Building 5 Main Entrance    

Pull Station 2nd Building 5 Street Entrance    

Smoke Detector 1st Building 5 Elevator Lobby    

Smoke Detector 1st Building 5 Telephone Lobby    

Smoke Detector 2nd Building 5 Old Evidence Room    

Smoke Detector 2nd Building 5 Elevator Lobby    

Smoke Detector 2nd Building 5 Telephone Room 2153    

Smoke Detector 2nd Building 5 Room 2177A    
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Building: Fulton County Government Center 
Control Panel: 16 - Johnson Controls  

System 5000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Control 

Control Panel Ground Building 5 Electrical Room G166 Tested 8:36:10 AM 01/19/2007 

Initiating 

Smoke Detector Ground Building 5 Main Telephone Room Tested/Cleaned 8:51:47 AM 01/19/2007 

Untested 

Control 

Battery Ground Building 5 Electrical Room G166    

Battery Ground Building 5 Electrical Room G166    

Initiating 

Duct Detector Ground Building 5 Mechanical Room AHU 32 

G168 

   

Heat Detector Ground Building 5 Breakroom G154 EOC    

Heat Detector Ground Building 5 Mechanical Room G168    

Heat Detector Ground Building 5 Mechanical Room G155    

Pull Station Ground Building 5 East Stair Outside Exit    

Pull Station Ground Building 5 Elevator Lobby Exit    

Pull Station Ground Building 5 West Outside EOC Stair    

Smoke Detector Ground Building 5 Elevator Lobby    

Smoke Detector Ground Building 5 EOC Classroom    

Smoke Detector Ground Building 5 EOC Classroom    

Smoke Detector Ground Building 5 EOC Classroom    

Smoke Detector Ground Building 5 EOC Classroom    

Smoke Detector Ground Building 5 EOC Classroom Office    

Smoke Detector Ground Building 5 Ladies Rest Area G149    

Smoke Detector Ground Building 5 Mens Rest Area G150    

Smoke Detector Ground Building 5 Electrical Room G166    

Smoke Detector Ground Building 5 Mechanical Room G168    

Smoke Detector Ground Building 5 Storage Room G169    
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Auxiliary Functions Testing 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Auxiliary Functions Testing section lists each of the ancillary items, systems, and emergency equipment that are 

controlled by the system control unit. Items are grouped by Passed or Failed/Other. The items are listed by device type, 

and a check box is provided to indicate if the test conducted was simulated. 

Type Location Comment ScanID Simulated 

Untested 

Elevator 

Recall Primary   02880619 

Recall Alternate   02880620 
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Sound and Visual Testing 
Generated by: BuildingReports.com 

 
Building: Fulton County Government Center 

The Sound Test section lists various points throughout your building where specific decibel readings were recorded.  Items 

are grouped by Passed or Failed/Other. The Voice column indicates whether the Sound Test Point passed the Voice 

Intelligibility requirements. The STI or Sound Transmission Index is shown if recorded. 

  Location    Comment 

Ambient

 dB 

Alarm

 dB 

 Intelligibility Sound 

Test Voice STI 

Untested 

Sound Test Points 

10th Building 4 West Stair      0001 

10th Building 4 East Stair      0002 

10th Building 4 Above 10054A West      0003 

10th Building 4 Near 10048A      0004 

9th Building 4 East Stair      0005 

9th Building 4 West Stair      0006 

9th Building 4 Near 9048A      0007 

8th Building 4 West Stair      0008 

8th Building 4 East Stair      0009 

8th Building 4 Inside Door of 8031      0010 

8th Building 4 Outside 8025C      0011 

7th Building 4 West Stair      0012 

7th Building 4 East Stair      0013 

6th Building 4 West Stair      0014 

6th Building 4 East Stair      0015 

5th Building 4 West Stair      0016 

5th Building 4 East Stair      0017 

4th Building 4 West Stair      0018 

4th Building 4 East Stair      0019 

4th Building 4 Outside 416      0020 

3rd Building 4 West Stair      0021 

3rd Building 4 East Stair      0022 

2nd Building 4 West Stair      0023 

2nd Building 4 East Stair      0024 

2nd Building 4 Inside Room 2031      0025 

2nd Building 4 Outside Service Elevator 

Lobby 

     0026 

1st Building 4 West Stair      0027 

1st Building 4 East Stair      0028 

1st Building 4 Passenger Elevator Lobby      0029 

1st Building 4 Reception 1031      0030 

Parking Building 4 East Stair      0031 

Parking Building 4 West Stair      0032 

10th-1st Building 4 Bathrooms      0033 

2nd Building 5 Breakroom      0034 

1st Building 5 Suite 1167 Reception Desk      0035 

Ground Building 5 EOC Conference Room      0036 
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4th Building 3 Stair      0037 

4th Building 3 Reception Desk      0038 

3rd Building 3 Stair      0039 

3rd Building 3 Reception Desk      0040 

2nd Building 3 Kitchen Prep Area      0041 

2nd Building 3 Kitchen Serving Area      0042 

1st Building 3 Stair      0043 

1st Building 3 Tag Office      0044 

Ground Building 3 Elevator Lobby      0045 

Ground Building 3 Hallway      0046 

3rd Building 2 Stair      0047 

3rd Building 2 Suite 3077 B Reception      0048 

2nd Building 2 Stair      0049 

2nd Building 2 Reception Desk      0050 

1st Building 2 Stair      0051 

1st Building 2 Suite 1113 A Reception      0052 

Ground Building 2 Stair      0053 

Ground Building 2 Suite G-118 Reception      0054 

2nd Building 1 Reception Desk      0055 

2nd Building 1 Stair      0056 

1st Building 1 Tax Commisioner Exit      0057 

1st Building 1 Tax Commisioner Reception      0058 

Ground Building 1 Bathroom      0059 

Ground Building 1 Suite G-119 Reception      0060 

3rd Building 5 Elevator Lobby      0061 

3rd Building 5 Stair      0062 

2nd Building 5 Stair      0063 

2nd Building 5 Elevator Lobby      0064 

1st Building 5 Stair      0065 

1st Building 5 Elevator Lobby      0066 

Ground Building 5 Elevator Lobby      0067 

Ground Building 5 Stair      0068 

Bathrooms Buildings 1,2,3, and 5      0069 

3rd Building 3 Near Office 3081 C      0070 

2nd Building 3 Kitchen Outside Janitor 

Closet 

     0071 

1st Building 3 Outside Suite 1111      0072 

1st Building 3 Suite 1047 Near Office 1052      0073 

3rd Building 2 Suite 3077 B      0074 

2nd Building 2 Near Electrical Room 2071      0075 
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Battery & Power Supply Testing 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 10th Building 4 Electrical Room 10010  33 12 13.6 13.5 

Sealed Lead Acid 10th Building 4 Electrical Room 10010  33 12 13.3 13.4 
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Building: Fulton County Government Center 
Control Panel: 2 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 9th Building 4 Electrical Room 9010  33 12 13.7 13.6 

Sealed Lead Acid 9th Building 4 Electrical Room 9010  33 12 13.6 13.5 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 7th Building 4 Electrical Room 7010  40 12 13.5 13.4 

Sealed Lead Acid 7th Building 4 Electrical Room 7010  40 12 13.5 13.4 
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Building: Fulton County Government Center 
Control Panel: 4 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 5th Building 4 Electrical Room 5010  33 12 13.5 13.4 

Sealed Lead Acid 5th Building 4 Electrical Room 5010  33 12 13.5 13.4 



MitecNet 49 01/30/2007 

 

 

Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 3rd Building 4 Electrical Room 3016  33 12 13.4 13.3 

Sealed Lead Acid 3rd Building 4 Electrical Room 3016  33 12 13.4 13.3 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 1st Building 4 Electrical Room  33 12 13.7 13.6 

Sealed Lead Acid 1st Building 4 Electrical Room  33 12 13.61

3.6 

13.5 
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Building: Fulton County Government Center 
Control Panel: 7 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 4th Building 3 Electrical Room 4018  33 12 13.5 13.4 

Sealed Lead Acid 4th Building 3 Electrical Room 4018  33 12 13.5 13.4 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Failed/Other 

Battery 

Sealed Lead Acid 2nd Building 3 Electrical Room Kitchen Date Expired 40 12   

Sealed Lead Acid 2nd Building 3 Electrical Room Kitchen Date Expired 40 12   
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Building: Fulton County Government Center 
Control Panel: 9 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 1st Building 3 Electrical Room 1118  33 12 13.3 13.2 

Sealed Lead Acid 1st Building 3 Electrical Room 1118  33 12 13.3 13.2 



MitecNet 54 01/30/2007 

 

 

Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 2nd Building 2 Electrical Room 2019  33 12 13.5 13.4 

Sealed Lead Acid 2nd Building 2 Electrical Room 2019  33 12 13.5 13.4 
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Building: Fulton County Government Center 
Control Panel: 11 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 1st Building 2 Electrical Room 1127  33 12 13.6 13.5 

Sealed Lead Acid 1st Building 2 Electrical Room 1127  33 12 13.6 13.5 
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Building: Fulton County Government Center 
Control Panel: 12 - Johnson Controls  

System 5000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 2nd Building 1 Electrical Room 2019  40 12 13.6 13.5 

Sealed Lead Acid 2nd Building 1 Electrical Room 2019  40 12 13.6 13.5 
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Inventory & Warranty Report 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Device or Item Category % of Inventory Quantity 

Smoke Detector Initiating 34% 222 

Pull Station Initiating 9% 57 

Heat Detector Initiating 10% 64 

Duct Detector Initiating 8% 55 

Battery Control 5% 32 

Control Panel Control 2% 16 

Handset Control 3% 20 

Phone Jack Control 8% 53 

Phone Station Control 1% 9 

Tamper Switch Supervisory 5% 30 

Waterflow Switch Initiating 4% 26 

Elevator Auxiliary 0% 2 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

EverOn 

Battery 2 EVA12-33J Sealed Lead Acid 08/01/2003 

In Service - 15 Years to 25 Years 
Elevator 1  Recall Alternate 01/01/1989 

Elevator 1  Recall Primary 01/01/1989 

Waterflow Switch 3   01/01/1989 

BRK 

Duct Detector 4 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 1  Fixed Temperature 01/01/1989 

Pull Station 1 MS-6 Single Action 01/01/1989 

Smoke Detector 29 PSD7155 Photoelectric 01/01/1989 

ITT 

Handset 20 M642  01/01/1989 

Phone Jack 53   01/01/1989 

Phone Station 4 L20-300-BX  01/01/1989 

Johnson Controls 

Pull Station 1 73303U Single Action 01/01/1989 

Soundolier Inc 

Phone Station 5 L20-300-BX  01/01/1989 
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Tamper Switch 3   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 2 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

Power-Sonic 

Battery 2 PS-12330 NB Sealed Lead Acid 07/17/2002 

In Service - 15 Years to 25 Years 
Waterflow Switch 4   01/01/1989 

BRK 

Duct Detector 4 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 2 PSD7155 Rate-of-Rise 01/01/1989 

Pull Station 4 MS-6 Single Action 01/01/1989 

Smoke Detector 1 PSD7155  01/01/1989 

Smoke Detector 33 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 5   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 90 Days - 1 Year 

Power-Sonic 

Battery 2 PS-12400 NB Sealed Lead Acid 04/10/2006 

In Service - 15 Years to 25 Years 
Waterflow Switch 4   01/01/1989 

BRK 

Duct Detector 6 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 2 PSD7155 Rate-of-Rise 01/01/1989 

Pull Station 4 MS-6 Single Action 01/01/1989 

Smoke Detector 14 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 3   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 4 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

EverOn 

Battery 2 EVA12-33J Sealed Lead Acid 08/15/2003 

In Service - 15 Years to 25 Years 
Waterflow Switch 4   01/01/1989 

BRK 

Duct Detector 6 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 2 PSD7155 Rate-of-Rise 01/01/1989 

Pull Station 5 MS-6 Single Action 01/01/1989 

Smoke Detector 14 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 4   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

Power-Sonic 

Battery 2 PS-12330 NB Sealed Lead Acid 07/01/2002 

In Service - 15 Years to 25 Years 
Waterflow Switch 4   01/01/1989 

BRK 

Duct Detector 4 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 2  Fixed Temperature 01/01/1989 

Pull Station 4 MS-6 Single Action 01/01/1989 

Smoke Detector 14 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 4   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

EverOn 

Battery 2 EVA12-33J Sealed Lead Acid 08/15/2003 

In Service - 15 Years to 25 Years 
Tamper Switch 1   01/01/1989 

Waterflow Switch 3   01/01/1989 

BRK 

Duct Detector 5 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 1 608A Fixed Temperature 01/01/1989 

FCI 

Heat Detector 5 PSD7155 Fixed Temperature 01/01/1989 

Pull Station 6 MS-6 Single Action 01/01/1989 

Smoke Detector 16 PSD7155 Photoelectric 01/01/1989 

System Sensor 

Duct Detector 1 DH400ACDC Photoelectric 01/01/1989 

 

Tamper Switch 4   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 7 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

Power-Sonic 

Battery 2 PS-12330 NB Sealed Lead Acid 09/14/2003 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 5 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 2 759G Fixed Temperature 01/01/1989 

Heat Detector 1 759G Rate-of-Rise 01/01/1989 

FCI 

Pull Station 3 MS-6 Single Action 01/01/1989 

Smoke Detector 26 PSD7155 Photoelectric 01/01/1989 

System Sensor 

Duct Detector 1 DH400ACDC Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 5 Years to 10 Years 

Power-Sonic 

Battery 2 PS-12400 Sealed Lead Acid 04/01/1999 

In Service - 15 Years to 25 Years 

Chemetron 

Heat Detector 9 759G Fixed Temperature 01/01/1989 

FCI 

Pull Station 2 MS-6 Single Action 01/01/1989 

Smoke Detector 4 PSD7155 Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 9 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

Power-Sonic 

Battery 1 PS-12330 NB Sealed Lead Acid 09/12/2003 

Battery 1 PS-12330 NB Sealed Lead Acid 09/05/2003 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 2 DH1851DC Photoelectric 01/01/1989 

EST 

Heat Detector 2 906 Fixed Temperature 01/01/1989 

FCI 

Pull Station 3 MS-6 Single Action 01/01/1989 

Smoke Detector 3 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 1   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 1 Year to 2 Years 

Power-Sonic 

Battery 2 PS-12400 NB Sealed Lead Acid 01/02/2006 

In Service - 15 Years to 25 Years 
Waterflow Switch 2   01/01/1989 

BRK 

Duct Detector 4 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 5 602 Fixed Temperature 01/01/1989 

FCI 

Pull Station 2 MS-6 Single Action 01/01/1989 

Smoke Detector 11 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 2   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 11 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 3 Years to 5 Years 

EverOn 

Battery 2 EVA12-33J Sealed Lead Acid 01/01/2004 

In Service - 15 Years to 25 Years 
Waterflow Switch 2   01/01/1989 

Chemetron 

Heat Detector 1 502 Rate-of-Rise 01/01/1989 

FCI 

Pull Station 1 MS-6 Single Action 01/01/1989 

Smoke Detector 7 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 2   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 12 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 90 Days - 1 Year 

Power-Sonic 

Battery 1 PS-12400 NB Sealed Lead Acid 02/27/2006 

Battery 1 PS-12400 NB Sealed Lead Acid 02/20/2006 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 5 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 16 604 Fixed Temperature 01/01/1989 

FCI 

Pull Station 3 MS-6 Single Action 01/01/1989 

Smoke Detector 8 PSD7155 Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 13 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 2 Years to 3 Years 

Power-Sonic 

Battery 2 PS-12400 NB Sealed Lead Acid 10/01/2004 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 2 DH1851DC Photoelectric 01/01/1989 

FCI 

Heat Detector 1 PSD7155 Rate-of-Rise 01/01/1989 

Pull Station 7 MS-6 Single Action 01/01/1989 

Smoke Detector 4 PSD7155 Photoelectric 01/01/1989 

 

Tamper Switch 1   10/20/1988 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 14 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 5 Years to 10 Years 

Power-Sonic 

Battery 2 PS-12400 Sealed Lead Acid 04/01/1999 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 5 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 1 501 Rate-of-Rise 01/01/1989 

Heat Detector 1 602 Fixed Temperature 01/01/1989 

Heat Detector 7 602 Rate-of-Rise 01/01/1989 

FCI 

Pull Station 2 MS-6 Single Action 01/01/1989 

Smoke Detector 20 PSD7155 Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 15 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 5 Years to 10 Years 

Power-Sonic 

Battery 2 PS-12400 Sealed Lead Acid 04/01/1999 

In Service - 15 Years to 25 Years 

FCI 

Pull Station 6 MS-6 Single Action 01/01/1989 

Smoke Detector 6 PSD7155 Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 
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Building: Fulton County Government Center 
Control Panel: 16 - Johnson Controls  

System 5000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Type Qty Model # Description Install Date 

In Service - 15 Years to 25 Years 

BRK 

Duct Detector 1 DH1851DC Photoelectric 01/01/1989 

Chemetron 

Heat Detector 3 602 Rate-of-Rise 01/01/1989 

FCI 

Pull Station 3 MS-6 Single Action 01/01/1989 

Smoke Detector 12 PSD7155 Photoelectric 01/01/1989 

Johnson Controls 

Control Panel 1 System 5000  10/20/1988 

Power-Sonic 

Battery 2 PS-12330 NB Sealed Lead Acid 10/20/1988 
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Zone Address Report 
Generated by: BuildingReports.com 

 

Building: Fulton County Government Center 
Control Panel: 1 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Smoke Detector 10th Building 4 West Stair Photoelectric 02718477 

Zone/Circuit: 10 

 Smoke Detector 10th Building 4 Service Elevator Lobby Photoelectric 02718478 

Zone/Circuit: 12 

 Smoke Detector 10th Building 4 Elevator Lobby Photoelectric 02718475 

 Smoke Detector 10th Building 4 Commissioners Elevator 

Lobby 

Photoelectric 04609248 

Zone/Circuit: 13 

 Smoke Detector 10th Building 4 Telephone Room 10005 Photoelectric 02882368 

 Smoke Detector 10th Building 4 Electrical Room 10009 Photoelectric 02718474 

 Smoke Detector 10th Building 4 Electrical Room 10010 Photoelectric 02718479 

Zone/Circuit: 14 

 Smoke Detector 10th Building 4 East Stair Photoelectric 02718471 

Zone/Circuit: 15 

 Pull Station 10th Building 4 East Stair Single Action 02718472 

Zone/Circuit: 17 

 Waterflow Switch 10th Building 4 West Stair  02880527 

Zone/Circuit: 18 

 Tamper Switch 10th Building 4 East Stair  02880526 

 Tamper Switch 10th Building 4 West Stair  02880512 

 Waterflow Switch 10th Building 4 East Stair  02880525 

Zone/Circuit: 2 

 Pull Station Penthouse Building 4 West Stair Single Action 02882369 

Zone/Circuit: 3 

 Duct Detector Penthouse Building 4 AHU 21 Photoelectric 02718457 

 Duct Detector Penthouse Building 4 AHU 22 Photoelectric 02718458 

Zone/Circuit: 4 

 Duct Detector Penthouse Building 4 AHU 22 Photoelectric 02718461 

 Duct Detector Penthouse Building 4 AHU 22 Photoelectric 02718462 

Zone/Circuit: 5 

 Heat Detector Penthouse Building 4 Elevator Equipment 

Room 

Fixed Temperature 02718468 
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 Smoke Detector Penthouse Building 4 Elevator Equipment 

Room 

Photoelectric 02718469 

Zone/Circuit: 6 

 Smoke Detector Penthouse Building 4 Large Elevator 

Room 

Photoelectric 02718463 

 Smoke Detector Penthouse Building 4 Large Elevator 

Room 

Photoelectric 02718465 

Zone/Circuit: 7 

 Smoke Detector Penthouse Building 4 Center Photoelectric 02718464 

 Smoke Detector Penthouse Building 4 Center Photoelectric 02718459 

 Smoke Detector Penthouse Building 4 East Photoelectric 02718450 

 Smoke Detector Penthouse Building 4 East Photoelectric 02718451 

 Smoke Detector Penthouse Building 4 East Photoelectric 02718452 

 Smoke Detector Penthouse Building 4 East Photoelectric 02718453 

 Smoke Detector Penthouse Building 4 Center Photoelectric 02718454 

 Smoke Detector Penthouse Building 4 Center Photoelectric 02718455 

 Smoke Detector Penthouse Building 4 Center Photoelectric 02718456 

 Smoke Detector Penthouse Building 4 West Photoelectric 04609326 

 Smoke Detector Penthouse Building 4 Center Photoelectric 04609328 

 Smoke Detector Penthouse Building 4 West Photoelectric 04609329 

Zone/Circuit: 8 

 Smoke Detector 10th Building 4 Elevator 3 Shaft Photoelectric 02083969 

 Smoke Detector 10th Building 4 Elevator 1 Shaft Photoelectric 02083970 

 Smoke Detector 10th Building 4 Elevator 5 Shaft Photoelectric 02083971 

 Smoke Detector 10th Building 4 Elevator 4 Shaft Photoelectric 02083972 

 Smoke Detector 10th Building 4 Elevator 2 Shaft Photoelectric 02083974 

 Smoke Detector 10th Building 4 Elevator 6 Shaft Photoelectric 02083975 

 Waterflow Switch 11th Building 4 West Stair  02880524 

Zone/Circuit: 9 

 Tamper Switch Penthouse Building 4 West Stair  02880513 
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Building: Fulton County Government Center 
Control Panel: 2 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Heat Detector 9th Building 4 West Mechanical Room Rate-of-Rise 02718419 

 Smoke Detector 9th Building 4 West Mechanical Room Photoelectric 02718420 

 Smoke Detector 9th Building 4 Service Elevator Lobby Photoelectric 02718446 

 Smoke Detector 9th Building 4 Telephone Room 9013 Photoelectric 02718447 

 Smoke Detector 9th Building 4 Electrical Room 9010 Photoelectric 02718449 

Zone/Circuit: 10 

 Tamper Switch 7th Building 4 West Stair  02880588 

 Waterflow Switch 9th Building 4 East Stair  04609465 

Zone/Circuit: 11 

 Tamper Switch 9th Building 4 West Stair  02880514 

 Tamper Switch 9th Building 4 East Stair  02880515 

Zone/Circuit: 12 

 Heat Detector 8th Building 4 West Mechanical Room Rate-of-Rise 02718398 

 Smoke Detector 8th Building 4 West Mechanical Room Photoelectric 02718399 

 Smoke Detector 8th Building 4 Service Elevator Lobby Photoelectric 02718396 

 Smoke Detector 8th Building 4 West Electrical Room  

8010 

Photoelectric 02718401 

 Smoke Detector 8th Building 4 West Telephone Room 

8013 

Photoelectric 02718406 

Zone/Circuit: 13 

 Duct Detector 8th Building 4 West Mechanical Room Photoelectric 02718397 

 Duct Detector 8th Building 4 West Mechanical Room Photoelectric 02718400 

Zone/Circuit: 14 

 Smoke Detector 8th Building 4 Elevator Lobby Photoelectric 02718402 

Zone/Circuit: 15 

 Smoke Detector 8th Building 4 East Electrical Room 8009 Photoelectric 02718403 

 Smoke Detector 8th Building 4 East Telephone Room 

8004 

Photoelectric 02718404 

Zone/Circuit: 16 

 Pull Station 8th Building 4 West Stair Single Action 02718394 

Zone/Circuit: 17 

 Pull Station 8th Building 4 East Stair Single Action 02718395 

Zone/Circuit: 18 

 Waterflow Switch 8th Building 4 West Stair  02882371 

Zone/Circuit: 19 

 Waterflow Switch 8th Building 4 East Stair  02880521 

Zone/Circuit: 2 
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 Pull Station 9th Building 4 West Stair Single Action 02718448 

Zone/Circuit: 20 

 Tamper Switch 8th Building 4 East Stair  02880516 

 Tamper Switch 8th Building 4 West Stair  02880517 

Zone/Circuit: 3 

 Duct Detector 9th Building 4 West Mechanical Room Photoelectric 02718417 

 Duct Detector 9th Building 4 West Mechanical Room Photoelectric 02718418 

Zone/Circuit: 4 

 Smoke Detector 9th Building 4 Elevator Lobby Photoelectric 02718445 

Zone/Circuit: 5 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718426 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718427 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

 02718428 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718429 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718430 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718431 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 02718432 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718433 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718434 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718435 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718436 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718437 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718438 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718439 

 Smoke Detector 9th Building 4 East Computer Room 

Office 

Photoelectric 02718440 

 Smoke Detector 9th Building 4 East Computer Room 

Office 

Photoelectric 02718441 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 02718442 

 Smoke Detector 9th Building 4 East Computer Room Photoelectric 04609423 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor 

Photoelectric 04609426 

 Smoke Detector 9th Building 4 East Computer Room 

Under Floor Office 

Photoelectric 04609455 

Zone/Circuit: 7 

 Smoke Detector 9th Building 4 East Telephone Room Photoelectric 02718422 

 Smoke Detector 9th Building 4 East Electrical Room Photoelectric 02718423 

Zone/Circuit: 8 

 Pull Station 9th Building 4 East Stair Single Action 02718421 

Zone/Circuit: 9 

 Waterflow Switch 9th Building 4 West Stair  02880523 
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Building: Fulton County Government Center 
Control Panel: 3 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Heat Detector 7th Building 4 Mechanical Room Rate-of-Rise 02719699 

 Smoke Detector 7th Building 4 Service Elevator Lobby Photoelectric 02719702 

 Smoke Detector 7th Building 4 West Telephone Room 

7013 

Photoelectric 02719703 

 Smoke Detector 7th Building 4 Mechanical Room Photoelectric 02719698 

 Smoke Detector 7th Building 4 Electrical Room 7010 Photoelectric 02718407 

Zone/Circuit: 10 

 Tamper Switch 7th Building 4 East Stair  02880564 

Zone/Circuit: 11 

 Smoke Detector 6th Building 4 Service Elevator Lobby Photoelectric 02718392 

 Smoke Detector 6th Building 4 West Mechanical Room Photoelectric 02718389 

 Smoke Detector 6th Building 4 West Telephone Room 

6013 

Photoelectric 02718385 

Zone/Circuit: 12 

 Heat Detector 6th Building 4 West Mechanical Room Rate-of-Rise 02718388 

 Pull Station 6th Building 4 West Stair Single Action 02718386 

 Smoke Detector 6th Building 4 Electrical Room 6010 Photoelectric 02718393 

Zone/Circuit: 13 

 Duct Detector 6th Building 4 West Mechanical Room Photoelectric 02718390 

 Duct Detector 6th Building 4 West Mechanical Room Photoelectric 02718391 

 Duct Detector 6th Building 4 West Mechanical Room Photoelectric 02718387 

Zone/Circuit: 14 

 Smoke Detector 6th Building 4 Elevator Lobby Photoelectric 02718415 

Zone/Circuit: 15 

 Smoke Detector 6th Building 4 Telephone Room 6004 Photoelectric 02718412 

 Smoke Detector 6th Building 4 Electrical Room 6009 Photoelectric 02718413 

Zone/Circuit: 16 

 Pull Station 6th Building 4 East Stair Single Action 02718411 

Zone/Circuit: 17 

 Waterflow Switch 6th Building 4 West Stair  02880543 

Zone/Circuit: 18 

 Waterflow Switch 6th Building 4 East Stair  02880544 

Zone/Circuit: 19 

 Tamper Switch 6th Building 4 West Stair  02880518 

 Tamper Switch 6th Building 4 East Stair  02880563 

Zone/Circuit: 2 

 Pull Station 7th Building 4 West Stair Single Action 02718405 
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Zone/Circuit: 3 

 Duct Detector 7th Building 4 Mechanical Room Photoelectric 02718384 

 Duct Detector 7th Building 4 Mechanical Room Photoelectric 02719700 

 Duct Detector 7th Building 4 Mechanical Room Photoelectric 02719701 

Zone/Circuit: 4 

 Smoke Detector 7th Building 4 Passenger Elevator Lobby Photoelectric 02719697 

Zone/Circuit: 6 

 Smoke Detector 7th Building 4 Electrical Room 7009 Photoelectric 02718408 

 Smoke Detector 7th Building 4 Telephone Room 7004 Photoelectric 02718409 

Zone/Circuit: 7 

 Pull Station 7th Building 4 East Stair Single Action 02718410 

Zone/Circuit: 8 

 Waterflow Switch 7th Building 4 West Stair  02880542 

Zone/Circuit: 9 

 Waterflow Switch 7th Building 4 East Stair  02880545 
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Building: Fulton County Government Center 
Control Panel: 4 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Heat Detector 5th Building 4 Mechanical Room Rate-of-Rise 02719692 

 Smoke Detector 5th Building 4 Mechanical Room Photoelectric 02719693 

 Smoke Detector 5th Building 4 Service Elevator Lobby Photoelectric 02719694 

 Smoke Detector 5th Building 4 Telephone Room 5013 Photoelectric 02719695 

 Smoke Detector 5th Building 4 Electrical Room 5013 Photoelectric 02719688 

Zone/Circuit: 10 

 Waterflow Switch 5th Building 4 West Stair  02880546 

Zone/Circuit: 11 

 Waterflow Switch 5th Building 4 East Stair  02880549 

 Pull Station 10th Building 4 East Stair Single Action 02718476 

Zone/Circuit: 12 

 Tamper Switch 5th Building 4 East Stair  02880565 

 Tamper Switch 5th Building 4 West Stair  02880587 

Zone/Circuit: 13 

 Heat Detector 4th Building 4 Mechanical Room Rate-of-Rise 02719677 

 Smoke Detector 4th Building 4 Service Elevator Lobby Photoelectric 02719673 

 Smoke Detector 4th Building 4 Mechanical Room Photoelectric 02719676 

 Smoke Detector 4th Building 4 Electrical Room 4010 Photoelectric 02719679 

 Smoke Detector 4th Building 4 Telephone Room 4013 Photoelectric 02719671 

Zone/Circuit: 14 

 Pull Station 4th Building 4 West Stair Single Action 02719672 

Zone/Circuit: 15 

 Duct Detector 4th Building 4 Mechanical Room Photoelectric 02719674 

 Duct Detector 4th Building 4 Mechanical Room Photoelectric 02719675 

 Duct Detector 4th Building 4 Mechanical Room Photoelectric 02719678 

Zone/Circuit: 16 

 Smoke Detector 4th Building 4 Elevator Lobby Photoelectric 02719680 

Zone/Circuit: 17 

 Smoke Detector 4th Building 4 Electrical Room 4009 Photoelectric 02719681 

 Smoke Detector 4th Building 4 Telephone Room 4004 Photoelectric 02719682 

Zone/Circuit: 18 

 Pull Station 4th Building 4 East Stair Single Action 02719683 

Zone/Circuit: 19 

 Waterflow Switch 4th Building 4 West Stair  02880547 

Zone/Circuit: 2 

 Pull Station 5th Building 4 East Stair Single Action 02719684 

 Pull Station 5th Building 4 West Stair Single Action 02719696 
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Zone/Circuit: 20 

 Waterflow Switch 4th Building 4 East Stair  02880548 

Zone/Circuit: 21 

 Tamper Switch 4th Building 4 East Stair  02880585 

 Tamper Switch 4th Building 4 West Stair  02880586 

Zone/Circuit: 3 

 Duct Detector 5th Building 4 Mechanical Room Photoelectric 02882401 

 Duct Detector 5th Building 4 Mechanical Room Photoelectric 02719690 

 Duct Detector 5th Building 4 Mechanical Room Photoelectric 02719691 

Zone/Circuit: 4 

 Smoke Detector 5th Building 4 Passenger Elevator Lobby Photoelectric 02719687 

Zone/Circuit: 8 

 Smoke Detector 5th Building 4 Telephone Room 5005 Photoelectric 02719685 

 Smoke Detector 5th Building 4 Electrical Room 5009 Photoelectric 02719686 
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Building: Fulton County Government Center 
Control Panel: 5 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Heat Detector 3rd Building 4 West Mechanical Room Fixed Temperature 02718379 

 Smoke Detector 3rd Building 4 Service Elevator Lobby Photoelectric 02718381 

 Smoke Detector 3rd Building 4 West Telephone Room 

3019 

Photoelectric 02718382 

 Smoke Detector 3rd Building 4 West Mechanical Room Photoelectric 02718377 

 Smoke Detector 3rd Building 4 Electrical Room 3016 Photoelectric 04609206 

Zone/Circuit: 10 

 Tamper Switch 3rd Building 4 East Stair  02880569 

 Tamper Switch 3rd Building 4 West Stair  02880566 

Zone/Circuit: 11 

 Heat Detector 2nd Building 4 West Mechanical Room Fixed Temperature 04609325 

 Smoke Detector 2nd Building 4 Electrical Room West Photoelectric 04609203 

 Smoke Detector 2nd Building 4 Telephone Room 2025 Photoelectric 04609204 

 Smoke Detector 2nd Building 4 Service Elevator Lobby Photoelectric 02718362 

 Smoke Detector 2nd Building 4 Mechanical Room West Photoelectric 02718363 

Zone/Circuit: 12 

 Pull Station 2nd Building 4 West Stair Single Action 02718361 

Zone/Circuit: 13 

 Duct Detector 2nd Building 4 Mechanical Room Photoelectric 02718365 

 Duct Detector 2nd Building 4 Mechanical Room Photoelectric 02718366 

Zone/Circuit: 14 

 Smoke Detector 2nd Building 4 Elevator Lobby Photoelectric 02718371 

Zone/Circuit: 15 

 Smoke Detector 2nd Building 4 Telephone Room 2004 Photoelectric 02718369 

 Smoke Detector 2nd Building 4 Electrical Room 2009 Photoelectric 02718367 

Zone/Circuit: 16 

 Pull Station 2nd Building 4 East Stair Single Action 02718368 

Zone/Circuit: 17 

 Waterflow Switch 2nd Building 4 West Stair  02880551 

Zone/Circuit: 18 

 Waterflow Switch 2nd Building 4 East Stair  02880552 

Zone/Circuit: 19 

 Tamper Switch 2nd Building 4 West Stair  02880567 

 Tamper Switch 2nd Building 4 East Stair  02880568 

Zone/Circuit: 2 

 Pull Station 3rd Building 4 West Stair Single Action 02718383 
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Zone/Circuit: 3 

 Duct Detector 3rd Building 4 Mechanical Room Photoelectric 02718378 

 Duct Detector 3rd Building 4 Mechanical Room Photoelectric 02718376 

Zone/Circuit: 4 

 Smoke Detector 3rd Building 4 Elevator Lobby Photoelectric 04609202 

Zone/Circuit: 6 

 Smoke Detector 3rd Building 4 Telephone Room East Photoelectric 02718373 

 Smoke Detector 3rd Building 4 Electrical Room 3008 Photoelectric 02718374 

Zone/Circuit: 7 

 Pull Station 3rd Building 4 East Stair Single Action 02718372 

Zone/Circuit: 8 

 Waterflow Switch 3rd Building 4 West Stair  02880550 

Zone/Circuit: 9 

 Waterflow Switch 3rd Building 4 East Stair  02880553 
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Building: Fulton County Government Center 
Control Panel: 6 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 09 

 Tamper Switch 1st Building 4 East Stair  02880573 

 Tamper Switch 1st Building 4 West Stair  04609252 

Zone/Circuit: 1 

 Heat Detector 1st Building 4 Mechanical Room Fixed Temperature 02719664 

 Smoke Detector 1st Building 4 Mechanical Room Photoelectric 02719662 

 Smoke Detector 1st Building 4 Electrical Room 1010 Photoelectric 02719663 

 Smoke Detector 1st Building 4 Telephone Room 1013 Photoelectric 02719658 

 Smoke Detector 1st Building 4 Service Elevator Lobby Photoelectric 02719659 

Zone/Circuit: 10 

 Smoke Detector Ground Building 4 Sevice Elevator Lobby Photoelectric 02719731 

Zone/Circuit: 11 

 Pull Station Ground Building 4 West Stair Single Action 02719732 

Zone/Circuit: 13 

 Duct Detector Ground Building 4 Mechanical Room 

G038B 

Photoelectric 02719749 

 Duct Detector Ground Building 4 Mechanical Room 

G038B 

Photoelectric 02719747 

Zone/Circuit: 14 

 Duct Detector Ground Building 4 Mechanical Room 

G044 

Photoelectric 02719742 

 Duct Detector Ground Building 4 Mechanical Room 

G044 

Photoelectric 02719670 

Zone/Circuit: 15 

 Heat Detector Ground Building 4 Pump Room G038A Fixed Temperature 02719750 

 Heat Detector Ground Building 4 Mechanical Room 

G028 

Fixed Temperature 02719734 

 Heat Detector Ground Building 4 Mechanical Room 

G028 

Fixed Temperature 02719736 

 Heat Detector Ground Building 4 Mechanical Room 

G038B 

Fixed Temperature 02719748 

 Smoke Detector Ground Building 4 Mechanical Room 

G028 

Photoelectric 02719735 

 Smoke Detector Ground Building 4 Mechanical Room 

G038B 

Photoelectric 02719746 

 Smoke Detector Ground Building 4 Mechanical Room 

G028 

Photoelectric 02719733 

Zone/Circuit: 16 

 Heat Detector Ground Building 4 Mechanical Room 

G044 

Fixed Temperature 02719740 
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 Smoke Detector Ground Building 4 Mechanical Room 

G044 

Photoelectric 02719739 

Zone/Circuit: 17 

 Smoke Detector Ground Building 4 Electrical Room G008 Photoelectric 02719743 

Zone/Circuit: 18 

 Pull Station Ground Building 4 East Stair Single Action 02719745 

Zone/Circuit: 19 

 Tamper Switch Ground Building 4 West Stair  02880555 

Zone/Circuit: 20 

 Waterflow Switch Ground Building 4 East Stair  02880556 

Zone/Circuit: 21 

 Tamper Switch Ground Building 4 West Stair  02880570 

 Tamper Switch Ground Building 4 East Stair  02880572 

Zone/Circuit: 22 

 Pull Station Ground Building 4 Elevator Lobby Single Action 02719738 

Zone/Circuit: 23 

 Smoke Detector Ground Building 4 Passenger Elevator 

Lobby 

Photoelectric 02719737 

Zone/Circuit: 24 

 Smoke Detector Ground Building 4 Telephone Room 

G004 

Photoelectric 02719744 

 Smoke Detector Ground Building 3 Service Elevator Lobby Photoelectric 02719755 

Zone/Circuit: 3 

 Duct Detector 1st Building 4 Mechanical Room Photoelectric 02719660 

 Duct Detector 1st Building 4 Mechanical Room Photoelectric 02719661 

Zone/Circuit: 4 

 Smoke Detector 1st Building 4 Passenger Elevator Lobby Photoelectric 02719665 

Zone/Circuit: 5 

 Smoke Detector 1st Building 4 Electrical Room 1008 Photoelectric 02719666 

 Smoke Detector 1st Building 4 Telephone Room 1003 Photoelectric 02719667 

Zone/Circuit: 6 

 Pull Station 1st Building 4 East Stair Single Action 02719668 

 Pull Station 1st Building 4 East Stair Single Action 02719669 

 Pull Station 1st Building 4 East Emergency Exit Single Action 02882376 

Zone/Circuit: 7 

 Waterflow Switch 1st Building 4 West Stair  02880554 

Zone/Circuit: 8 

 Waterflow Switch 1st Building 4 East Stair  02880557 
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Building: Fulton County Government Center 
Control Panel: 7 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Pull Station Penthouse Building 3 Single Action 02718322 

Zone/Circuit: 10 

 Duct Detector 3rd Building 3 Mechanical Room Photoelectric 02719710 

Zone/Circuit: 11 

 Smoke Detector 3rd Building 3 Electrical Room 3014 Photoelectric 02718317 

Zone/Circuit: 13 

 Smoke Detector 3rd Building 3 Mechanical Room Photoelectric 02718316 

Zone/Circuit: 14 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719711 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719712 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719713 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719714 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719715 

 Smoke Detector Catwalk Building 3 Walkway 4 Photoelectric 02719716 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719717 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719718 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719719 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719720 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719721 

 Smoke Detector Catwalk Building 3 Walkway 3 Photoelectric 02719722 

 Smoke Detector Catwalk Building 3 Walkway 2 Photoelectric 02719723 

 Smoke Detector Catwalk Building 3 Walkway 2 Photoelectric 02719724 

 Smoke Detector Catwalk Building 3 Walkway 2 Photoelectric 02719725 

 Smoke Detector Catwalk Building 3 Walkway 2 Photoelectric 02719726 

 Smoke Detector Catwalk Building 3 Walkway 1 Photoelectric 02719727 

 Smoke Detector Catwalk Building 3 Walkway 1 Photoelectric 02719728 

 Smoke Detector Catwalk Building 3 Walkway 1 Photoelectric 02719729 

 Smoke Detector Catwalk Building 3 Walkway 1 Photoelectric 02719730 

Zone/Circuit: 2 

 Duct Detector Penthouse Building 3 Mechanical Room Photoelectric 02718328 

 Duct Detector Penthouse Building 3 Mechanical Room Photoelectric 02718329 

Zone/Circuit: 3 

 Duct Detector 3rd Building 3 Conference Room Across 

From Mechanical Room 

Photoelectric 02718315 

 Duct Detector Penthouse Building 3 Mechanical Room Photoelectric 02718323 

 Duct Detector Penthouse Building 3 Mechanical Room Photoelectric 02718324 

Zone/Circuit: 4 

 Heat Detector Penthouse Building 3 Mechanical Room Fixed Temperature 02718325 

 Heat Detector Penthouse Building 3 Mechanical Room Rate-of-Rise 02718330 
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 Heat Detector Penthouse Building 3 Mechanical Room Fixed Temperature 02718331 

 Smoke Detector Penthouse Building 3 Mechanical Room Photoelectric 02718326 

 Smoke Detector Penthouse Building 3 Mechanical Room Photoelectric 02718327 

Zone/Circuit: 5 

 Pull Station 4th Building 3 South Stair Single Action 02718321 

Zone/Circuit: 6 

 Smoke Detector 4th Building 3 Electrical Room 4018 Photoelectric 02718319 

 Smoke Detector 4th Building 3 Telephone Room 4019 Photoelectric 02718320 

Zone/Circuit: 8 

 Pull Station 3rd Building 3 South Stair Single Action 02718318 
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Building: Fulton County Government Center 
Control Panel: 8 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Pull Station 2nd Building 3 Exit Single Action 02718314 

 Pull Station 2nd Building 3 Smoking Exit Single Action 02718310 

Zone/Circuit: 2 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718312 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718301 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718302 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718303 

 Heat Detector 2nd Building 3 Kitchen Drink Area Fixed Temperature 02718304 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718305 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718306 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718307 

 Heat Detector 2nd Building 3 Kitchen Fixed Temperature 02718308 

Zone/Circuit: 5 

 Smoke Detector 2nd Building 3 Electrical Room Photoelectric 02718300 

Zone/Circuit: 6 

 Smoke Detector 2nd Building 3 Elevator Lobby Photoelectric 02718313 

Zone/Circuit: 7 

 Smoke Detector 2nd Building 3 Juror Dining 2106 Photoelectric 02718311 

 Smoke Detector 2nd Building 3 Kitchen Office Photoelectric 02718309 
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Building: Fulton County Government Center 
Control Panel: 9 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Pull Station 1st Building 3 Stair Single Action 04609254 

Zone/Circuit: 11 

 Heat Detector Ground Building 3 Elevator Equipment 

Room G026 

Fixed Temperature 02718295 

 Smoke Detector Ground Building 3 Elevator Equipment 

Room G026 

Photoelectric 02718294 

Zone/Circuit: 13 

 Pull Station Ground Building 3 Near Parking Garage Single Action 04609260 

 Pull Station Ground Building 3 Outside Security G091 Single Action 02719754 

Zone/Circuit: 14 

 Tamper Switch Ground Building 3 Outside G026  02880511 

Zone/Circuit: 2 

 Duct Detector 1st Building 3 Mechanical Room 1140A Photoelectric 02718298 

 Duct Detector 1st Building 3 Mechanical Room 1140A Photoelectric 02718296 

Zone/Circuit: 3 

 Heat Detector 1st Building 3 Mechanical Room 1140A Fixed Temperature 02718297 

Zone/Circuit: 4 

 Smoke Detector 1st Building 4 Electrical Room 1118 Photoelectric 02719708 

Zone/Circuit: 5 

 Smoke Detector 1st Building 4 Elevator Lobby Photoelectric 02719709 
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Building: Fulton County Government Center 
Control Panel: 10 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Heat Detector Penthouse Building 2 Mechanical Room Fixed Temperature 02718348 

 Heat Detector Penthouse Building 2 Mechanical Room Fixed Temperature 02718349 

 Heat Detector Penthouse Building 2 Mechanical Room Fixed Temperature 02718353 

 Heat Detector Penthouse Building 2 Mechanical Room Fixed Temperature 02718354 

 Heat Detector Penthouse Building 2 Mechanical Room Fixed Temperature 02718346 

 Smoke Detector Penthouse Building 2 Mechanical Room Photoelectric 02718347 

 Smoke Detector Penthouse Building 2 Mechanical Room Photoelectric 02718350 

 Smoke Detector Penthouse Building 2 Mechanical Room Photoelectric 02718351 

 Smoke Detector Penthouse Building 2 Mechanical Room Photoelectric 02718352 

Zone/Circuit: 10 

 Smoke Detector 2nd Building 2 Telephone Room 2015 Photoelectric 02718342 

Zone/Circuit: 11 

 Pull Station 2nd Building 2 East Stair Single Action 02718341 

Zone/Circuit: 13 

 Waterflow Switch 2nd Building 2 Stair  02880532 

 Waterflow Switch 3rd Building 2 Stair  02880533 

Zone/Circuit: 14 

 Tamper Switch 2nd Building 2 Stair  02880507 

 Tamper Switch 3rd Building 2 Stair  02880506 

Zone/Circuit: 15 

 Smoke Detector 3rd Building 2 Elevator Shaft Photoelectric 02083976 

Zone/Circuit: 2 

 Duct Detector Penthouse Building 2 Mechanical Room 

AHU 12 

Photoelectric 02718345 

 Duct Detector Penthouse Building 2 Mechanical Room 

AHU 13 

Photoelectric 02718355 

 Duct Detector Penthouse Building 2 Mechanical Room Photoelectric 02718356 

Zone/Circuit: 3 

 Duct Detector Penthouse Building 2 Mechanical Room Photoelectric 02718344 

Zone/Circuit: 4 

 Smoke Detector 3rd Building 2 Elevator Lobby Photoelectric 02718358 

Zone/Circuit: 5 

 Smoke Detector 3rd Building 2 Electrical Room 3009 Photoelectric 02718357 

Zone/Circuit: 6 

 Smoke Detector 3rd Building 2 Telephone Room Photoelectric 02718359 

Zone/Circuit: 7 

 Pull Station 3rd Building 2 East Stair Single Action 02718360 
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Zone/Circuit: 8 

 Smoke Detector 2nd Building 2 Elevator Lobby Photoelectric 02718343 

Zone/Circuit: 9 

 Smoke Detector 2nd Building 2 Electrical Room 2019 Photoelectric 02718340 
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Building: Fulton County Government Center 
Control Panel: 11 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Smoke Detector 1st Building 2 Elevator Lobby 2019 Photoelectric 02718339 

 Heat Detector Ground Building 2 Elevator Machine 

Room 

Rate-of-Rise 02718334 

Zone/Circuit: 10 

 Tamper Switch 1st Building 2 Stair  02880508 

Zone/Circuit: 11 

 Waterflow Switch Ground Building 2 Stair  02880529 

Zone/Circuit: 2 

 Smoke Detector 1st Building 2 Electrical Room 1127 Photoelectric 02718332 

Zone/Circuit: 3 

 Smoke Detector 1st Building 2 Telephone Room Photoelectric 04609266 

Zone/Circuit: 4 

 Smoke Detector Ground Building 2 Elevator Lobby Photoelectric 02718337 

Zone/Circuit: 5 

 Smoke Detector Ground Building 2 Elevator Machine 

Room 

Photoelectric 02718335 

Zone/Circuit: 6 

 Smoke Detector Ground Building 2 Electrical Room Photoelectric 02718336 

Zone/Circuit: 7 

 Smoke Detector Ground Building 2 Telephone Room 

G025 

Photoelectric 02718333 

Zone/Circuit: 8 

 Pull Station Ground Building 2 Loading Dock Single Action 02719811 

Zone/Circuit: 9 

 Waterflow Switch 1st Building 2 Stair  02880531 

 Tamper Switch Ground Building 2 Stair  02880509 
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Building: Fulton County Government Center 
Control Panel: 12 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Duct Detector Penthouse Building 1 Mechanical Room Photoelectric 02718272 

 Duct Detector Penthouse Building 1 Mechanical Room Photoelectric 02718270 

Zone/Circuit: 2 

 Duct Detector Penthouse Building 1 Mechanical Room Photoelectric 02718271 

Zone/Circuit: 3 

 Duct Detector Penthouse Building 1 Mechanical Room Photoelectric 02718285 

 Duct Detector Penthouse Building 1 Mechanical Room Photoelectric 02718286 

Zone/Circuit: 4 

 Pull Station Penthouse Building 1 Single Action 02718293 

Zone/Circuit: 5 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718277 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718278 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718279 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718280 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718281 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718282 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718283 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718284 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718273 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718274 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718266 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718267 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718268 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718269 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718275 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718276 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718287 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718288 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718289 

 Smoke Detector Penthouse Building 1 Mechanical Room Photoelectric 02718290 

Zone/Circuit: 6 

 Pull Station 2nd Building 1 Front Entrance Single Action 02719704 

 Pull Station 2nd Building 1 Rear Exit Single Action 02719705 

Zone/Circuit: 7 

 Smoke Detector 2nd Building 1 Electrical Room 2071 Photoelectric 02719706 

Zone/Circuit: 8 

 Smoke Detector 2nd Building 1 Electrical Room 2071 Photoelectric 02719707 

Zone/Circuit: 9 
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 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718291 

 Heat Detector Penthouse Building 1 Mechanical Room Fixed Temperature 02718292 
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Building: Fulton County Government Center 
Control Panel: 13 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Pull Station 1st Building 1 South Exit Single Action 02718261 

Zone/Circuit: 10 

 Duct Detector Ground Building 1 Mechanical Room 

G018 

Photoelectric 02719759 

 Duct Detector Ground Building 1 Mechanical Room 

G018 

Photoelectric 02719760 

Zone/Circuit: 13 

 Heat Detector Ground Building 1 Mechanical Room 

G018 

Rate-of-Rise 02719761 

Zone/Circuit: 2 

 Pull Station 1st Building 1 Emergency Exit Single Action 02719781 

Zone/Circuit: 3 

 Smoke Detector 1st Building 1 Electrical Room 1068A Photoelectric 02718262 

 Tamper Switch Ground Building 1 Mechanical Room  02880510 

Zone/Circuit: 4 

 Smoke Detector 1st Building 1 Telephone Room 1068A Photoelectric 02718263 

Zone/Circuit: 5 

 Pull Station Ground Building 1 Reception Area Suite 

119 

Single Action 02719763 

 Pull Station Ground Building 1 Outside Suite 119 Single Action 02719764 

Zone/Circuit: 6 

 Pull Station Ground Building 1 Press Exit Single Action 02718264 

Zone/Circuit: 7 

 Pull Station Ground Building 1 Rear Emergency Exit Single Action 02719762 

Zone/Circuit: 8 

 Smoke Detector Ground Building 1 Electrical Room G021 Photoelectric 02719757 

Zone/Circuit: 9 

 Smoke Detector Ground Building 1 Electrical Room G021 Photoelectric 02719758 
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Building: Fulton County Government Center 
Control Panel: 14 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Duct Detector Penthouse Building 5 Mechanical Room 

AHU 27 

Photoelectric 02719776 

Zone/Circuit: 10 

 Smoke Detector 3rd Building 5 Computer Room Photoelectric 02719788 

 Smoke Detector 3rd Building 5 Computer Room Photoelectric 02719789 

 Smoke Detector 3rd Building 5 Computer Room Photoelectric 02719790 

Zone/Circuit: 11 

 Smoke Detector 3rd Building 5 911 Call-Center Photoelectric 02719783 

 Smoke Detector 3rd Building 5 911 Call-Center Photoelectric 02719784 

 Smoke Detector 3rd Building 5 911 Call-Center Photoelectric 02719785 

 Smoke Detector 3rd Building 5 911 Call-Center Photoelectric 02719786 

Zone/Circuit: 12 

 Smoke Detector 3rd Building 5 Electrical Room Photoelectric 02719782 

Zone/Circuit: 13 

 Smoke Detector 3rd Building 5 Elevator Lobby Photoelectric 02719791 

Zone/Circuit: 14 

 Smoke Detector 3rd Building 5 Elevator Shaft Photoelectric 02719869 

 Smoke Detector 3rd Building 5 Elevator Shaft Photoelectric 02719870 

Zone/Circuit: 15 

 Smoke Detector 3rd Building 5 Top of East Stair Photoelectric 02719793 

Zone/Circuit: 16 

 Pull Station 3rd Building 5 East Stair Single Action 02719792 

Zone/Circuit: 2 

 Duct Detector Penthouse Building 5 Mechanical Room 

AHU 28 

Photoelectric 02719769 

Zone/Circuit: 3 

 Duct Detector Penthouse Building 5 Mechanical Room 

AHU 29 

Photoelectric 02719777 

 Duct Detector Penthouse Building 5 Mechanical Room 

AHU 29 

Photoelectric 02719778 

Zone/Circuit: 4 

 Duct Detector Penthouse Building 5 Mechanical Room 

AHU 30 

Photoelectric 02719797 

Zone/Circuit: 5 

 Smoke Detector 3rd Building 5 Top of West Stair Photoelectric 02719794 

 Heat Detector Penthouse Building 5 Mechanical Room Fixed Temperature 02719795 

 Heat Detector Penthouse Building 5 Mechanical Room Rate-of-Rise 02719796 
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AHU 30 

 Heat Detector Penthouse Building 5 Mechanical Room 

AHU 30 

Rate-of-Rise 02719779 

 Heat Detector Penthouse Building 5 Mechanical Room 

AHU 30 

Rate-of-Rise 02719780 

 Heat Detector Penthouse Building 5 Mechanical Room Rate-of-Rise 02719768 

 Heat Detector Penthouse Building 5 Mechanical Room Rate-of-Rise 02719774 

 Heat Detector Penthouse Building 5 Mechanical Room 

EF 80 

Rate-of-Rise 02719771 

 Heat Detector Penthouse Building 5 Mechanical Room Rate-of-Rise 02719766 

 Heat Detector Penthouse Building 5 Mechanical Room Rate-of-Rise 02719751 

 Smoke Detector Penthouse Building 5 Mechanical Room 

EF 80 

Photoelectric 02719752 

 Smoke Detector Penthouse Building 5 Mechanical Room 

EF 80 

Photoelectric 02719753 

 Smoke Detector Penthouse Building 5 Mechanical Room 

AHU 27 

Photoelectric 02718265 

 Smoke Detector Penthouse Building 5 Mechanical Room Photoelectric 02719767 

 Smoke Detector Penthouse Building 5 Mechanical Room Photoelectric 02719772 

 Smoke Detector Penthouse Building 5 Mechanical Room Photoelectric 02719773 

 Smoke Detector Penthouse Building 5 Mechanical Room 

AHU 27 

Photoelectric 02719775 

Zone/Circuit: 7 

 Pull Station 3rd Building 5 Stair Single Action 02719787 
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Building: Fulton County Government Center 
Control Panel: 15 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Smoke Detector 2nd Building 5 Old Evidence Room Photoelectric 02719805 

Zone/Circuit: 10 

 Smoke Detector 1st Building 5 Telephone Lobby Photoelectric 02719808 

Zone/Circuit: 11 

 Smoke Detector 1st Building 5 Elevator Lobby Photoelectric 02719807 

Zone/Circuit: 12 

 Pull Station 1st Building 5 East Stair Single Action 02719806 

Zone/Circuit: 16 

 Pull Station 2nd Building 5 Street Entrance Single Action 02719802 

Zone/Circuit: 17 

 Pull Station 2nd Building 5 Main Entrance Single Action 02719801 

Zone/Circuit: 18 

 Pull Station 2nd Building 5 East Stair Single Action 02719804 

Zone/Circuit: 2 

 Pull Station 2nd Building 5 West Stair Single Action 02719799 

Zone/Circuit: 3 

 Smoke Detector 2nd Building 5 Room 2177A Photoelectric 02719798 

Zone/Circuit: 4 

 Smoke Detector 2nd Building 5 Telephone Room 2153 Photoelectric 02719800 

Zone/Circuit: 5 

 Smoke Detector 2nd Building 5 Elevator Lobby Photoelectric 02719803 

Zone/Circuit: 9 

 Pull Station 1st Building 5 West Stair Single Action 02719809 
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Building: Fulton County Government Center 
Control Panel: 16 - Johnson Controls  

System 5000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 1 

 Smoke Detector Ground Building 5 EOC Classroom Photoelectric 02719817 

 Smoke Detector Ground Building 5 EOC Classroom Photoelectric 02719818 

 Smoke Detector Ground Building 5 EOC Classroom Photoelectric 02719819 

 Smoke Detector Ground Building 5 EOC Classroom Photoelectric 02719820 

Zone/Circuit: 10 

 Heat Detector Ground Building 5 Breakroom G154 EOC Rate-of-Rise 02719828 

Zone/Circuit: 11 

 Smoke Detector Ground Building 5 Mens Rest Area G150 Photoelectric 02719824 

Zone/Circuit: 12 

 Smoke Detector Ground Building 5 Ladies Rest Area 

G149 

Photoelectric 02719823 

Zone/Circuit: 13 

 Pull Station Ground Building 5 East Stair Outside Exit Single Action 02719825 

Zone/Circuit: 17 

 Duct Detector Ground Building 5 Mechanical Room 

AHU 32 G168 

Photoelectric 02719814 

Zone/Circuit: 2 

 Pull Station Ground Building 5 West Outside EOC 

Stair 

Single Action 02719815 

Zone/Circuit: 3 

 Pull Station Ground Building 5 Elevator Lobby Exit Single Action 02719826 

Zone/Circuit: 4 

 Heat Detector Ground Building 5 Mechanical Room 

G155 

Rate-of-Rise 02719822 

Zone/Circuit: 5 

 Heat Detector Ground Building 5 Mechanical Room 

G168 

Rate-of-Rise 02719813 

 Smoke Detector Ground Building 5 Mechanical Room 

G168 

Photoelectric 02719812 

Zone/Circuit: 6 

 Smoke Detector Ground Building 5 Storage Room G169 Photoelectric 02719896 

Zone/Circuit: 7 

 Smoke Detector Ground Building 5 Main Telephone Room Photoelectric 02719827 

 Smoke Detector Ground Building 5 EOC Classroom Office Photoelectric 02719821 

Zone/Circuit: 8 

 Smoke Detector Ground Building 5 Electrical Room G166 Photoelectric 02719810 
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Zone/Circuit: 9 

 Smoke Detector Ground Building 5 Elevator Lobby Photoelectric 02719816 

 



Fire Alarm and Life Safety System 

Inspection Certificate 

For 

 Fulton County Auburn Avenue 

Library 

 

 101 Auburn Avenue, NE  

 Atlanta, GA 30303  

Tested to NFPA 72 Standards 

This Inspection was performed in accordance with applicable NFPA Standards.  The subsequent pages 

of this report provide performance measurements, listed ranges of acceptable results, and complete 

documentation of the inspection.  Whenever discrepancies exist between acceptable performance 

standards and actual test results, notes and/or recommended solutions have been proposed or provided 

for immediate review and approval. 

Inspection Date 

Jan 24, 2007 

Building: Fulton County Auburn Avenue Library Company: MitecNet 

Contact: Vijay Nair Contact: Matthew Ording 

Title: Chief Engineer Title: Inspector 
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Executive Summary 
Generated by: BuildingReports.com 

 
Building Information 

  Building: Fulton County Auburn Avenue Library Contact: Vijay Nair 

  Address: 101 Auburn Avenue, NE Phone: (404) 730-6586  

  Address:  Fax:  

  City/State/Zip: Atlanta, GA 30303  Mobile:  

  Country: United States of America Email: vijay.nair@co.fulton.ga.us  

Inspection Performed By 

  Company: MitecNet Inspector: Matthew Ording 

  Address: 4475 River Green Parkway  Phone: 770-813-5959  

  Address: Suite 300 Fax: 770-813-1818  

  City/State/Zip: Duluth, GA 30096  Mobile:  

  Country: United States of America Email: mording@mitecnet.com 

System Control Unit 

  Manufacturer: Edwards Inspection Date: 01/24/2007  IDC Style:  

  Model Number: ESA2000  Install Date: 01/01/1995 SLC Style:  

  Software Version:  Version Date: 10/28/2005 NAC Style:  

  Location: 1st Electrical Room Current Protection:  

Monitoring 

  Type:  Mfg:  Model #:  

  Test Time/Date:  Restore Time:  

Inspection Summary 

Category 
Total Items Serviced Passed Failed/Other 

Qty % Qty % Qty % Qty % 

  Auxiliary 2 1% 2 100% 2 100% 0 0% 

  Initiating 115 72% 115 100% 107 93% 8 7% 

  Supervisory 9 6% 9 100% 9 100% 0 0% 

  Control 26 16% 8 31% 8 100% 0 0% 

  Sound Test 8 5% 8 100% 8 100% 0 0% 

Totals 160 100% 142 89% 134 94% 8 6% 

Certification 

  Building: Fulton County Auburn Avenue Library  Company: MitecNet 

  Contact: Vijay Nair Inspector: Matthew Ording 

  

  Signed:  Signed:  
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Discrepancy Report 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Discrepancy Report consolidates each discrepancy listed within the various Testing sections of your Inspection. 

Discrepancies are listed by Category, and grouped by device type.  The description of the problem is provided and where 

appropriate, code references are listed for your convenience. Any item that was inspected that is listed on the Consumer 

Product Safety Commission's website and is subject to a recall by the manufacturer is included. 

Device Type  Manufacturer  ModelNumber  Date Qty 

Items listed for Recall by Manufacturer 

No recalled items found during this inspection. 

 ScanID  Location   Problem Address  Reference 

Initiating 

Duct Detector 

02880470 1st Mechanical Room Special Note 05 NFPA 72 7-1.1.2 

02880450 2nd Mechanical Room Special Note 11 NFPA 72 7-1.1.2 

02880416 3rd Mechanical Room Special Note 28 NFPA 72 7-1.1.2 

02880406 4th Mechanical Room Special Note 31 NFPA 72 7-1.1.2 

02880405 4th Mechanical Room Special Note 32 NFPA 72 7-1.1.2 

Smoke Detector 

02880268 1st Outside Janitor Room Failed Test 1 NFPA 72 Table 7-

2.2.13.g.1 

04609423 3rd Atrium Special Note 26 NFPA 72 7-1.1.2 

04609422 3rd Atrium Special Note 26 NFPA 72 7-1.1.2 

Code References 
NFPA 72 7-1.1.2 System defects and malfunctions shall be corrected. If a defect or malfunction is not corrected at the 

conclusion of system inspection, testing or maintenance, the system owner or the owner's 

representative shall be informed of the impairment in writing with 24 hours. 

NFPA 72 Table 7-

2.2.13.g.1 

The detectors shall be tested in place to ensure smoke entry into the sensing chamber and an alarm 

response. Testing with smoke or listed aerosol approved by the manufacturer shall be permited as 

acceptable test methods. Other methods approved by the manufacturer that ensure smoke entry into 

the sensing chamber shall be permitted. 
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Proposed Solutions Report 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Proposed Solution Report provides a solution for each discrepancy listed on the Discrepancy Report.  Provide a check 

mark where indicated to approve repairs listed within the report. Items listed as T/M are available for repair on a Time 

and Materials basis. 

 ScanID  Location   Solution  Model # Cost Fix 

Initiating 

Duct Detector 

02880470 1st Mechanical Room See 

notes/recommendat

ions 

6264B T/M 

02880450 2nd Mechanical Room See 

notes/recommendat

ions 

6264B T/M 

02880416 3rd Mechanical Room See 

notes/recommendat

ions 

6264B T/M 

02880406 4th Mechanical Room See 

notes/recommendat

ions 

6264B T/M 

02880405 4th Mechanical Room See 

notes/recommendat

ions 

6264B T/M 

Smoke Detector 

02880268 1st Outside Janitor Room Replace 6270B-003 $165.00 

04609423 3rd Atrium See 

notes/recommendat

ions 

6270B-003 T/M 

04609422 3rd Atrium See 

notes/recommendat

ions 

6270B-003 T/M 
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Notes & Recommendations 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue Library 

The Notes & Recommendations Report details additional inspection notes made by the Inspectors during the course of the 

building inspection. Notes are grouped by Category. 

General Note 
After re-enabling panel to test fire phones, audio and telephone amps remained in trouble and fire phones 

could not be tested. 

Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

ScanID Note Device Type Location Comment 

Initiating 
02880470 2 Duct Detector 1st Mechanical Room Special Note 

Led does not flash. 

02880268 3 Smoke Detector 1st Outside Janitor Room Failed Test 

Device failed to go into alarm. 

02880450 4 Duct Detector 2nd Mechanical Room Special Note 

Led does not flash. 

02880416 5 Duct Detector 3rd Mechanical Room Special Note 

Led does not flash. 

04609422 6 Smoke Detector 3rd Atrium Special Note 

Device too high to test. 

04609423 7 Smoke Detector 3rd Atrium Special Note 

Device too high to test. 

02880405 8 Duct Detector 4th Mechanical Room Special Note 

Led does not flash. 

02880406 9 Duct Detector 4th Mechanical Room Special Note 

Led does not flash. 
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Inspection & Testing 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Inspection & Testing section lists all of the items inspected in your building.  Items are grouped by Passed or 

Failed/Other. Items are listed by Category. Each item includes the services performed, and the time & date at which 

testing occurred. 
 

Device Type Location Service Time Date 

Passed 

Auxiliary 

Elevator 1st Floor Tested 11:42:39 AM 01/24/2007 

Elevator 2nd Floor Tested 11:42:46 AM 01/24/2007 

Control 

Annunciator 1st Lobby Tested 11:18:37 AM 01/24/2007 

Battery 1st Electrical Room Tested 8:18:40 AM 01/24/2007 

Battery 1st Electrical Room Tested 11:27:30 AM 01/24/2007 

Battery 1st Electrical Room Tested 11:27:46 AM 01/24/2007 

Battery 1st Electrical Room Tested 11:27:50 AM 01/24/2007 

Battery 1st Electrical Room Tested 11:27:56 AM 01/24/2007 

Battery 1st Electrical Room Tested 11:29:02 AM 01/24/2007 

Control Panel 1st Electrical Room Tested 8:13:41 AM 01/24/2007 

Initiating 

Duct Detector 3rd Mechanical Room Tested/Cleaned 9:16:14 AM 01/24/2007 

Duct Detector 4th Mechanical Room Tested/Cleaned 8:40:37 AM 01/24/2007 

Pull Station 1st Elevator Lobby Tested 10:26:22 AM 01/24/2007 

Pull Station 1st Rear Exit Tested 10:27:06 AM 01/24/2007 

Pull Station 1st Art Room Tested 10:35:33 AM 01/24/2007 

Pull Station 1st Book Area Exit Tested 10:52:28 AM 01/24/2007 

Pull Station 1st Loading Dock Exit Tested 11:01:30 AM 01/24/2007 

Pull Station 1st Rear Service Corridor Tested 11:02:03 AM 01/24/2007 

Pull Station 1st Front Entrance Tested 11:08:50 AM 01/24/2007 

Pull Station 1st Stair 1 Exit Tested 11:12:47 AM 01/24/2007 

Pull Station 2nd Center Stair Tested 9:51:02 AM 01/24/2007 

Pull Station 2nd Stair 1 Tested 9:53:22 AM 01/24/2007 

Pull Station 2nd Stair 3 Tested 10:09:38 AM 01/24/2007 

Pull Station 2nd Service Elevator Lobby Tested 10:10:55 AM 01/24/2007 

Pull Station 2nd Storage Room Tested 10:17:26 AM 01/24/2007 

Pull Station 3rd Elevator Lobby Tested 9:08:31 AM 01/24/2007 

Pull Station 3rd Stair 1 Tested 9:10:00 AM 01/24/2007 

Pull Station 3rd Stair 3 Tested 9:30:30 AM 01/24/2007 

Pull Station 3rd Service Elevator Lobby Tested 9:39:55 AM 01/24/2007 

Pull Station 3rd Book Storage Tested 9:39:56 AM 01/24/2007 

Pull Station 4th Stair 1 Tested 8:36:16 AM 01/24/2007 

Pull Station 4th Elevator Lobby Tested 9:01:51 AM 01/24/2007 

Pull Station 4th Stair 2 Tested 9:04:55 AM 01/24/2007 

Smoke Detector 1st Art Room Tested/Cleaned 10:32:53 AM 01/24/2007 
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Device Type Location Service Time Date 

Smoke Detector 1st Art Room Tested/Cleaned 10:34:04 AM 01/24/2007 

Smoke Detector 1st Art Room Tested/Cleaned 10:38:15 AM 01/24/2007 

Smoke Detector 1st Elevator Lobby Tested/Cleaned 10:41:57 AM 01/24/2007 

Smoke Detector 1st Front Lobby Tested/Cleaned 10:42:53 AM 01/24/2007 

Smoke Detector 1st Computer Area Tested/Cleaned 10:44:44 AM 01/24/2007 

Smoke Detector 1st Computer Area Tested/Cleaned 10:45:43 AM 01/24/2007 

Smoke Detector 1st Computer Area Tested/Cleaned 10:46:40 AM 01/24/2007 

Smoke Detector 1st Book Area Tested/Cleaned 10:48:10 AM 01/24/2007 

Smoke Detector 1st Book Area Tested/Cleaned 10:49:21 AM 01/24/2007 

Smoke Detector 1st Book Area Tested/Cleaned 10:50:20 AM 01/24/2007 

Smoke Detector 1st Book Area Tested/Cleaned 10:51:31 AM 01/24/2007 

Smoke Detector 1st Office Hallway Tested/Cleaned 10:55:10 AM 01/24/2007 

Smoke Detector 1st Francines Office Tested/Cleaned 10:56:10 AM 01/24/2007 

Smoke Detector 1st Kitchen Tested/Cleaned 10:57:21 AM 01/24/2007 

Smoke Detector 1st Asst Directors Office Tested/Cleaned 10:58:46 AM 01/24/2007 

Smoke Detector 1st Ms. Strongs Office Tested/Cleaned 10:59:17 AM 01/24/2007 

Smoke Detector 1st Rear Service Corridor Tested/Cleaned 11:03:07 AM 01/24/2007 

Smoke Detector 1st Mechanical Room in Service Corridor Tested/Cleaned 11:04:24 AM 01/24/2007 

Smoke Detector 1st Large Office Area Tested/Cleaned 11:05:27 AM 01/24/2007 

Smoke Detector 1st Large Office Area Tested/Cleaned 11:06:23 AM 01/24/2007 

Smoke Detector 1st Janitor Room Tested/Cleaned 11:14:47 AM 01/24/2007 

Smoke Detector 1st Reference Desk Tested/Cleaned 11:15:59 AM 01/24/2007 

Smoke Detector 1st Electrical Room Tested/Cleaned 11:17:08 AM 01/24/2007 

Smoke Detector 1st Display Room Tested/Cleaned 11:20:06 AM 01/24/2007 

Smoke Detector 1st Room Inside Mechanical Tested/Cleaned 11:23:02 AM 01/24/2007 

Smoke Detector 2nd Elevator Lobby Tested/Cleaned 9:51:24 AM 01/24/2007 

Smoke Detector 2nd Outside Janitors Room Tested/Cleaned 9:52:31 AM 01/24/2007 

Smoke Detector 2nd Inside Janitors Room Tested/Cleaned 9:53:35 AM 01/24/2007 

Smoke Detector 2nd Electrical Room Tested/Cleaned 9:54:58 AM 01/24/2007 

Smoke Detector 2nd Lobby Tested/Cleaned 9:59:44 AM 01/24/2007 

Smoke Detector 2nd Archives Area Tested/Cleaned 10:01:32 AM 01/24/2007 

Smoke Detector 2nd Conference Room Tested/Cleaned 10:01:58 AM 01/24/2007 

Smoke Detector 2nd Archives Area Tested/Cleaned 10:02:52 AM 01/24/2007 

Smoke Detector 2nd Archives Area Tested/Cleaned 10:03:41 AM 01/24/2007 

Smoke Detector 2nd Archives Area Tested/Cleaned 10:04:07 AM 01/24/2007 

Smoke Detector 2nd Study Room 1 Tested/Cleaned 10:04:46 AM 01/24/2007 

Smoke Detector 2nd Study Room 2 Tested/Cleaned 10:05:32 AM 01/24/2007 

Smoke Detector 2nd Study Room 3 Tested/Cleaned 10:06:18 AM 01/24/2007 

Smoke Detector 2nd Office Area Tested/Cleaned 10:07:51 AM 01/24/2007 

Smoke Detector 2nd Office Area Tested/Cleaned 10:08:28 AM 01/24/2007 

Smoke Detector 2nd Service Elevator Lobby Tested/Cleaned 10:10:20 AM 01/24/2007 

Smoke Detector 2nd Book Storage Tested/Cleaned 10:18:40 AM 01/24/2007 

Smoke Detector 2nd Book Storage Tested/Cleaned 10:19:43 AM 01/24/2007 

Smoke Detector 2nd Book Storage Tested/Cleaned 10:21:49 AM 01/24/2007 

Smoke Detector 2nd Book Storagqe Tested/Cleaned 10:22:45 AM 01/24/2007 

Smoke Detector 2nd Book Storagqe Tested/Cleaned 10:23:33 AM 01/24/2007 

Smoke Detector 3rd Elevator Lobby Tested/Cleaned 9:07:57 AM 01/24/2007 

Smoke Detector 3rd Outside Janitors Room Tested/Cleaned 9:10:26 AM 01/24/2007 

Smoke Detector 3rd Inside Janitors Room Tested/Cleaned 9:10:54 AM 01/24/2007 

Smoke Detector 3rd Electrical Room Tested/Cleaned 9:12:51 AM 01/24/2007 

Smoke Detector 3rd Outside Lounge Tested/Cleaned 9:20:00 AM 01/24/2007 

Smoke Detector 3rd Lounge Tested/Cleaned 9:20:43 AM 01/24/2007 
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Device Type Location Service Time Date 

Smoke Detector 3rd Lounge Tested/Cleaned 9:21:18 AM 01/24/2007 

Smoke Detector 3rd Lounge Tested/Cleaned 9:22:10 AM 01/24/2007 

Smoke Detector 3rd Lounge Tested/Cleaned 9:23:19 AM 01/24/2007 

Smoke Detector 3rd Study Room 1 Tested/Cleaned 9:23:43 AM 01/24/2007 

Smoke Detector 3rd Study Room 2 Tested/Cleaned 9:24:21 AM 01/24/2007 

Smoke Detector 3rd Study Room 3 Tested/Cleaned 9:24:59 AM 01/24/2007 

Smoke Detector 3rd Office Area Tested/Cleaned 9:28:30 AM 01/24/2007 

Smoke Detector 3rd Service Elevator Lobby Tested/Cleaned 9:35:17 AM 01/24/2007 

Smoke Detector 3rd Book Storage Tested/Cleaned 9:40:41 AM 01/24/2007 

Smoke Detector 3rd Book Storage Tested/Cleaned 9:41:42 AM 01/24/2007 

Smoke Detector 3rd Book Storage Tested/Cleaned 9:42:51 AM 01/24/2007 

Smoke Detector 3rd Book Storage Tested/Cleaned 9:43:41 AM 01/24/2007 

Smoke Detector 3rd Office Area Tested/Cleaned 9:44:33 AM 01/24/2007 

Smoke Detector 3rd Book Storage Tested/Cleaned 9:45:06 AM 01/24/2007 

Smoke Detector 3rd Inside Stair 3 Tested/Cleaned 9:45:19 AM 01/24/2007 

Smoke Detector 3rd Conference Room Tested/Cleaned 9:46:37 AM 01/24/2007 

Smoke Detector 4th Outside Janitor Room Tested/Cleaned 8:37:34 AM 01/24/2007 

Smoke Detector 4th Outer Room 2 Tested/Cleaned 8:38:12 AM 01/24/2007 

Smoke Detector 4th Electrical Room Tested/Cleaned 8:51:11 AM 01/24/2007 

Smoke Detector 4th Inside Janitor Room Tested/Cleaned 8:53:02 AM 01/24/2007 

Smoke Detector 4th Elevator Lobby Tested/Cleaned 8:53:29 AM 01/24/2007 

Smoke Detector 4th Room 2 Tested/Cleaned 8:54:24 AM 01/24/2007 

Smoke Detector 4th Room 1 Tested/Cleaned 8:56:41 AM 01/24/2007 

Smoke Detector 4th Auditorium Tested/Cleaned 8:58:26 AM 01/24/2007 

Smoke Detector 4th Auditorium Tested/Cleaned 9:00:16 AM 01/24/2007 

Smoke Detector 4th Auditorium Tested/Cleaned 9:00:23 AM 01/24/2007 

Smoke Detector 4th Hallway Tested/Cleaned 9:03:14 AM 01/24/2007 

Smoke Detector 4th Hallway Tested/Cleaned 9:03:41 AM 01/24/2007 

Waterflow Switch 2nd Mechanical Room Tested 9:58:46 AM 01/24/2007 

Waterflow Switch 3rd Mechanical Room Tested 9:18:04 AM 01/24/2007 

Waterflow Switch 4th Mechanical Room Tested 8:50:04 AM 01/24/2007 

Supervisory 

Tamper Switch 1st Mechanical Room Tested 8:22:11 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:23:53 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:26:00 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:26:17 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:26:31 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:26:44 AM 01/24/2007 

Tamper Switch 1st Mechanical Room Tested 8:26:50 AM 01/24/2007 

Tamper Switch 3rd Mechanical Room Tested 9:17:30 AM 01/24/2007 

Tamper Switch 4th Mechanical Room Tested 8:43:52 AM 01/24/2007 

Failed/Other 

Initiating 

Duct Detector 1st Mechanical Room Tested/Cleaned 11:34:57 AM 01/24/2007 

Duct Detector 2nd Mechanical Room Tested/Cleaned 11:40:26 AM 01/24/2007 

Duct Detector 3rd Mechanical Room Tested/Cleaned 9:15:09 AM 01/24/2007 

Duct Detector 4th Mechanical Room Tested/Cleaned 8:47:17 AM 01/24/2007 

Duct Detector 4th Mechanical Room Tested/Cleaned 8:49:18 AM 01/24/2007 

Smoke Detector 1st Outside Janitor Room Tested/Cleaned 11:11:24 AM 01/24/2007 

Smoke Detector 3rd Atrium Bypassed 11:40:48 AM 01/24/2007 
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Device Type Location Service Time Date 

Smoke Detector 3rd Atrium Bypassed 11:41:03 AM 01/24/2007 

Untested 

Control 

Handset 1st Electrical Room Near Fire Panel    

Handset 1st Electrical Room Near Fire Panel    

Handset 1st Electrical Room Near Fire Panel    

Handset 1st Electrical Room Near Fire Panel    

Handset 1st Electrical Room Near Fire Panel    

Handset 1st Electrical Room Near Fire Panel    

Phone Jack 1st Stair 1    

Phone Jack 1st Stair 2    

Phone Jack 1st Stair 3    

Phone Jack 1st Elevator Lobby    

Phone Jack 2nd Elevator Lobby    

Phone Jack 2nd Stair 1    

Phone Jack 2nd Stair 3    

Phone Jack 3rd Stair 1    

Phone Jack 3rd Elevator Lobby    

Phone Jack 4th Elevator Lobby    

Phone Jack 4th Stair 1    

Phone Station 1st Lobby    
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Auxiliary Functions Testing 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Auxiliary Functions Testing section lists each of the ancillary items, systems, and emergency equipment that are 

controlled by the system control unit. Items are grouped by Passed or Failed/Other. The items are listed by device type, 

and a check box is provided to indicate if the test conducted was simulated. 

Type Location Comment ScanID Simulated 

Passed 

Elevator 

Recall Alternate 1st Floor Passed 04609424 

Recall Primary 2nd Floor Passed 04609425 
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Sound and Visual Testing 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue Library 

The Sound Test section lists various points throughout your building where specific decibel readings were recorded.  Items 

are grouped by Passed or Failed/Other. The Voice column indicates whether the Sound Test Point passed the Voice 

Intelligibility requirements. The STI or Sound Transmission Index is shown if recorded. 

  Location    Comment 

Ambient

 dB 

Alarm

 dB 

 Intelligibility Sound 

Test Voice STI 

Passed 

Sound Test Points 

1st Elevator Lobby  45 86   0001 

1st Stair 2  45 79   0002 

2nd Elevator Lobby  45 79   0003 

2nd Stair 2  45 81   0004 

3rd Elevator Lobby  45 83   0005 

3rd Stair 2  45 80   0006 

4th Elevator Lobby  45 79   0007 

4th Stair 2  45 81   0008 
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Battery & Power Supply Testing 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Control & Power Testing section details the readings and measurements of batteries and power supplies used to 

provide power to the fire alarm and life safety systems. Items are grouped by Passed or Failed/Other. 

Type Location Comment Amps Volts 

Pre 

Test 

Post 

Test 

Passed 

Battery 

Sealed Lead Acid 1st Electrical Room  18 12 13.6 13.5 

Sealed Lead Acid 1st Electrical Room  18 12 13.7 13.6 

Sealed Lead Acid 1st Electrical Room  18 12 13.6 13.5 

Sealed Lead Acid 1st Electrical Room  18 12 13.5 13.4 

Sealed Lead Acid 1st Electrical Room  18 12 13.6 13.5 

Sealed Lead Acid 1st Electrical Room  18 12 13.4 13.3 
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Inventory & Warranty Report 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Inventory & Warranty Report lists each of the devices and items that are included in your Inspection Report. A 

complete inventory count by device type and category is provided.  Items installed within the last 90 days, within the last 

year, and devices installed for two years or more are grouped together for easy reference. 

Device or Item Category % of Inventory Quantity 

Phone Station Control 1% 1 

Phone Jack Control 7% 11 

Handset Control 4% 6 

Control Panel Control 1% 1 

Battery Control 4% 6 

Tamper Switch Supervisory 6% 9 

Pull Station Initiating 13% 21 

Smoke Detector Initiating 52% 84 

Duct Detector Initiating 4% 7 

Waterflow Switch Initiating 2% 3 

Annunciator Control 1% 1 

Elevator Auxiliary 1% 2 

Type Qty Model # Description Install Date 

In Service - 1 Year to 2 Years 

Power-Sonic 

Battery 2 PS12180NB Sealed Lead Acid 01/24/2006 

In Service - 5 Years to 10 Years 
Tamper Switch 9   01/01/2002 

Waterflow Switch 3   01/01/2002 

Edwards 

Duct Detector 7 6264B Ionization 01/01/2002 

Pull Station 21 278B-1110 Dual Action 01/01/2002 

Smoke Detector 84 6270B-003 Combination 01/01/2002 

Power-Sonic 

Battery 4 PS-12180 NB Sealed Lead Acid 01/01/2002 

In Service - 10 Years to 15 Years 
Elevator 1  Recall Alternate 01/01/1995 

Elevator 1  Recall Primary 01/01/1995 

Edwards 

Control Panel 1 ESA2000  01/01/1995 

Handset 6   01/01/1995 

Phone Jack 11   01/01/1995 

Phone Station 1 28314-0000  01/01/1995 

WSA 

Annunciator 1 FAA-100 Graphic Map 01/01/1995 
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Zone Address Report 
Generated by: BuildingReports.com 

 
Building: Fulton County Auburn Avenue 

Library 
Control Panel: 1 - Edwards  ESA2000 

The Zone Address Report lists all of the devices and items that have an individual address, or are grouped together under 

a common zone.  The device type, location, and description are included for your reference. 

Address Device Type Location Description ScanID 

Zone/Circuit: 05 

 Duct Detector 1st Mechanical Room Ionization 02880470 

Zone/Circuit: 06 

 Pull Station 2nd Stair 1 Dual Action 02880446 

 Smoke Detector 2nd Outside Janitors Room Combination 02880447 

 Smoke Detector 2nd Inside Janitors Room Combination 02880448 

 Smoke Detector 2nd Electrical Room Combination 02880449 

 Smoke Detector 2nd Lobby Combination 02880451 

Zone/Circuit: 07 

 Pull Station 2nd Stair 3 Dual Action 02880462 

 Pull Station 2nd Service Elevator Lobby Dual Action 02880463 

 Pull Station 2nd Storage Room Dual Action 04609327 

 Smoke Detector 2nd Archives Area Combination 02880452 

 Smoke Detector 2nd Conference Room Combination 02880453 

 Smoke Detector 2nd Archives Area Combination 02880454 

 Smoke Detector 2nd Archives Area Combination 02880455 

 Smoke Detector 2nd Archives Area Combination 02880456 

 Smoke Detector 2nd Study Room 1 Combination 02880457 

 Smoke Detector 2nd Study Room 2 Combination 02880458 

 Smoke Detector 2nd Study Room 3 Combination 02880459 

 Smoke Detector 2nd Office Area Combination 02880460 

 Smoke Detector 2nd Office Area Combination 02880461 

Zone/Circuit: 08 

 Smoke Detector 2nd Service Elevator Lobby Combination 02880464 

Zone/Circuit: 09 

 Smoke Detector 3rd Book Storage Combination 02880433 

 Smoke Detector 3rd Book Storage Combination 02880434 

 Smoke Detector 3rd Book Storage Combination 02880435 

 Smoke Detector 3rd Book Storage Combination 02880436 

 Smoke Detector 3rd Book Storage Combination 02880437 

Zone/Circuit: 1 

 Pull Station 1st Stair 1 Exit Dual Action 02880269 

 Pull Station 1st Art Room Dual Action 02880277 

 Smoke Detector 1st Art Room Combination 02880279 

 Smoke Detector 1st Electrical Room Combination 02880266 

 Smoke Detector 1st Outside Janitor Room Combination 02880268 

 Smoke Detector 1st Art Room Combination 02880275 
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 Smoke Detector 1st Art Room Combination 02880276 

 Smoke Detector 1st Janitor Room Combination 02880270 

 Smoke Detector 1st Room Inside Mechanical Combination 04609331 

Zone/Circuit: 11 

 Duct Detector 2nd Mechanical Room Ionization 02880450 

Zone/Circuit: 12 

 Smoke Detector 3rd Service Elevator Lobby Combination 02880440 

Zone/Circuit: 18 

 Waterflow Switch 2nd Mechanical Room  02880483 

Zone/Circuit: 19 

 Tamper Switch 3rd Mechanical Room  02880481 

 Waterflow Switch 3rd Mechanical Room  02880482 

Zone/Circuit: 2 

 Pull Station 1st Front Entrance Dual Action 02880265 

 Pull Station 1st Rear Exit Dual Action 02880278 

 Pull Station 1st Elevator Lobby Dual Action 02880281 

 Smoke Detector 1st Display Room Combination 02880280 

 Smoke Detector 1st Front Lobby Combination 02880271 

Zone/Circuit: 21 

 Smoke Detector 1st Elevator Lobby Combination 02880272 

Zone/Circuit: 22 

 Smoke Detector 2nd Elevator Lobby Combination 02880273 

Zone/Circuit: 23 

 Smoke Detector 3rd Elevator Lobby Combination 02880421 

Zone/Circuit: 24 

 Smoke Detector 4th Elevator Lobby Combination 02880304 

Zone/Circuit: 25 

 Smoke Detector 3rd Inside Stair 3 Combination 02880442 

Zone/Circuit: 26 

 Pull Station 3rd Elevator Lobby Dual Action 02880414 

 Pull Station 3rd Stair 1 Dual Action 02880420 

 Smoke Detector 3rd Outside Janitors Room Combination 02880418 

 Smoke Detector 3rd Inside Janitors Room Combination 02880419 

 Smoke Detector 3rd Atrium Combination 04609422 

 Smoke Detector 3rd Atrium Combination 04609423 

 Smoke Detector 3rd Electrical Room Combination 02880415 

 Smoke Detector 3rd Outside Lounge Combination 02880424 

Zone/Circuit: 27 

 Duct Detector 3rd Mechanical Room Ionization 02880417 

Zone/Circuit: 28 

 Duct Detector 3rd Mechanical Room Ionization 02880416 

Zone/Circuit: 29 

 Pull Station 3rd Book Storage Dual Action 02880438 

 Pull Station 3rd Service Elevator Lobby Dual Action 02880439 

 Pull Station 3rd Stair 3 Dual Action 02880441 
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 Smoke Detector 3rd Office Area Combination 02880443 

 Smoke Detector 3rd Office Area Combination 02880444 

 Smoke Detector 3rd Conference Room Combination 02880445 

 Smoke Detector 3rd Lounge Combination 02880425 

 Smoke Detector 3rd Lounge Combination 02880426 

 Smoke Detector 3rd Lounge Combination 02880428 

 Smoke Detector 3rd Lounge Combination 02880429 

 Smoke Detector 3rd Study Room 1 Combination 02880430 

 Smoke Detector 3rd Study Room 2 Combination 02880431 

 Smoke Detector 3rd Study Room 3 Combination 02880432 

Zone/Circuit: 3 

 Pull Station 1st Book Area Exit Dual Action 02880292 

 Pull Station 1st Loading Dock Exit Dual Action 02880293 

 Pull Station 1st Rear Service Corridor Dual Action 02880299 

 Smoke Detector 1st Office Hallway Combination 02880301 

 Smoke Detector 1st Large Office Area Combination 02880302 

 Smoke Detector 1st Large Office Area Combination 02880303 

 Smoke Detector 1st Ms. Strongs Office Combination 02880294 

 Smoke Detector 1st Asst Directors Office Combination 02880295 

 Smoke Detector 1st Kitchen Combination 02880296 

 Smoke Detector 1st Francines Office Combination 02880297 

 Smoke Detector 1st Computer Area Combination 02880284 

 Smoke Detector 1st Computer Area Combination 02880285 

 Smoke Detector 1st Computer Area Combination 02880286 

 Smoke Detector 1st Reference Desk Combination 02880287 

 Smoke Detector 1st Book Area Combination 02880288 

 Smoke Detector 1st Book Area Combination 02880289 

 Smoke Detector 1st Book Area Combination 02880290 

 Smoke Detector 1st Book Area Combination 02880291 

Zone/Circuit: 30 

 Pull Station 4th Elevator Lobby Dual Action 02880305 

 Pull Station 4th Stair 1 Dual Action 02880402 

 Pull Station 4th Stair 2 Dual Action 02880308 

 Smoke Detector 4th Hallway Combination 02880309 

 Smoke Detector 4th Outer Room 2 Combination 02880399 

 Smoke Detector 4th Outside Janitor Room Combination 02880400 

 Smoke Detector 4th Inside Janitor Room Combination 02880401 

 Smoke Detector 4th Electrical Room Combination 02880403 

 Smoke Detector 4th Hallway Combination 02880306 

 Smoke Detector 4th Room 2 Combination 02880408 

 Smoke Detector 4th Room 1 Combination 02880409 

 Smoke Detector 4th Auditorium Combination 02880410 

 Smoke Detector 4th Auditorium Combination 02880412 

 Smoke Detector 4th Auditorium Combination 02880413 

Zone/Circuit: 31 

 Duct Detector 4th Mechanical Room Ionization 02880406 

Zone/Circuit: 32 

 Duct Detector 4th Mechanical Room Ionization 02880405 

Zone/Circuit: 33 

 Duct Detector 4th Mechanical Room Ionization 02880404 
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Zone/Circuit: 34 

 Smoke Detector 2nd Book Storage Combination 02880465 

 Smoke Detector 2nd Book Storage Combination 02880466 

 Smoke Detector 2nd Book Storage Combination 02880467 

Zone/Circuit: 35 

 Smoke Detector 2nd Book Storagqe Combination 02880468 

 Smoke Detector 2nd Book Storagqe Combination 02880469 

Zone/Circuit: 4 

 Smoke Detector 1st Rear Service Corridor Combination 02880298 

 Smoke Detector 1st Mechanical Room in Service Corridor Combination 02880300 

Zone/Circuit: 47 

 Tamper Switch 4th Mechanical Room  02880480 

 Waterflow Switch 4th Mechanical Room  02880479 

Zone/Circuit: 6 

 Pull Station 2nd Center Stair Dual Action 02880274 

Zone/Circuit: V01 

 Tamper Switch 1st Mechanical Room  02880478 

Zone/Circuit: V02 

 Tamper Switch 1st Mechanical Room  02880477 

Zone/Circuit: V04 

 Tamper Switch 1st Mechanical Room  02880474 

Zone/Circuit: V05 

 Tamper Switch 1st Mechanical Room  02880471 

Zone/Circuit: V06 

 Tamper Switch 1st Mechanical Room  02880473 

Zone/Circuit: V07 

 Tamper Switch 1st Mechanical Room  02880472 

Zone/Circuit: V08 

 Tamper Switch 1st Mechanical Room  02880476 
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ACKNOWLEDGEMENT OF ADDENDUM NO. 1   
   
The undersigned Proposer acknowledges receipt of this Addendum by returning one (1) 
copy of this form with the proposal submittal package to the Department of Purchasing 
& Contract Compliance, Fulton County Public Safety Building, 130 Peachtree Street, 
S.W., Suite 1168, Atlanta, Georgia 30303 by the ITB due date and time Wednesday, 
October 12, 2016 at 11:00 A.M. 
 
 
This is to acknowledge receipt of Addendum No.1, _______ day of ___________, 2016. 
 
________________________________ 
Legal Name of Bidder 
 
       
________________________________ 
Signature of Authorized Representative 
 
 
________________________________ 
Title 
 
 
 
 
 


