NOTES:

1. SERVICE LINE SHALL BE 1½" FROM THE MAIN TO THE METER
2. USE ALL COMPRESSION GOR A5TS
3. INSTALLATION SHALL ALLOW ACCESS TO ROOM TO
REMOVE METER REPAIR METER
4. METER BOX SHALL BE APPROXIMATELY 2x2.5
5. TAP PER SERVICE LINE MUST BE CONTINUOUS FROM
6. PIPE & COUPLERS
7. BRASS STOP VALVE
8. SERVICE STOP VALVE
9. POLYETHERE METAL BOX
10. BORING STRIPS
11. MAINTAIN A DEPTH TO AVOID Contact WITH OTHER UTILITIES