NOTES:

1. SEE STD. # 133 FOR VALVE LOC. AT STREET INTERSECTION

2, WATER VALVE MARKERS WILL BE PLACED AT ALL LOCATIONS
WHERE WATER VALVES ARE NOT IN THE STREET.

3. WATER VALVES THAT ARE IN THE STREET, WILL BE CLEARLY
MARKED ON THE CURB.
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