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(CONCENTRIC AROUND WATER MAIN)
VALVE (SAME SIZE AS WATER MAIN)

\ 10 - o |

VALVE BOX | _
0] _ _ D.LP. WATER MAIN c \.__
U \|

[ | e

RETAINER NOTE:
GLANDS TRENGH BACKFILL SHALL BE COMPACTED TO 98% STD. PROCTOR
RETAINER GLAND OR WELD—0 FOR ENTIRE LENGTH & DEPTH OF STUBOUT PIPE.
THRUST COLLAR (BY PIPE MFRG.)
SECTION
DIA A B c D STEEL
24 1-10" | o-3" | 9=3" | 2—g" # © 12" 0.C. EWEF.
16" 1-3" | e | 6=6" | 1'-10~ | #8 @ 12" 0.C. EWEF.
ho* or 127 1™-2" | 5-3" | 5-3" | _,~ #7 ©012° 0.C. EWEF.
6 OR 8 | 1-0° | #-0" | 4—0" | 1-0° #6 © 12° 0.C. EWELF.
TEST PRESSURE: 250 P.S.. NOTE:
SOIL BEARING PRESSURE: 2500 P.S.F. TERMINATION DETAIL FOR LARGER DIAMETER PIPE
SHALL BE DETERMINED FOR EACH PROJECT.
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