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Co. Std. File no. 508

GROUT ALL JOINTS.

THROAT
Co. Std. Flle no. _506_

SQUARE TO ROUND ADAPTER

RISER SECTION (if req'd)
AVAILABLE IN HEIGHTS
1'-0", 1’-6", 2’-0°, 2’6",
3-0°, 3-6°, 4-0°

NOTE:

FOR ROLLED CURB & GUTTER,
SEE STD. NO. 503 — B FOR BOX
LOCATION.

MONOLITHIC BASE
HOLES MUST BE PRECAST

NOTEC
ALL CONCRETE SHALL BE 4000 PSI

TOP A THROAT WILL BE PRECAST..
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REINFORCING _n\n o6 7
WELDED WIRE FABRIC

RISER
BASE_HEIGHT METAL PIPE_ | CONC PIPE [*H (MIN.
4 DA — 2’ 6" 18° 12° 5 -0
3-0 24" 18” 5" -6
3-8 30 24 6" - 0"
4 -0 30" 6 — 6"

*OTHERWISE BOX MUST BE BUILT OUT OF BRICK

NOTES:

CATCH BASIN SHALL BE INSTALLED WITH PIPE OPENING AS SPECIFIED.
STEPS TO BE INSTALLED ON 15° VERTICAL SPACING. SEE PRECAST
MANHOLE STANDARD FOR SPECIFICATIONS.
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REINFORCING TO BE 3/3
6x8 WELDED WIRE FABRIC
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