5. **Type K Copper Service Line Must Be Continuous From Meter to Main**

4. Meter Box shall be approximately 18" x 24".

3. Installation shall allow adequate room to remove and/or repair meter.

2. Use all flare joints.

1. Service line shall be 1" from main to meter.

**Notes**

- Direct Tap & Flared fittings
- Avoid depth to overturn utilities
- Maintain 4' depth to avoid

**DIAGRAM**

- Plastic Meter Box
- Cast Iron Cover
- Plastic Meter Box
- 1" Meter
- 8 Bricks Each Course
- 2 Courses of Brick
- Service line is by others
- Ditch
- Curb Stop
- Ditch

**TEXT**

- Conflict with other utilities